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the first sample (X
¯

1) is equal to or great-
er than the lower control limit (LCL1),
the basic model is in compliance and
testing is at an end.
(ii) If the value of n is greater than n1,
the basic model is in non-compliance.
The size of a second sample n2 is deter-
mined to be the smallest integer equal to
or greater than the difference n¥n1. If
the value of n2 so calculated is greater
than 20¥n1, set n2 equal to 20¥n1.

Step 8. Compute the combined mean (X
¯

2) of
the measured energy performance of the
n1 and n2 units of the combined first and
second samples as follows:
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Step 9. Compute the standard error (SE(X
¯

2))
of the mean full-load efficiency of the n1

and n2 units in the combined first and
second samples as follows:

SE X
S

n n
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1 2
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+
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(Note that S1 is the value obtained above
in Step 3.)

Step 10. Set the lower control limit (LCL2)
to,

LCL RE tSE X2 2 8= − ( ) ( )
where t has the value obtained in Step 5,
and compare the combined sample mean
(X
¯

2) to the lower control limit (LCL2) to
find one of the following:
(i) If the mean of the combined sample
(X
¯

2) is less than the lower control limit
(LCL2), the basic model is in non-compli-
ance and testing is at an end.
(ii) If the mean of the combined sample
(X
¯

2) is equal to or greater than the lower
control limit (LCL2), the basic model is
in compliance and testing is at an end.

MANUFACTURER-OPTION TESTING

If a determination of non-compliance is
made in Steps 6, 7 or 10, above, the manufac-
turer may request that additional testing be
conducted, in accordance with the following
procedures.
Step A. The manufacturer requests that an

additional number, n3, of units be tested,
with n3 chosen such that n1 + n2 + n3 does
not exceed 20.

Step B. Compute the mean full-load effi-
ciency, standard error, and lower control
limit of the new combined sample in ac-
cordance with the procedures prescribed
in Steps 8, 9, and 10, above.

Step C. Compare the mean performance of
the new combined sample to the lower

control limit (LCL2) to determine one of
the following:
(a) If the new combined sample mean is
equal to or greater than the lower con-
trol limit, the basic model is in compli-
ance and testing is at an end.
(b) If the new combined sample mean is
less than the lower control limit and the
value of n1 + n2 + n3 is less than 20, the
manufacturer may request that addi-
tional units be tested. The total of all
units tested may not exceed 20. Steps A,
B, and C are then repeated.
(c) Otherwise, the basic model is deter-
mined to be in non-compliance.

PART 435—ENERGY CONSERVA-
TION VOLUNTARY PERFORM-
ANCE STANDARDS FOR NEW
BUILDINGS; MANDATORY FOR
FEDERAL BUILDINGS

Subpart A—Voluntary Performance Stand-
ards for New Commercial and Multi-
Family High Rise Residential Buildings;
Mandatory for Federal Buildings

Sec.
435.97 Purpose.
435.98 Scope.
435.99 General definitions and acronyms.
435.100 Explanation of numbering system

for standards.
435.101 Implementation and compliance pro-

cedures for Federal agencies.
435.102 Principles of effective energy build-

ing design.
435.103 Lighting.
435.104 Auxiliary systems and equipment.
435.105 Building envelope.
435.106 Electric power and distribution.
435.107 Heating, ventilation and air-condi-

tioning (HVAC) systems.
435.108 Heating, ventilation, and air-condi-

tioning (HVAC) equipment.
435.109 Service water heating systems.
435.110 Energy management.
435.111 Building energy cost compliance al-

ternative.
435.112 Building energy compliance alter-

native.

Subpart B—Voluntary Performance Stand-
ards for New Non-Federal Residential
Buildings [Reserved]

Subpart C—Mandatory Performance
Standards for New Federal Residential
Buildings

435.300 Purpose.
435.301 Scope.
435.302 Definitions.
435.303 Requirements for the design of a

Federal residential building.
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435.304 The COSTSAFR Program.
435.305 Alternative compliance procedure.
435.306 Selecting a life cycle effective pro-

posed building design.

AUTHORITY: 42 U.S.C. 6831–6870; 42 U.S.C.
8254; 42 U.S.C. 7101, et seq.

SOURCE: 53 FR 32545, Aug. 25, 1988, unless
otherwise noted.

Subpart A—Voluntary Perform-
ance Standards for New
Commercial and Multi-Family
High Rise Residential Build-
ings; Mandatory for Federal
Buildings

SOURCE: 54 FR 4554, January 30, 1989, unless
otherwise noted.

§ 435.97 Purpose.

(a) This subpart establishes energy
conservation voluntary performance
standards for the design of new com-
mercial and multi-family high rise res-
idential buildings. The voluntary per-
formance standards are designed to
achieve the maximum practicable im-
provements in energy efficiency and in-
creases in the use of non-depletable
sources of energy.

(b) The voluntary performance stand-
ards will be used by Federal agencies
for the design of new Federal commer-
cial and multi-family high rise residen-
tial buildings.

(c) Except in the case of new com-
mercial and multi-family high rise res-
idential buildings, which are Federal
buildings, voluntary performance
standards prescribed under this subpart
are developed solely as guidelines for
the purpose of providing technical as-
sistance for the design of energy effi-
cient buildings.

§ 435.98 Scope.

(a) The voluntary performance stand-
ards for new commercial and multi-
family high rise residential buildings
apply to the design of a new commer-
cial or multi-family high rise residen-
tial building, except for the following:

(1) A building constructed and devel-
oped for residential occupancy, unless
the building is a multi-family high rise
residential building with 3 or more sto-
ries;

(2) Heating, cooling, ventilating, or
service hot water requirements for
those spaces where processes occur for
purposes other than occupant comfort
and sanitation, and which impose ther-
mal loads in excess of 5% of the loads
that would otherwise be required for
occupant comfort and sanitation with-
out the process;

(3) Envelope requirements for those
spaces where heating or cooling re-
quirements are excepted in paragraph
(a)(2) of this section;

(4) Lighting for tasks not listed or
encompassed by areas or activities list-
ed in Table 3.5–1; and

(5) Buildings that are composed en-
tirely of spaces listed in paragraphs (a)
(2), (3), and (4) of this section.

§ 435.99 General definitions and acro-
nyms.

(a) For the purpose of this subpart:
Accessible (as applied to equipment)

means admitting close approach; not
guarded by locked doors, elevation, or
other effective means. (See also Readily
Accessible.)

Adjusted Lighting Power means light-
ing power, ascribed to a luminaire(s),
that has been reduced by deducting a
lighting power control credit based on
use of an automatic control device.

Annual Fuel Utilization Efficiency
means the ratio of annual output en-
ergy to annual input energy that in-
cludes any non-heating season pilot
input loss.

Air Conditioning, Comfort means treat-
ing air to control its temperature, rel-
ative humidity, cleanliness, and dis-
tribution to meet the comfort require-
ments of the occupants of the condi-
tioned space. Some air conditioners
may not accomplish all of these con-
trols.

Ambient Lighting means lighting that
produces general illumination through-
out an area.

Area Factor means a multiplying fac-
tor that adjusts the base unit power
density (UPD) for spaces of various
sizes to account for the impact of room
configuration on lighting power utili-
zation.

Automatic means a self-acting, oper-
ating by its own mechanism, when ac-
tuated by some impersonal influence,
such as, a change in current strength,
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pressure, temperature or mechanical
configuration. (See also Manual.)

Ballast means a device used with an
electric-discharge lamp to obtain the
necessary circuit conditions (voltage,
current, and wave form) for starting
and operating.

Ballast Efficacy Factor—Fluorescent
means the ratio of the relative light
output to the power input in watts, at
specified test conditions, expressed as a
percent.

Ballast Factor means the ratio of a
commercial ballast lamp lumens to a
reference ballast lamp lumens, used to
correct the lamp lumen output from
rated to actual.

Boiler Capacity means the rated heat
output in Btu/h of the boiler, at the de-
sign inlet and outlet conditions and
rated fuel/energy input.

British Thermal Unit means approxi-
mately the amount of heat required to
raise the temperature of one pound of
water from 59 °F to 60 °F.

Building means any new structure to
be constructed that includes provision
for a heating or cooling system, or
both, or for a hot water system.

Building Code means a legal instru-
ment which is in effect in a state or
unit of general purpose local govern-
ment, the provisions of which must be
adhered to if a building is to be consid-
ered to be in conformance with law and
suitable for occupancy and use.

Building Design means the architec-
tural and engineering drawings and
specifications used for the construction
of a new building.

Building Energy Cost means the com-
puted annual energy cost of all pur-
chased energy for the building, cal-
culated using the methods of section
435.111 of these standards.

Building Envelope means the elements
of a building that enclose conditioned
spaces through which thermal energy
may be transferred to or from the exte-
rior or to or from unconditioned
spaces.

Building Type means the classifica-
tion of a building by usage. In this reg-
ulation the following classifications of
buildings are defined by these uses:

(1) Assembly means a building or
structure for the gathering together of
persons, such as auditoriums, churches,
dance halls, gymnasiums, theaters,

museums, passenger depots, sports fa-
cilities, and public assembly halls.

(2) Health and Institutional means a
building or structure for the purpose of
providing medical treatment, confine-
ment or care, and sleeping facilities
such as hospitals, sanitariums, clinics,
orphanages, nursing homes, mental in-
stitutions, reformatories, jails, and
prisons.

(3) Hotel/Motel means a building or
structure for transient occupancy, such
as resorts, hotels, motels, barracks,
and dormitories.

(4) Multi-Family means a building or
structure containing three or more
dwelling units. (See Dwelling Units, and
Multi-Family Dwelling.)

(5) Office (Business) means a building
or structure for office, professional, or
service type transactions, such as med-
ical offices, banks, libraries, and busi-
ness offices, including governmental
office buildings.

(6) Restaurant means a building or a
structure for the consumption of food
or drink, including fast food, coffee
shops, cafeterias, bars, and res-
taurants.

(7) Retail (Mercantile) means a build-
ing or a structure for the display and
sale (wholesale or retail) of merchan-
dise, such as shopping malls, food mar-
kets, auto dealerships, department
stores, and specialty shops. (See also
Retail Establishments.)

(8) School (Educational) means a
building or structure for the purpose of
instruction, such as schools, colleges,
universities, and academies.

(9) Warehouse (Storage) means a build-
ing or structure for storage, such as
aircraft hangers, garages, warehouses,
storage buildings, and freight depots.

Check Metering means measurement
instrumentation for the supplementary
monitoring of energy (electric, gas, oil,
etc.) consumption, in addition to the
revenue metering furnished by the util-
ity, to isolate the various categories of
energy use to permit conservation and
control.

Coefficient of Performance—Cooling
means the ratio of the rate of heat re-
moval to the rate of energy input in
consistent units, for a complete cooling
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system or factory assembled equip-
ment, as tested under a nationally rec-
ognized standard or designated oper-
ating conditions.

Coefficient of Performance, Heat
Pump—Heating means the ratio of the
rate of heat delivered to the rate of en-
ergy input, in consistent units, for a
complete heat pump system under des-
ignated operating conditions. When
checking compliance with the heat
pump equipment COP’s listed in the ta-
bles in section 435.108.

Combined Thermal Transmittance Val-
ues (See Thermal Transmittance, Over-
all.)

Commercial Building means a building
other than a residential building, in-
cluding any building developed for in-
dustrial or public purposes.

Conditioned Floor Area means the area
of the conditioned space measured at
floor level from the interior surfaces of
the walls.

Conditioned Space means a volume
within a building that is designed to be
heated and/or cooled, directly or indi-
rectly.

Connected Lighting Power means the
power required to energize luminaires
and lamps installed and connected to
the building electrical service, in
watts.

Control Loop, Local means a control
system consisting of a sensor, a con-
troller, and a controlled device.

Cooled Space means an enclosed area
within a building that has a refrigera-
tion system whose sensible capacity
exceeds 5 Btu/h•ft2 or is capable of
maintaining space dry bulb tempera-
tures of 90 °F or less at design cooling
conditions.

Daylight Sensing Control means a de-
vice that automatically regulates the
power input to electric lighting near
the fenestration to maintain the de-
sired workplace illumination, thus tak-
ing advantage of direct or indirect sun-
light.

Dead Band (Dead Zone) means the
range of values within which an input
variable can be varied without initi-
ating any noticeable change in the out-
put variable.

Default Assumption means the value
of an input used in a calculation proce-
dure when a value is not entered by the
designer.

Degree-Day means a unit, based upon
temperature difference and time, used
in estimating fuel consumption and
specifying nominal heating load of
building in winter. For any day, when
the mean temperature is less than a
reference temperature, typically 65 °F,
there are as many Degree-Days as
Fahrenheit degrees difference in tem-
perature between the mean tempera-
ture for the day and the reference tem-
perature.

Degree Day, Cooling means a unit,
based upon temperature difference and
time, used in estimating cooling en-
ergy consumption. For any one day,
when the mean temperature is more
than a reference temperature, typi-
cally 65 °F, there are as many Degree
Days as degrees Fahrenheit tempera-
ture difference between the mean tem-
perature for the day and the reference
temperature. Annual Cooling Degree
Days (CDD) are the sum of the degree
days over a calendar year.

Degree Day, Heating means a unit,
based upon temperature difference and
time, used in estimating heating en-
ergy consumption. For any one day,
when the mean temperature is less
than a reference temperature, typi-
cally 65 °F, there are as many Degree
Days as degrees Fahrenheit tempera-
ture difference between the mean tem-
perature for the day and the reference
temperature. Annual Heating Degree
Days (HDD) are the sum of the degree
days over a calendar year.

Demand (Electric) means the rate at
which electric energy is delivered to or
by a system, part of a system, or a
piece of equipment; expressed in kilo-
watts, kilovoltamperes; or other suit-
able units at a given instant or aver-
aged over any designated period.

Design Conditions means the exterior
and interior environmental parameters
specified for air conditioning and elec-
trical design for a facility.

Design Energy Consumption means the
computed annual energy usage of a
proposed building design.

Design Energy Costs means the com-
puted annual energy expenditures of a
proposed building design.

Dwelling Unit means a single house-
keeping unit comprised of one or more
rooms providing complete, independent
living facilities for one or more persons
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including permanent provisions for liv-
ing, sleeping, eating, cooking, and sani-
tation.

Economizer, Air means a ducting ar-
rangement and automatic control sys-
tem that allows a cooling supply fan
system to supply outside air to reduce
or eliminate the need for mechanical
refrigeration during mild or cold
weather.

Economizer, Water means a system by
which the supply air of a cooling sys-
tem is cooled directly and/or indirectly
by evaporation of water, or by other
appropriate fluid, in order to reduce or
eliminate the need for mechanical re-
frigeration.

Efficiency, HVAC System means the
ratio of the useful energy output (at
the point of use) to the energy input in
consistent units for a designated time
period, expressed in percent.

Emergency System (Back Up System)
means a system which exists for the
purpose of operating in the event of
failure of a primary system.

Energy means the capability for
doing work; having several forms that
may be transformed from one to an-
other, such as thermal (heat), mechan-
ical (work), electrical, and chemical.

Energy Cost means the annual cost of
energy by unit and type of energy.

Energy Cost Budget means the max-
imum allowable computed annual en-
ergy expenditure for a proposed build-
ing.

Energy Efficiency Ratio means the
ratio of net equipment cooling capac-
ity in Btu/h to total rate of electric
input in watts under designated oper-
ating conditions. When consistent
units are used, this ratio becomes
equal to COP. (See also Coefficient of
Performance.)

Energy Management System means a
control system designed to monitor the
environment and the use of energy in a
facility and to adjust the parameters of
local control loops to conserve energy
while maintaining a suitable environ-
ment.

Energy, Recovered (See Recovered En-
ergy.)

Enthalpy means a thermodynamic
property of a substance defined as the
sum of its internal energy plus the
quantity PV/J, where P=pressure of the
substance, V=its volume, and J=the

mechanical equivalent of heat; for-
merly called total heat and heat con-
tent.

Exterior Envelope (See Building Enve-
lope.)

Fenestration means any light-trans-
mitting section in a building wall or
roof. The fenestration includes glazing
material, which may be glass or plas-
tic; framing, mullions, muntins, and di-
viders; external shading devices; inter-
nal shading devices, and integral (be-
tween-glass) shading devices.

Federal Agency means any depart-
ment, agency, corporation, or other en-
tity or instrumentality of the execu-
tive branch of the Federal Government,
including the United States Postal
Service, the Federal National Mort-
gage Association, and the Federal
Home Loan Mortgage Corporation.

Federal Building means any building
to be constructed by, or for the use of,
any Federal Agency which is not le-
gally subject to State or local building
codes or similar requirements.

Footcandle means the unit of illumi-
nance on a surface one square foot in
area on which there is a uniformly dis-
tributed flux of one lumen, or the illu-
minance produced on a surface all
points of which are at a distance of one
foot from a directionally uniform point
source of one candela.

General Lighting means lighting de-
signed to provide illumination
throughout an area, exclusive of any
provision for special local require-
ments.

Gross Floor Area means the sum of the
areas of the several floors of the build-
ing, including basements, mezzanine
and intermediate-floored tiers and
penthouses of headroom height, meas-
ured from the exterior faces of exterior
walls or from the centerline of walls
separating buildings, but excluding
covered walkways, open roofed-over
areas, porches and similar spaces, pipe
trenches, exterior terraces or steps,
chimneys, roof overhangs, and similar
features.

Gross Lighted Area means the sum of
the total lighted areas of a building
measured from the inside of the perim-
eter walls, for each floor of the build-
ing.

Gross Roof Area means the total sur-
face of the roof assembly exposed to
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the outside air, including all roof/ceil-
ing and skylight components through
which heat may flow between indoor
and outdoor environments, excluding
service openings.

Gross Exterior Wall Area means the
total surface of the wall assembly ex-
posed to the outside air and enclosing a
heated or cooled space consisting of
opaque surfaces, including between
floor spandrels, peripheral edges of
flooring and window areas including
sash and door areas but excluding
vents, grilles, and pipes.

HVAC System means the equipment
distribution network and terminals
that provide either collectively or indi-
vidually the processes of heating, ven-
tilating, and/or air conditioning to a
building.

HVAC System Efficiency (See Effi-
ciency, HVAC System.)

Heat means the form of energy that
is transferred by virtue of a tempera-
ture difference or a change in state of
a material.

Heat Capacity means the amount of
heat necessary to raise the tempera-
ture of a given mass one degree. Nu-
merically the mass multiplied by the
specific heat.

Heated Space means a volume within
a building which is provided with a
positive supply of thermal energy by a
system whose output capacity either
exceeds 10 Btu/h•ft 2 or is capable of
maintaining a space dry-bulb tempera-
ture of 50 °F or more at design building
conditions.

Heating System Performance Factor
means the total heating output of a
heat pump during its normal annual
usage period for heating, in Btu, di-
vided by the total electric energy input
during the same period, in watt-hours.

Heat Trap means a device coupled to
the inlet and outlet of a water heater
that effectively restricts the natural
tendency of hot water to rise in the
vertical pipe during periods of standby.

Humidistat means an automatic con-
trol device responsive to changes in hu-
midity.

Illuminance means the density of the
luminous flux incident on a surface. It
is the quotient of the luminous flux
multiplied by the area of the surface
when the latter is uniformly illumi-
nated. (See also Footcandle.)

Industrial Process means any manu-
facturing or other process whose en-
ergy requirements are not primarily
intended to contribute to the heating,
cooling, lighting, ventilation, or serv-
ice hot water energy load requirements
of the building.

Infiltration means the uncontrolled
inward air leakage through cracks and
crevices in any building element and
around windows and doors of a build-
ing.

Insolation means the rate of solar en-
ergy incident on a unit area with a
given orientation.

Integrated Part-Load Value means a
single number figure of merit for
airconditioning and heat pump equip-
ment based on weighted operation at a
set of less than full capacities for the
equipment.

Lighting Power Budget means the
lighting power, in watts, allowed for an
interior or exterior area or activity.

Lighting Power Control Credit means
the amount of interior connected light-
ing power which may be added to the
Interior Lighting Power Allowance for
lights in a space which is turned off or
dimmed by automatic control devices.

Lumen means SI unit of luminous
flux. Radiometrically, it is determined
from the radiant power.
Photometrically, it is the luminous
flux emitted within a unit solid angle
(one steradian) by a point source hav-
ing a uniform luminous intensity of
one candela.

Lumen Maintenance Control means a
device that senses the illumination
level and causes an increase/decrease of
illuminance to maintain a preset illu-
mination level.

Luminaire means a complete lighting
unit consisting of a lamp or lamps to-
gether with the parts designed to dis-
tribute the light, to position and pro-
tect the lamps, and to connect the
lamps to the power supply.

Luminaire Efficiency means the ratio
of luminous flux (lumens) emitted by a
luminaire to that emitted by the lamp
or lamps used therein.

Manual (Non-Automatic) means action
requiring personal intervention for its
control. As applied to an electric con-
troller, non-automatic control does not
necessarily imply a manual controller,
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but only that personal intervention is
necessary. (See Automatic.)

Marked Rating means the design load
operating conditions of a device as
shown by the manufacturer on the
nameplate or otherwise marked on the
device.

Minimum Life Cycle Cost Methodology
means the methodology specified in
subpart A of 10 CFR part 436.

Motor Efficiency, Nominal means the
median efficiency occurring in a popu-
lation of motors of the same manufac-
turer and rating.

Multi-Family High Rise Residential
Building means a residential building
containing three or more dwelling
units and is designed to be 3 or more
stories above grade.

Multi-Family Low Rise Residential
Building means a residential building
containing three or more dwelling
units and is designed not to exceed two
stories above grade.

Non-Depletable Energy Sources means
sources of energy, excluding minerals,
derived from incoming solar radiation;
thermal chemical or electrical energy
derived directly from conversion of in-
cident solar radiation; wind, waves and
tides, lake, or pond thermal dif-
ferences; and energy derived from the
internal heat of the earth.

Occupancy Sensor means a device that
detects the presence or absence of peo-
ple within an area and causes lighting,
equipment, and/or appliances to be ad-
justed accordingly.

Opaque Areas means all exposed areas
of a building envelope which enclose
conditioned space, except fenestration
areas and building service openings,
such as vents, grilles, and pipes.

Orientation means the directional
placement of a building on a building
site with reference to the building’s
longest horizontal axis, or, if none,
with reference to the designated main
entrance.

Outdoor (Outside) Air means air taken
from the exterior of the building that
has not been previously circulated
through the building. (See also Ven-
tilating Air.)

Ozone Depletion Factor means a rel-
ative measure of the potency of chemi-
cals in depleting stratospheric ozone.
The ozone depletion factor potential
depends upon the chlorine and the bro-

mine content and atmospheric lifetime
of the chemical. The depletion factor
potentials are normalized such that the
factor for CFC–11 is set equal to unity
and the factors for the other chemicals
indicate their potential relative to
CFC–11.

Packaged Terminal Air-Conditioner
means a factory-selected wall sleeve
and separate unencased combination of
heating and cooling components, as-
semblies or sections, intended for
mounting through the wall to serve a
single room or zone. It includes heating
capability by hot water, steam, or elec-
tricity.

Packaged Terminal Heat Pump means
a PTAC capable of using the refrigera-
tion system in a reverse cycle or heat
pump mode to provide heat.

Piping means a system for conveying
fluids, including pipes, valves, strain-
ers, and fittings.

Plenum means an enclosure that is
part of the air handling system and is
distinguished by having a very low air
velocity. A plenum often is formed in
part or in total by portions of the
building.

Power means, in connection with ma-
chines, the time rate of doing work; in
connection with the transmission of
energy of all types, the rate at which
energy is transmitted; in inch-pound
units, is measured in watts (W) or Brit-
ish thermal units per hour (Btu/h).

Power Adjustment Factor means a
modifying factor that adjusts the effec-
tive connected lighting power of a
space to account for the use of energy
conserving lighting control devices.

Power Factor means the ratio of total
watts to the root-mean-square (RMS)
volt amperes.

Prescribed Assumption means a fixed
value of an input to the standard cal-
culation procedure.

Process Energy means energy con-
sumed in support of a manufacturing,
industrial, or commercial process,
other than the maintenance of comfort
and amenities for the occupants of a
building.

Process Load means the calculated or
measured time-integrated load on a
building resulting from the consump-
tion or release of process energy.
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Proposed Design means a prospective
design for a building that is to be eval-
uated for compliance.

Prototype Building means a generic
building design of the same size and oc-
cupancy type as the proposed design,
which complies with the prescriptive
requirements of the standards and has
prescribed assumptions used to gen-
erate the energy budget concerning
shape, orientation, HVAC, and other
system designs.

Public Facility Restroom means a rest-
room used by the transient public.

Radiant Comfort Heating means a sys-
tem in which temperatures of room
surfaces are adjusted to control the
rate of heat loss by radiation from oc-
cupants.

Readily Accessible means capable of
being reached quickly for operation,
renewal, or inspections, without re-
quiring those to whom ready access is
requisite to climb over or remove ob-
stacles or to resort to portable ladders,
chairs, and so on. (See also Accessible.)

Recooling means lowering the tem-
perature of air that has been pre-
viously heated by a heating system.

Recovered Energy means energy uti-
lized which would otherwise be wasted
(not contributing to a desired end use)
from an energy utilization system.

Reference Building means a specific
building design that has the same
form, orientation and basic systems as
the proposed design and meets all the
criteria of the prescriptive compliance
method.

Reflectance means the ratio of the
light reflected by a surface to the light
incident upon it.

Reheating means raising the tempera-
ture of air that has been previously
cooled either by a refrigeration or an
economizer system.

Reset means adjustment of the con-
troller set point to a higher or lower
value automatically or manually.

Residential means any structure
which is constructed and developed for
residential occupancy.

Retail Establishments means, for the
purpose of determining lighting power
limit, buildings, the primary functions
of which are designed to be:

(1) Type A—Jewelry Merchandising,
where the minute display and examina-
tion of merchandise is critical.

(2) Type B—Fine Merchandising: Fine
apparel and accessories, china, crystal
and silver, art galleries, etc., where the
detailed display and examination of
merchandise is important.

(3) Type C—Mass Merchandising,
where focused display and detailed ex-
amination of merchandise is impor-
tant.

(4) Type D—General Merchandising:
General apparel, variety, stationery,
books, sporting goods, hobby, cameras,
gift, luggage, etc., where general dis-
play and examination of merchandise
are adequate.

(5) Type E—Food & Miscellaneous:
Bakeries, hardware and housewares,
grocery, appliances and furniture, etc.,
where appetizing appearance is impor-
tant.

(6) Type F—Service Establishments,
where functional performance is impor-
tant.

Roof means those portions of the
building envelope including all opaque
surfaces, fenestration, doors, and
hatches which are above conditioned
space and which are horizontal or tilt-
ed at less than 45° from horizontal. (See
also Walls.)

Room Air Conditioner means an en-
cased assembly designed as a unit to be
mounted in a window or through a
wall, or as a console. It is designed pri-
marily to provide free delivery of con-
ditioned air to an enclosed space, room,
or zone. It includes a prime source of
refrigeration for cooling and
dehumidification and means for circu-
lating and cleaning air, and may also
include means for ventilating and heat-
ing.

Seasonal Energy Efficiency Ratio
means the total cooling output of an
air conditioner during its normal an-
nual usage period for cooling, in Btu/h,
divided by the total electric energy
input during the same period, in watt-
hours, as determined by 10 CFR, part
430.

Service Systems means all energy-
using or distributing components in a
building that are operated to support
the occupant or process functions
housed therein, including HVAC, serv-
ice water heating, illumination, trans-
portation, cooking or food preparation,
laundering or similar functions.
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Service Water Heating means the sup-
ply of hot water for purposes other
than comfort heating and process re-
quirements.

Service Water Heating Demand means
the maximum design rate of water
withdrawal from a service water heat-
ing system in a designated period of
time (usually an hour or a day).

Shading Coefficient means the ratio of
solar heat gain through fenestration,
with or without integral shading de-
vices, to that occurring through
unshaded 1⁄8 inch thick clear, double
strength glass.

Shell Building means a building for
which the envelope is designed and/or
constructed prior to knowing the occu-
pancy type. (See also Speculative Build-
ing.)

Speculative Building means a building
for which the envelope is designed and/
or constructed prior to the design of
the lighting and/or HVAC systems. A
speculative building differs from a
shell building in that the intended oc-
cupancy is known for the speculative
building. (See also Shell Building.)

Standard Calculation Procedure means
an energy simulation model, and a set
of input assumptions, that produce es-
timates of annual energy consumption
for heating, cooling, ventilation, light-
ing, and other uses and that account
for the dynamic thermal performance
of the building.

System means a combination of equip-
ment and/or controls, accessories,
interconnecting means, and terminal
elements by which energy is trans-
formed so as to perform a specific func-
tion, such as HVAC, service water
heating, or illumination.

Tandem Wiring means pairs of
luminaires operating with one lamp in
each luminaire powered from a single
two-lamp ballast contained in the
other luminaire.

Task Lighting means lighting that
provides illumination for specific vis-
ual functions and is directed to a spe-
cific surface or area.

Task Location means an area of the
space where significant visual func-
tions are performed and where lighting
is required above and beyond that re-
quired for general ambient use.

Terminal Element means a device by
which the transformed energy from a

system is finally delivered; i.e., reg-
isters, diffusers, lighting fixtures, fau-
cets, etc.

Thermal Conductance means the con-
stant time rate of heat flow through
unit area of a body induced by a unit
temperature difference between the
surfaces, Btu/ft2•h•°F or Btu/h•°F. It is
reciprocal of thermal resistance. (See
Thermal Resistance.)

Thermal Mass means materials with
mass heat capacity and surface area
capable of affecting building loads by
storing and releasing heat as the inte-
rior and/or exterior temperature and
radiant conditions fluctuate. (See also
Wall Heat Capacity.) Thermal Mass Wall
Insulation Position:

(1) Exterior Insulation Position means
a wall having all or nearly all of its
mass exposed to the room air with the
insulation on the exterior of that mass.

(2) Integral Insulation Position means
a wall having mass exposed to both
room and outside air, with substan-
tially equal amounts of mass on the in-
side and outside of the insulation
layer.

(3) Interior Insulation Position means a
wall not meeting either of the above
definitions, particularly a wall having
most of its mass external to an insula-
tion layer.

Thermal Resistance means the recip-
rocal thermal conductance; 1/C as well
as 1/h, 1/U, h•ft2•°F/Btu.

Thermal Transmittance means the
overall coefficient of heat transfer
from air to air. It is the time rate of
heat flow per unit area under steady
conditions from the fluid on the warm
side of the barrier to the fluid on the
cold side, per unit temperature dif-
ference between the two fluids, Btu/
h•ft2•°F.

Thermal Transmittance, Overall means
the gross overall (area weighted aver-
age) coefficient of heat transfer from
air to air for a gross area of the build-
ing envelope, Btu/h•ft2•°F. The thermal
transmittance (U°) value applies to the
combined effect of the time rate of
heat flows through the various parallel
paths, such as windows, doors, and
opaque construction areas, comprising
the gross area of one or more building
envelope components, such as walls,
floors, or roof/ceiling.
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Thermostat means an automatic con-
trol device responsive to temperature.

Unconditioned Space means a volume
within a building that is not designed
to be directly or indirectly heated and/
or cooled. (See Conditioned Space.)

Unit Power Density means the floor
area designated for a specific occu-
pancy, function, or activity expressed
in W/ft2.

Unitary Cooling Equipment means one
or more factory-made assemblies which
normally include an evaporator or
cooling coil, a compressor and con-
denser combination, and may include a
heating function as well.

Unitary Heat Pump means one or
more factory-made assemblies which
normally include an indoor condi-
tioning coil, compressor(s) and outdoor
coil or refrigerant-to-water heat ex-
changer, including means to provide
both heating and cooling functions.

Unlisted Space means the difference in
area between the gross lighted area and
the sum of all listed spaces.

Variable Air Volume (VAV) HVAC Sys-
tem means HVAC systems that control
the dry-bulb temperature within a
space by varying the volume of supply
air to the space.

Ventilation means the process of sup-
plying or removing air by natural or
mechanical means to or from any
space. Such air may or may not have
been conditioned.

Ventilation Air means that portion of
supply air which comes from outside
(outdoors) plus any recirculated air
that has been treated to maintain the
desired quality of air within a des-
ignated space. (See also Outdoor Air.)

Visual Task means those details and
objects that must be seen for the per-
formance of a given activity, and in-
cludes the immediate background of
the details or objects.

Voluntary Performance Standards
means an energy consumption goal or
goals to be met without specification
of the method, materials, and processes
to be employed in achieving that goal
or goals, but including statements of
the requirements, criteria and evalua-
tion methods to be used, and any nec-
essary commentary.

Walls means those portions of the
building envelope enclosing condi-
tioned space including all opaque sur-

faces, fenestration and doors, which are
vertical or tilted at an angle of 45°
from horizontal or greater. (See also
Roof.)

Wall Heat Capacity means the sum of
the products of the mass of each indi-
vidual material in the wall per unit
area of wall surface times its indi-
vidual specific heat, Btu/F. (See Ther-
mal Mass.)

Watt means a unit of power. One watt
is produced when one ampere, flows at
an amp of one volt (unity power fac-
tor). (See also Power.)

Zone means a space or group of
spaces within a building with heating,
cooling, and/or lighting requirements
sufficiently similar so that desired con-
ditions can be maintained throughout
by a single controlling device.

(b) For definitions not found in para-
graph (a) of this section, the 1986 edi-
tion of ‘‘Terminology of Heating and
Ventilation, Air-Conditioning, and Re-
frigeration’’ as published by the Amer-
ican Society of Heating, Refrigeration,
and Air-Conditioning Engineers, Inc.
(ASHRAE) shall apply to these stand-
ards.

(c) For purposes of this subpart, the
acronyms and abbreviations shall have
the following meanings:
Ao—Total Building Floor Area.
Awall,roof,etc.—Area of a Specific Building

component.
AAMA—American Aluminum Manufac-

turers Association.
ACP—Alternative Component Package.
AF—Area Factor.
AFUE—Annual Fuel Utilization Effi-

ciency.
AHAM—Association of Home Appliance

Manufacturers.
ALP—Adjusted Lighting Power.
ANSI—American National Standards

Institute.
ARI—Air-Conditioning and Refrigera-

tion Institute.
ASHRAE—American Society of Heat-

ing, Refrigeration and Air Condi-
tioning Engineers, Inc.

ASME—American Society of Mechan-
ical Engineers.

ASTM—American Society for Testing
and Materials.

Btu—British Thermal Unit.
Btu/h—British Thermal Units Per

Hour.
C—Thermal Conductance.
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Cc—Cooling Criteria.
CDD—Cooling Degree-Days.
CDD50—Cooling Degree-Days Base 50

°F.
CDD65—Cooling Degree-Days Base 65

°F.
CDH—Cooling Degree-Hours.
CDH80—Cooling Degree-Hours Base 80

°F.
CEEU—Cost Equivalent Energy Units.
cfm—Cubic Feet Per Minute.
CFR—Code of Federal Regulations.
CLP—Connected Lighting Power.
COP—Coefficient of Performance.
CU—Coefficient of Utilization.
DOE—U.S. Department of Energy.
DR—Average Daily Temperature

Range for Warmest Month.
EER—Energy Efficiency Ratio.
ELPA—Exterior Lighting Power Al-

lowance.
EPD—Equipment Power Density.
o F—Degrees-Fahrenheit
GLA—Gross Lighted Building Area.
HC—Heat Capacity.
HDD—Heating Degree-Days.
HDD50—Heating Degree-Days Base 50

°F.
HDD65—Heating Degree-Days Base 65

°F.
HI—Hydronics Institute.
HID—High Intensity Discharge.
hp—Horsepower (force).
HPS—High Pressure Sodium.
HSPF—Heating System Performance

Factor.
HVAC—Heating, Ventilating and Air

Conditioning.
IEEE—Institute of Electrical and Elec-

tronics Engineers, Inc.
IES—Illuminating Engineering Society

of North America.
ILPA—Interior Lighting Power Allow-

ance.
IPLV—Integrated Part Load Value.
ILD—Internal Load Density.
IRF—Internal Reflecting Film.
ISSC—Internal Shading System Coeffi-

cient.
Kh—Daylighting Factor.
kVA—Kilo-Volts Amperes.
kW—Kilo-Watts.
LPB—Lighting Power Budget.
LPCC—Lighting Power Control Cred-

its.
LS—Listed Space.
NWMA—National Woodwork Manufac-

turers Association.
o.c.—On Center.

OLA—Occupant Load Adjustment.
OMB—U.S. Office of Management and

Budget.
Pb—Base Unit Lighting Power Allow-

ance.
PAF—Power Adjustment Factor.
PF—Projection Factor.
PTAC—Packaged Terminal Air-Condi-

tioner.
R—Thermal Resistance.
r—Thermal Resistivity.
Sea—Shading Horizontal Adjustment

Factor.
SC—Shading Coefficient.
SEER—Seasonal Energy Efficiency

Ratio.
Uo—Average Thermal Transmittance.
UL—Underwriter’s Laboratories, Inc.
ULPA—Unit Lighting Power Allow-

ance.
UPD—Unit Power Density.
VAV—Variable Air Volume.
VCP—Visual Comfort Probability.
VDT—Visual Display Terminal.
VLT—Visible Light Transmittance.
VSEW—Vertical Surface of the Facade.
W.C.—Water Column.
W—Watts.
W/ft 2—Watts Per Square Foot.
W/lin. ft—Watts Per Linear Foot.
Wh—Window Height.
WWR—Window Wall Ratio.
WYEC—Weather Year for Energy Con-

servation Calculations.

§ 435.100 Explanation of numbering
system for standards.

(a) For purposes of this subpart, a de-
rivative of two different numbering
systems will be used.

(1) For the purpose of designating a
section, the system employed in the
Code of Federal Regulations (CFR) will
be employed. The number ‘‘435,’’ which
signifies Part 435, Chapter II of Title
10, Code of Federal Regulations, is used
as a prefix for all section headings. The
suffix is a two or three digit number
beginning with ‘‘.97.’’ For example, the
lighting section of the standards is
numbered § 435.103.

(2) Within each section, a numbering
system common to many national vol-
untary consensus standards is used.
This system was chosen because of its
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commonality among the buildings in-
dustry. A decimal system is used to de-
note sections and subsections. For ex-
ample, § 9.4.2 refers to section 9, sub-
section 4, paragraph 2.

(b) The hybrid numbering system is
used for two purposes:

(1) The use of the Code of Federal
Regulation’s numbering system allows
the researcher using the CFR easy ac-
cess to the standards.

(2) The use of the second system al-
lows the builder, designer, architect or
engineer easy access because they are
used to the system employed.

(c) To avoid confusion in the use of
the two systems, § 435.101 through
§ 435.112, the substantive technical sec-

tions of the standards, have been num-
bered so that the last two digits in the
suffix designate the section. For exam-
ple, once the reader enters the body of
§ 435.105: Building Envelope, the num-
ber ‘‘5’’ is used to designate the sec-
tion. References throughout the stand-
ard do not employ the ‘‘435’’ prefix but
rather refer to the section by the single
or double digit numbers from 1–12.

§ 435.101 Implementation and compli-
ance procedures for Federal agen-
cies.

Alternative methods of achieving
compliance are illustrated in Figure
1.1–1.
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1.1 Compliance

1.1.1 The head of each Federal agen-
cy responsible for the construction of
Federal buildings shall adopt such pro-

cedures as may be necessary to assure
that the design of the building shall:
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1.1.1.1 be undertaken in a manner
that provides for appropriate consider-
ation of the Principles of Effective En-
ergy Building Design prescribed in
§§ 2.0, 3.2, 4.2, 5.2, 6.2, 7.2, 8.2, 9.2 and
10.2;

1.1.1.2 comply with the minimum re-
quirements of §§ 3.3, 4.3, 5.3, 6.3, 7.3, 8.3,
9.3 and 10.3; and

1.1.1.3 meet or exceed, based upon
the analysis of life-cycle cost-effective-
ness required by § 1.1.2 below, the fol-
lowing additional requirements:

1.1.1.3.1 the lighting design shall
meet either the prescriptive require-
ments of § 3.4 or the system perform-
ance requirements of § 3.5,

1.1.1.3.2 the building envelope design
shall meet either the prescriptive re-
quirements of section 5.4 or the system
performance requirements of section
5.5, and

1.1.1.3.3 the heating, ventilating and
air conditioning systems design shall
meet the prescriptive requirements of
section 7.4, and

1.1.1.3.4 the service water heating
systems design shall meet the prescrip-
tive requirements of section 9.4.

1.1.2 In lieu of meeting the provi-
sions of section 1.1.1 above, the build-
ing design shall meet the criteria of
the building energy method of section
11.0 or 12.0, Building Energy Compli-
ance Alternatives I and II.

1.1.3 The head of each Federal agen-
cy responsible for the construction of
Federal buildings shall also assure that
the decision-making process for the de-
sign of the building shall employ the
methodology for estimating and com-
paring the life-cycle cost of Federal
buildings and for determining life-cycle
cost-effectiveness prescribed in subpart
A of 10 C.F.R. part 436.

1.2 General Approach to Compliance

1.2.1 The standards, in addition to
minimum requirements, establish
three alternate methods to determine
whether the design has achieved com-
pliance.

1.2.2 There are several alternative
methods of achieving compliance pro-
vided for in the standards:

1.2.2.1 Prescriptive (Sections 3.4, 5.4,
7.4 and 9.4),

1.2.2.2 System Performance (Sec-
tions 3.5 and 5.5), or

1.2.2.3 Building Energy (Section 11.0
or 12.0).

1.2.2.4 The criteria established for
each of the methods allow for designs
that are roughly equivalent in terms of
energy conservation. The equivalency
of the methods can be demonstrated by
designing a building using the Pre-
scriptive approach, then modeling the
building using either the System Per-
formance or Building Energy criteria
calculation procedures and comparing
results.

1.2.3 Compliance with these stand-
ards shall be demonstrated by meeting
the set of minimum requirements de-
fined in Sections 3.2, 3.3, 4.2, 4.3, 5.2, 5.3,
6.2, 6.3, 7.2, 7.3, 8.2, 8.3, 9.2, 9.3, 10.2, and
10.3 and one of the alternative meth-
ods.

1.3 How To Select a Compliance Method

1.3.1 Use the Prescriptive method
when the minimum amount of calcula-
tion and effort to achieve compliance
is of primary concern. Its requirements
can be readily specified in construction
documents and are easily reviewed by
building code enforcement authorities.
The Prescriptive method permits few
trade-offs or optimization procedures,
but does permit several energy-effec-
tive and cost-effective alternate con-
struction options to be used. See Fig-
ure 1.1–2.

1.3.2 Use the System Performance
method when more innovative design is
required, or when the Prescriptive
method does not provide the necessary
design flexibility. It requires more
manual calculations than the Prescrip-
tive method. See Figure 1.1–2

1.3.3 Use either of the Building En-
ergy methods (Sections 11.0 or 12.0)
when the most innovative design con-
cepts are being considered. The Build-
ing Energy methods allow the trade-off
of energy among the building systems
as long as the total calculated design
annual energy consumption does not
exceed the limit prescribed. It will, in
general, require the use of a computer
program to simulate the operation of
the various systems and to model
building design energy use in accord-
ance with the building loads and the
proposed schedules of operation. See
Figures 11–1 and 12–1.
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§435.102 Principles of effective energy
building design.

2.1 General

2.1.1 This section complements the
other sections of the standards by pro-
viding general principles of effective
building design. The intention of this
section is to provide ideas on how to
improve the integration of the build-
ing’s major energy using subsystems in
a cost-effective manner without com-
promising the building’s intended func-
tional use or internal environmental
conditions. In addition, more narrowly
focused principles are included in sec-
tions 3.0 through 10.0.

2.1.2 To comply with the principles
of effective design, designers shall use
their professional judgment to identify
the building’s most significant energy
requirements and select appropriate so-
lutions from the general strategies
found in this section and the more spe-
cific strategies found in sections 3.0
through 10.0.

2.2 Identification of Significant Energy
Requirements

2.2.1 Before energy design strategies
can be developed for a commercial or
multi-family high rise residential
building, a clear picture of its most sig-
nificant energy requirements must be
developed. The basic approach to
achieving an energy conscious design is
to improve the energy efficiency of the
building by shifting or reducing loads,
improving transport systems, and pro-
viding efficient environmental systems
and controls. This is accomplished by
first determining which aspects of the
building’s energy requirements are the
most significant, those that would re-
sult in the largest annual energy costs
to the building owner if energy con-
serving strategies were otherwise not
applied. For example, for a given build-
ing, the largest annual energy cost
component may be lighting, followed
by cooling, heating, and ventilation,
respectively. In this example elec-
tricity would be the major energy
source. Therefore, peak time-rates of
energy use (i.e., peak power demands),
as well as direct energy use, would
have to be included in any energy anal-
ysis. Consideration of peak demands
will reduce the requirement for over-

sizing of energy systems in the build-
ing and will also have the added impact
of helping to reduce the need for addi-
tional, low utilization peak capacity on
utility grids.

2.2.2 Once the most significant cost
components of the building’s energy re-
quirements have been determined,
apply the strategies and design solu-
tions listed below and those that ap-
pear in each of the following sections
of the standards. ln the example noted
above, lighting solutions would be ad-
dressed first, followed by cooling, heat-
ing, and then ventilation.

2.2.3 Research results indicate that
the most significant energy uses for
any given commercial or multi-family
high rise residential building are gen-
erally not accurately identifiable by
professional intuition. Therefore, use
shall be made of one of the several
available analysis tools, some of which
are microcomputer-based.

2.3 General Solution Strategies

2.3.1 Consider energy efficiency
from the initiation of the building de-
sign process, since design improve-
ments are most easily and effectively
made at that time. Seek the active par-
ticipation of members of the design
team early in the design process, in-
cluding the owner, architect, engineer,
and builder, if possible. Consider build-
ing attributes such as building func-
tion, form, orientation, window/wall
ratio, and HVAC system types early in
the design process. Each has major en-
ergy implications. These consider-
ations most likely will result in solu-
tions that minimize both construction
and operation costs, including energy
demand charges.

2.3.2 Address the building’s energy
requirements in the following se-
quence: minimize impact of the build-
ing functional requirements; minimize
loads; improve the efficiency of dis-
tribution and conversion systems; and
integrate building subsystems into an
efficient whole. Each of these is dis-
cussed below.

2.3.2.1 Minimize impact of func-
tional requirements by identifying
major areas that offer energy effi-
ciency opportunities based on the
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building’s functional use, human occu-
pancy requirements, and site charac-
teristics. These areas will vary consid-
erably from building to building de-
pending upon function and service re-
quirements, and shall be considered
when applying the criteria of these
standards.

2.3.2.2 Minimize loads by analyzing
the external and internal loads to be
imposed on building energy-using sub-
systems, both for peak-load and part-
load conditions. Include a determina-
tion of how the building relates to its
external environment in the analysis,
either adaptively or defensively. Con-
sider changes in building form, aspect
ratio, and other attributes that reduce,
redistribute, or delay (shift) loads.

2.3.2.3 Improve subsystems by ana-
lyzing the diversified energy and de-
mand (power) requirements of each en-
ergy-using subsystem serving the func-
tional requirements of the building.
Consider static and dynamic efficiency
of energy conversion and energy trans-
port subsystems and include consider-
ation of opportunities to reclaim, re-
distribute and store energy for later
use.

2.3.2.4 Alternative ways to integrate
systems into the building will be ac-
complished by considering both power
and time components of energy use.
Identify, evaluate, and design each of
these components to control the over-
all design energy consumption. The fol-
lowing shall be considered when inte-
grating major building subsystems:

2.3.2.4.1 Address more than one prob-
lem when developing design solutions,
and make maximum use of building
components already present for non-en-
ergy reasons (e.g., windows, structural
mass);

2.3.2.4.2 Examine design solutions
that consider time since sufficient en-
ergy may already be present from the
environment (e.g., solar heat, night
cooling) or from internal equipment
(e.g., lights, computers) but available
at different times than needed. Thus,
active (heat pumps with water tanks)
and passive (building mass) storage
techniques may be considered;

2.3.2.4.3 Examine design solutions
that consider anticipated space utiliza-
tion. For example, in large but rel-
atively unoccupied spaces, task or zone

heating may be considered. Trans-
porting energy (light and heat) from lo-
cations of production and availability
to locations of need shall be considered
instead of the purchase of additional
energy;

2.3.2.4.4 Never reject waste energy
at temperatures usable for space condi-
tioning or other practical purposes,
without calculating the economic ben-
efit of energy recovery;

2.3.2.4.5 Consider design solutions
that provide more comfortable surface
temperatures or increase availability
of controlled daylight in buildings in
which human occupancy is a primary
function;

2.3.2.4.6 Use design solutions that
are easily understood as they have a
greater probability of use by building
occupants; and

2.3.2.4.7 Where the functional re-
quirements of the building may
change, the installed environmental
system should be designed to be adapt-
able to meet functional changes that
can be anticipated as well as providing
flexibility to meet indeterminate fu-
ture changes in use, occupancy or
other functions.

§ 435.103 Lighting.

3.1 General

3.1.1 This section contains prin-
ciples of design, a set of minimum re-
quirements, and two alternative com-
pliance procedures, prescriptive and
systems performance, for the design of
building lighting and lighting control
systems, and includes provisions for
daylighting credit. The procedures in
this section are solely for use in estab-
lishing lighting design budgets and are
not intended for use as lighting design
procedures.

3.1.2 Scope. The following are cov-
ered by this section:

3.1.2.1 Interior spaces of buildings;
3.1.2.2 Building exteriors and exte-

rior areas, such as entrances, exits, and
loading docks; and

3.1.2.3 Roads, grounds, parking, and
other exterior areas where lighting is
energized through the building elec-
trical service.

3.1.3 Exemptions. The following are
exempt from these standards:
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3.1.3.1 Outdoor manufacturing, com-
mercial greenhouses, and processing fa-
cilities;

3.1.3.2 Lighting power for theatrical
production studios and stages, tele-
vision broadcasting studios, audio-vis-
ual presentation, and entertainment
facilities in spaces such as stages, hotel
ballrooms, nightclubs, discos, and casi-
nos, and where lighting is an essential
technical element for the function per-
formed;

3.1.3.3 Specialized luminaires for
medical and dental purposes;

3.1.3.4 Outdoor athletic facilities;
3.1.3.5 Lighting power for display

lighting required for art exhibits or
displays in galleries, museums and
monuments;

3.1.3.6 Exterior lighting for public
monuments;

3.1.3.7 Special lighting needs for re-
search;

3.1.3.8 Lighting power for lighting
used solely for indoor plant growth
during the hours of 10:00 p.m. to 6:00
a.m.;

3.1.3.9 Emergency lighting that is
automatically ‘‘off’’ during normal op-
eration;

3.1.3.10 High risk security areas or
any area identified by local ordinances
or regulations or by security or safety
personnel as requiring additional light-
ing;

3.1.3.11 Lighting power densities for
spaces with enhanced lighting specifi-
cally designed for primary use by the
visually impaired, hard of hearing, or
for senior citizens;

3.1.3.12 Lighting for signs;
3.1.3.13 Store-front exterior-enclosed

display windows in retail facilities; and
3.1.3.14 Lighting for dwelling units.
3.1.4 Building Lighting Power Allow-

ance. The lighting power allowance for
a building consists of the Exterior
Lighting Power Allowance (ELPA), in
accordance with section 3.3, plus the
Interior Lighting Power Allowance
(ILPA) in accordance with section 3.4
or 3.5. This lighting power allowance is
the upper limit to which the building
can be designed, based on the criteria
of the compliance alternative chosen.

3.1.4.1 The prescriptive criteria in
section 3.4 provides a single compliance
procedure based on calculating a light-
ing budget by building type or major

area type within which a designer can
flexibly design a lighting solution. To
obtain credit for specific lighting en-
ergy conservation measures, use sec-
tion 3.5, section 11.0, or section 12.0.

3.1.4.2 The systems performance cri-
teria in section 3.5 provides a more
complex compliance procedure based
on calculating a lighting budget by ac-
tivity or spaces within which the de-
signer can flexibly design a lighting so-
lution and receive credit for energy
conserving controls and daylighting
measures. To receive credit for more
complex lighting conservation meas-
ures use section 11.0 or 12.0.

3.1.5 Credit for Daylighting.
Daylighting credit, for reduced use of
electric lighting energy resulting from
the use of automatic lighting control
devices in conjunction with fenestra-
tion (e.g., windows and skylights), may
be taken if the systems performance
alternative in section 3.5 is chosen.
However, if such daylighting credit is
to be applied to other building sub-
systems, such as use of additional fen-
estration area, section 11.0 or 12.0 must
be used. Thermal credit provisions for
daylighting are found in Section 5.0.

3.1.6 Compliance. A building shall be
considered in compliance with this sec-
tion if the following conditions are
met:

3.1.6.1 The minimum requirements
of section 3.3 are met;

3.1.6.2 The exterior lighting power
to be installed is not greater than the
Exterior Lighting Power Allowance
(ELPA), calculated using Equation 3.3–
1;

3.1.6.3 The interior lighting power to
be installed is not greater than the In-
terior Lighting Power Allowance
(ILPA), based on either the Prescrip-
tive Criteria in section 3.4 or the Sys-
tems Performance Criteria in section
3.5.

3.1.6.4 Tradeoffs between ILPA and
ELPA are not allowed. Tradeoffs of the
interior Lighting Power Budgets (LPB)
among interior spaces are allowed as
long as the total Connected Lighting
Power (CLP) within the building does
not exceed the Interior Lighting Power
Allowance (ILPA) and Lighting Power
Control Credits (LPCC) are used only
for connected lighting power in those
spaces for which credit is claimed.
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Tradeoffs of exterior lighting power
budgets among exterior areas are al-
lowed as long as the total Connected
Lighting Power (CLP) of exterior light-
ing does not exceed the Exterior Light-
ing Power Allowance (ELPA) and the
allowance for the building exterior sur-
faces is not exceeded.

3.1.7 Multi-Building Facilities. The
total lighting power allowances for
each building in a multi-building facil-
ity shall be calculated separately.

3.2 Principles of Design

3.2.1 The lighting system is designed
to provide a productive, safe, and pleas-
ing visual environment for the in-
tended use of the space. However, light-
ing is both a major energy end use in
commercial buildings (especially in of-
fice buildings) and a major contributor
to internal loads by increasing cooling
loads and decreasing heating loads.
Therefore, it is important to produce a
design that meets the lighting func-
tional criteria of the space as well as
one that minimizes energy use. Rec-
ommended maintained illuminance lev-
els for visual tasks and surrounding
lighted areas are included in the IES
Lighting Handbook, Applications (1983) or
Reference (1985). Principles of energy
conserving design within that context
are described below.

3.2.2 The following Design Concepts
shall be considered in the design of
lighting that is both energy efficient
and visually effective.

3.2.2.1 Energy use is determined by
the lighting load (demand power) and
its duration of use (time). Minimize the
actual demand load rather than just
the apparent connected load, and con-
trol the load rather than just switch-
ing, if switching may adversely affect
the quality of the luminous environ-
ment.

3.2.2.2 Consider daylighting along
with the proper use of controls so that
the savings from electric lighting can
be realized. Design should be sensitive
to window glare, sudden changes in
luminances, and general use accept-
ance of controls. Window treatment
(blinds, drapes and shades) and glazing
should be carefully selected to control
direct solar penetration and luminance
extremes while still maintaining view
and daylight penetration.

3.2.2.3 Design lighting systems so
that illumination required for tasks is
primarily limited to the location of the
task and from a direction that will
minimize direct glare and veiling re-
flections on the task. For example, the
ideal positioning of work stations is be-
tween the rows of ceiling-mounted
luminaires with the direction of view
parallel to the primary task. In dense-
ly-occupied work spaces, uniform dis-
tribution of general lighting may be
most appropriate. Where supple-
mentary task illumination is nec-
essary, general or ambient illumina-
tion should not be lower than a third of
the luminance required for the task.
This will help maintain luminance
rates that are visually comfortable.

3.2.2.4 Use task lighting, whenever
possible, to accommodate the need for
higher lighting levels due to task vis-
ual difficulty, glare, intermittently
changing requirements, or individual
visual differences (poor and aging eye-
sight).

3.2.2.5 Group similar activities so
high illuminance or special lighting for
particular tasks are localized in cer-
tain rooms or areas, and so that less ef-
ficient fixtures required for critical
glare control do not have to be in-
stalled uniformly when they are only
required sparsely.

3.2.2.6 When indirect lighting is ap-
propriate, use schemes that create rea-
sonably uniform ceiling luminances. If
this is achieved, work spaces may be
located anywhere and occupants may
face in any direction without being
subject to excessive veiling reflection
on the tasks. The indirect system may
allow more effective use of the space
than other types of lighting systems.
However, indirect lighting systems
generally have lower utilization fac-
tors, and may require increased ceiling
height to provide uniform ceiling lumi-
nance.

3.2.2.7 Use lighting controls
throughout that maintain proper light-
ing levels when and where it is needed
but also allow reductions in lighting
when tasks are less critical, or spaces
are not fully occupied. The designer
must consider user acceptance of con-
trol strategies to maximize energy effi-
ciency.
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3.2.2.8 Use lower levels of ambient
lighting in situations such as merchan-
dising, where the contrast between ac-
cent lighting and ambient lighting is
critical. Accent lighting shall not ex-
ceed five (5) times the ambient level.
Consider fewer, more effectively-ac-
cented displays, rather than more inef-
fectively-accented ones.

3.2.3 The following guidelines iden-
tify Fixture and Lamp selection strate-
gies to be considered in the selection of
luminaires and lamps for inclusion in
an energy efficient, visually-effective
design:

3.2.3.1 Consider the use of more effi-
cient equipment with appropriate dis-
tribution, glare control and visual
characteristics. Utilize fixture designs
that will provide high lighting effi-
ciency while meeting the other light-
ing objectives of the installation.

3.2.3.2 Review visual comfort prob-
ability (VCP) data, available from
manufacturers, for specific luminaires
when minimizing discomfort glare is a
criterion.

3.2.3.3 Consider luminaire construc-
tion that minimizes light loss due to
dirt collection.

3.2.3.4 Investigate the use of
dimmers to reduce energy consumption
when the system is new and capable of
providing more light than the average
depreciated design value.

3.2.3.5 Use more efficient lamps with
appropriate luminous efficacy, life ex-
pectancy and spectrum distribution
and color rendering characteristics.

3.2.3.6 Use more efficient ballasts for
fluorescent and HID lamps with appro-
priate ballast factors, power factor,
noise rating, starting and restarting
characteristics.

3.2.3.7 Use luminaires with heat re-
moval and heat recovery capabilities,
thereby allowing the lighting equip-
ment to operate more efficiently at a
lower ambient temperature.

3.2.3.8 Limit the use of lower effi-
ciency lamps, such as incandescent, to
only those applications where their
color, lumens or distribution charac-
teristics cannot be duplicated by other
sources. Due to their lower efficiency,
the use of ‘‘extended service’’ incandes-
cent lamps should be limited to those
applications where fixtures are dif-

ficult to reach and/or maintenance
costs for revamping will be excessive.

3.2.4 Space Design
3.2.4.1 It is important to carry

through on the lighting design when
completing the interior design. Reduce
light absorption by encouraging the
use of lighter finishes, particularly on
ceilings, walls and partitions. Select
colors and surface materials so that
their reflectance values are within the
ranges recommended by the IES. This
will aid the efficient use of light and
help to provide comfortable luminance
ratios.

3.2.4.2 In offices with visual display
terminals (VDT) that are susceptible to
reflections, it may be necessary to use
reflectances for some room surfaces at
the low end of the recommended ranges
to reduce unwanted reflections on the
screens. Where practical, treat the
screens of VDTs with anti-glare mate-
rials to avoid veiling reflection.

3.3 Minimum Requirements

3.3.1 Lighting Controls.
3.3.1.1 All lighting shall be provided

with manual, automatic, or program-
mable controls.

3.3.1.1.1 Exception to Section 3.3.1.1:
(a) controls for emergency or exit

lighting.
3.3.1.2 Minimum Number of Lighting

Controls. Each space enclosed by walls
or ceiling-height partitions shall be
provided with control(s) that, together
or alone are capable of controlling all
lights within that space, excluding
those requiring continuous operation
for security purposes.

3.3.1.2.1 The minimum number of
controls shall not be less than:

(a) One lighting control for each
space; and

(b) One lighting control for each task
or group of task locations within an
area of 450 ft2 or less.

3.3.1.2.2 Equivalent Number of Con-
trols. The minimum number of controls
may be reduced, by using an equivalent
number of controls from Table 3.3–1,
where control types listed in Table 3.3–
1 are used. However, the minimum
number of controls may not be reduced
to less than one control for each 1500 W
of connected lighting power.

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00353 Fmt 8010 Sfmt 8010 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



354

10 CFR Ch. II (1–1–00 Edition)§ 435.103

3.3.1.2.3 Exceptions to Section 3.3.1.2:
(a) Lighting control requirements for

spaces that must be used as a whole,
such as public lobbies of office build-
ings, hotels, and hospitals; retail and
department stores and warehouses,
storerooms, and service corridors under
centralized supervision, shall be con-
trolled by a lesser number of controls,
but not less than one control for each
1500 W of connected lighting power, or
a total of three (3) controls, whichever
is greater. Lighting in such spaces
shall be controlled in accordance with
the work activities.

(b) Hotel and motel guest rooms shall
have one or more master controls at
the main entry door that turn off all
permanently wired lighting fixtures
and lighting and television receptacles.
For multiple room suites, controls at
the entry of each room, in lieu of a
master switch, will meet these require-
ments.

3.3.1.3 Controls provided for task
areas, if readily accessible, may be
mounted as part of the task lighting
luminaire.

3.3.1.4 Control of the same load from
more than one location shall not be
credited as additional control points.

3.3.1.5 All lighting controls shall be
readily accessible to personnel occu-
pying or using the space. Exceptions
are automatic controls, programmable
controls, lighting for safety hazards
and security, controls requiring
trained operators, and those controls
for spaces that must be used as a
whole.

3.3.1.6 Exterior lighting shall be
automatically controlled by timer,
photocell, or combination of timer and
photocell. Timers shall be of the auto-
matic type or otherwise capable of ad-
justment for seven days and for sea-
sonal daylight schedule variations. All
time-controllers shall be equipped with
back-up mechanisms to keep time dur-
ing a four hour power outage.

3.3.1.7 When the building is served
by an energy management system, pro-
grammable controls, shared tenant
services that affect interior environ-
ments, or ‘‘intelligent building’’ sys-
tems, provisions shall be made to in-
corporate lighting controls into the
system if a separate automatically-
controlled lighting system is not pro-
vided.

3.3.2 Fluorescent Lamp Ballasts.
3.3.2.1 Fluorescent lamp ballasts

shall have a ballast efficacy factor not
less than that shown in Table 3.3–2.

3.3.2.1.1 Exception to 3.3.2.1: Ballasts
not included in Table 3.3–2 and ballasts
designed for use with dimming controls
are excluded from these criteria.
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3.3.2.2 The Ballast Efficacy Factor
shall be calculated in accordance with
Equation 3.3–1:

BEF
BF

Power Inpu
=

t

Equation 3.3–1

Where:

BEF=Ballast Efficacy Factor.
BF=Ballast Factor, expressed as a percent.
Power Input=Total Wattage of combined

lamps and ballasts

3.3.2.2.1 Tests for ballast factor and
power input shall be in accordance
with ANSI Standard C–82.2–1984 ‘‘Meth-
od of Measurement for Fluorescent
Lamp Ballasts’’, using ‘‘Standard’’
F40T1240A, F96T12 75 watt, or F96T12H0
110 watt lamps.

3.3.2.3 One-lamp or three-lamp fluo-
rescent luminaires shall be tandem-
wired to eliminate unnecessary use of
single lamp ballasts if they are: used
for general lighting; recess mounted
within ten feet center-to-center of each
other; or pendant or surface mounted
within 1 ft of each other, and within
the same room. Tandem wiring con-
sists of pairs of luminaires operating
with one lamp in a luminaire powered

from a single two-lamp ballast con-
tained in a second luminaire.

3.3.2.3.1 Exception to Section 3.3.2.3:
(a) Three-lamp ballasts may be used.
3.3.2.4 Fluorescent lamp ballasts

shall have a power factor equal to or
greater than 80%.

3.3.2.4.1 Exception to 3.3.2.4: Ballasts
for circline and compact fluorescent
lamps and low wattage, high intensity
discharge lamps of less than 100 watts.

3.4 Lighting—Prescriptive Compliance
Alternative

3.4.1 Purpose

3.4.1.1 This subsection provides a
prescriptive procedure for determining
an exterior lighting power allowance
and the Interior Lighting Power Allow-
ances for illumination systems in-
stalled in six types of new buildings. It
is intended for use with buildings hav-
ing simple lighting requirements and
where the minimum amount of calcula-
tion and effort to achieve compliance
is of primary concern. For other build-
ing types, to receive credit for switch-
ing, daylighting, or other trade-offs, or
to receive credit for lighting optimiza-
tion, use section 3.5, section 11.0, or
section 12.0.
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3.4.1.2 This section also serves as
the basis for calculating the skylight
area in section 5.3.9.6, and may be used
for estimating the lighting heat gain
for calculating the internal load den-
sity in Equation 5.4–1 and section
5.5.6.2.

3.4.2 General

3.4.2.1 This method for compliance
prescribes a total allowable Unit Light-
ing Power Allowance (ULPA) for inte-
rior lighting for the building type/area
as listed in Table 3.4–1. There is no rec-
ognition of specific makeup of spaces
and activities within the building.
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3.4.3 Exterior Lighting Power
Allowance

3.4.3.1 Building exteriors and exte-
rior areas, as defined in section 3.1.2.2,
and roads, grounds, parking, and other
exterior areas, defined in section

3.1.2.3, shall have a lighting power den-
sity not to exceed the Exterior Light-
ing Power Allowance (ELPA), which is
the sum of the allowances for each of
the areas listed above, as calculated by
Equation 3.4–1 using unit power den-
sities from Table 3.4–2.

ELPA=Σ DOi UPDDi+Σ Ai UPDAi=Σ
[(DO1×UPDD1 . . .+DOn×UPDDn)+
(A×UPDA1 . . . An×UPDAn)]

Equation 3.4–1

Where:
ELPA=Exterior lighting power allowance, in

Watts.
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i=numerical subscript (1,2, . . . . n) for each
occurrence of exterior openings or exte-
rior areas of the building.

n=total number of occurrences of exterior
openings or areas of the building.

DO=Door opening, linear feet.
UPDD=Unit power density for the door, W/

lin. ft, from Table 3.4–2.
UPDA=Unit power density for the area in W/

ft 2, from Table 3.4–2.
A=Exterior area in ft2.

3.4.4 Interior Lighting Power
Allowance

3.4.4.1 The Interior Lighting Power
Allowance (ILPA) shall be calculated
using the prescriptive Unit Lighting
Power Allowances (ULPA) in Table 3.4–
1. First, determine if the predominant
function of the proposed building is one
of the six building types listed in Table
3.4–1. If not, section 3.5, 11.0, or 12.0
must be used. Next, determine whether
the proposed design has secondary
functions that are 10% or more of the
gross lighted area of the building and
are listed in Table 3.4–1. If so, the de-
signer has the option of using the pre-
dominant building function to cal-
culate the ILPA or using the calcula-
tion method for multiple-use buildings
in section 3.4.4.1.2 below.

3.4.4.1.1 If the proposed building has
only one function, has no secondary
functions with 10% or more of the gross
lighted area, or the designer chooses to
determine the ILPA based on only one
function, Equation 3.4–2 shall be used
to determine the building ILPA. First,
select the appropriate building type in
Table 3.4–1, and the appropriate column
for the Gross Lighted Area (GLA) of
the proposed building. This value is the
Unit Lighting Power Allowance
(ULPA). Determine the ILPA by multi-
plying the ULPA by the GLA as shown
in Equation 3.4–2.
ILPA=ULPA×GLA

Equation 3.4–2

Where:
ILPA=Interior Lighting Power Allowance, in

Watts.
ULPA=Unit Lighting Power Allowance, in

W/ft2,from Table 3.4–1.
GLA=Gross Lighted Area of the Proposed

Building, in ft2.
3.4.4.1.2 If a building design has

more than one function listed in Table
3.4–1, such as an office building with
parking and retail stores, with more

than 10% of the gross lighted area,
Equation 3.4–3 may be used to calculate
the building Interior Lighting Power
Allowance (ILPA). First, determine the
gross lighted area of the building
(GLA) and the gross lighted area for
each qualifying secondary function
(GLAf) in the building. Select the
ULPA from Table 3.4–1 under the col-
umn corresponding to the gross lighted
area of the entire proposed building
and multiply it by the gross lighted
area of that function. Sum the prod-
ucts to determine the building ILPA,
as shown in Equation 3.4–3 below.
ILPA=ULPAp GLAp+Σ(ULPAi GLAi)= [ULPAp

GLAp+(ULPAf1 GLAf1+ ULPAf2

GLAf2 . . . ULPAfn GLAf)]

Equation 3.4–3

Where:

i=numerical subscript (1,2, . . . n) for each
secondary function with 10% or more of
the gross lighted area of the building.

n=number of secondary functions.
ILPA=Interior Lighting Power Allowance, in

Watts.
ULPAp=Unit Lighting Power Allowance of

the predominant function based on the
gross lighted area of the entire building,
from Table 3.4–1, in W/ft2.

ULPAf=Unit Lighting Power Allowance of
qualifying secondary functions based on
the gross lighted area of the entire build-
ing, from Table 3.4–1, in W/ft2.

GLAp=Gross lighted area of the predominant
function of the proposed building.

GLAf=Gross lighted area of each qualifying
secondary function.

3.4.4.3 Lighting compliance in partially
defined speculative buildings. For defined
functions in partially defined specula-
tive buildings, the total connected
lighting power shall not exceed the in-
terior lighting power allowance for
that portion of the building. When de-
termining the ILPA for those cases,
the gross lighted area of the entire
building must be used.

3.5 Lighting—System Performance
Compliance Alternative

3.5.1 Purpose

3.5.1.1 This subsection provides a
procedure for determining the max-
imum lighting power allowance for
buildings, roads and grounds. It allows
the designer to take credit for the use
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of daylighting and other lighting con-
trols. It also serves as a basis for esti-
mating the lighting heat gain and
lighting energy use for Section 5.0.

3.5.2 General

3.5.2.1 The total Connected Lighting
Power (CLP) in a building, including
permanently installed lighting plus
supplemental or task related lighting
provided by movable fixtures or plug-in
luminaires, shall not exceed the Inte-
rior Lighting Power Allowance (ILPA).
A Lighting Power Control Credit
(LPCC), taken for individual spaces,
may only be utilized for credit to con-
nected lighting power in those spaces
for which credit is claimed.

3.5.2.2 Compliance for lighting in par-
tially defined speculative buildings. The
total connected lighting power of light-
ing designs of defined areas of partially
defined speculative buildings shall not
exceed the interior lighting power al-
lowance for those areas of the building
for which lighting has been designed.

3.5.3 The Lighting Power Budget
(LPB) of each interior space shall be
determined in accordance with Equa-
tion 3.5–1.

LPB=(A×UPDb×AF)+LPCC

Equation 3.5–1

Where:

LPB=Lighting power budget of the space, in
watts

Ar=Area of the room at the horizontal light-
ed working place, ft2

UPDb=Base Unit Power Density, W/ft2,
(Table 3.5–1)

AF=Area factor of the room, (Figure 3.5–1)
LPCC=Lighting Power Control Credit, as de-

termined by § 3.5.6

3.5.3.1 The room area (A) shall be
calculated from the inside dimensions
of the room.

3.5.3.2 The Base Unit Power Density
(UPD) shall be selected from Table 3.5–
1. For applications to areas or activi-
ties other than those given, select val-
ues for similar areas or activities.
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3.5.3.3 The Area Factor (AF) shall be
determined from Figure 3.5–1 based on
the floor area and ceiling height of the
room. Rooms with identical ceiling

height and activities, and with similar
size may be treated as a group. The AF
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of such a group of rooms shall be deter-
mined from the average area of the
rooms.

Equation 3.5–2 gives the formula used
in developing Figure 3.5–1.

AF
CH

A
Ln

r

= + −
× −

−












×












0 2 0 8
10 21 2 5

1 0 9. . exp.
. ( . )

( . )

Equation 3.5–2

Where:

AF=Area Factor

CH=Ceiling Height
Ar=Floor Area of Room, ft2

If AF<1.0 then AF=1.0
If AF>1.8 then AF=1.8
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3.5.4 Special Spaces and Activities.
3.5.4.1 Multi-Function Rooms.
3.5.4.1.1 For rooms serving multi-

functions, such as hotel banquet/meet-

ing rooms and office conference/presen-
tation rooms, an adjustment factor of
1.5 times the base UPD may be used if
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a supplementary lighting system is ac-
tually installed to serve the secondary
function of the room and the design
meets the following conditions:

(a) The installed power for the sup-
plementary system shall not be greater
than 33% of the adjusted LPB cal-
culated for that room; and

(b) Independent controls shall be in-
stalled for the supplementary lighting
system.

3.5.4.2 Simultaneous Activities.
3.5.4.2.1 In rooms containing mul-

tiple simultaneous activities, such as a
large general office having separate ac-
counting and drafting areas within the
same room, the LPB for the rooms
shall be the weighted average of the ac-
tivities in proportion to the areas
being served.

3.5.4.3 Indoor Sports.
3.5.4.3.1 The floor area of indoor

sports activities areas shall be consid-
ered as the area within the playing
boundaries of the sport, plus the floor
area 10 ft beyond the playing bound-
aries, not to exceed the total floor area
of the indoor room less the spectator
seating area.

3.5.5 Calculation of Interior Lighting
Power Allowance. The system perform-
ance Interior Lighting Power Allow-
ance (ILPA) shall be calculated in ac-
cordance with Equation 3.5–3. The
ILPA shall include a 0.20 W/ft2 allow-
ance for unlisted spaces.

ILPA=(LPB1×LS1+LPB2×LS2——
LPBn×LSn)+0.2 W/ft2×(Unlisted Space)

Equation 3.5–3

Where:
ILPA=Interior Lighting Power Allowance,

W/ft2

Unlisted space =
i

GLA n LS fti n

−
− ∑( )−

1
2,

GLA=Gross Lighted Area, ft2

LPB=Lighting Power Budget, Watts
LS=Listed Space Area, ft2

3.5.6 Lighting Power Controls Credit
and Power Adjustment Factor

3.5.6.1 When calculating the ULPA
in this section, the connected power for
lights automatically controlled by
daylighting sensors, occupancy sensor,
programmable timing controls, or

lumen maintenance controls may be
reduced by factoring control credits on
a specific area by area basis. This cred-
it is termed the Lighting Power Con-
trols Credit (LPCC) and shall be deter-
mined in accordance with Equation 3.5–
4:

LPCC=CLP×PAF

Equation 3.5–4

Where:

LPCC=Lighting Power Controls Credit,
Watts

CLP=Connected Lighting Power for the
luminaires controlled by the automatic
control device, Watts

PAF=Power Adjustment Factor, from Table
3.5–2

The adjusted lighting power (ALP) is
then equal to CLP minus the LPCC.

3.5.6.2 The Lighting Power Controls
Credit is limited to the specific
luminaires controlled by the automatic
control device.

3.5.6.2.1 Only one adjustment factor
may be used for each building space or
luminaire, and 50% or more of the con-
trolled luminaire shall be within the
applicable space to qualify for the
power adjustment factor.

3.5.6.2.2 Controls shall be installed
in series with the lights and in series
with all manual switching devices in
order to qualify for an adjustment fac-
tor.

3.5.6.2.3 When sufficient daylight is
available, daylight sensing controls
shall be capable of reducing electrical
power consumption for lighting, con-
tinuously or in steps, to 50% or less of
maximum power consumption.

3.5.6.2.4 Daylight sensing controls
shall control all luminaires to which
the power adjustment factor is applied
and that direct a minimum of 50% of
their light output into the daylight
zone.

3.5.6.2.5 Occupancy sensors located
in daylighted spaces should be installed
in conjunction with a manual ON
switch, or photocell override for ON.

3.5.6.2.6 Programmable timing con-
trols used for credit in conjunction
with Table 3.5–2 shall be:
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(a) Programmable for different sched-
ules for occupied and unoccupied days;

(b) Accessible for temporary override
by occupants of individual zones,
spaces or tasks, with automatic return
to the original schedules; and

(c) Capable of keeping time during
power outages for a minimum of four
hours.

§ 435.104 Auxiliary systems and equip-
ment.

4.1 General

This section contains a few minimum
requirements for auxiliary systems and
equipment. Because auxiliary systems
and equipment vary greatly among
buildings, the section is not more com-
prehensive.

4.2 Principles of Design

4.2.1 Energy recovery should be used
when coincident thermal and refrigera-
tion loads of similar magnitude are ex-
pected.

4.2.2 Consideration shall be given to
the use of waste heat, energy recovery
or heat tape systems to conserve en-
ergy.

4.3 Minimum Requirements

4.3.1 Transportation Systems.
4.3.1.1 Automatic elevator and/or

conveyor systems shall incorporate
schedule controls and efficient motor
controls, such as solid state control de-
vices.

4.3.2 Freeze Protection System.
4.3.2.1 Boilers or water heaters used

for purposes such as freeze protection
in fire protection storage vessels and
defrosting sidewalks and driveways

shall meet the efficiency requirements
of sections 8.3 or 9.3 when they operate
in excess of 750 hours per year.

4.3.3 Retail Food and Food Service
Refrigeration.

4.3.3.1 Refrigeration systems con-
taining multiple compressors shall
have compressors sized to optimally
match capacity with loads.

4.3.3.2 Variable speed shall be con-
sidered.

§ 435.105 Building Envelope.

5.1 General

5.1.1 This section contains require-
ments for the energy conscious design
of building envelopes. It sets principles
of good envelope design, and provides a
set of minimum requirements and two
alternative compliance paths—pre-
scriptive and system performance.

5.1.2 Compliance. A building shall be
considered in Compliance with this sec-
tion if the following conditions are
met:

5.1.2.1 The minimum requirements
of Section 5.3 are met;

5.1.2.2 The design of the building en-
velope complies with either the pre-
scriptive criteria of section 5.4 or the
system performance criteria of section
5.5. For the design of buildings with
high internal heat gains, unusual oper-
ating schedules, or that incorporate in-
novative design strategies, consider-
ation shall be given to using the com-
pliance paths set forth in sections 11.0
or 12.0.

5.1.3 The prescriptive compliance al-
ternative of section 5.4 provides re-
quirements for buildings designed to
take advantage of perimeter
daylighting, thermal mass, high per-
formance glazings, and fenestration
shading. The designer is allowed to
make trade-offs between thermal mass,
wall insulation, amount of fenestra-
tion, shading coefficients, shading pro-
jections, thermal transmittance of the
glazing, daylighting for several dif-
ferent climate locations.

5.1.4 The systems performance com-
pliance alternative of section 3.5 pro-
vides calculation procedures that give
credit for the benefits of more complex
energy conserving envelope designs.
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5.1.5 Information on thermal prop-
erties, performance of building enve-
lope sections and components, and heat
transfer shall be obtained from the
ASHRAE Handbook, 1985 Fundamentals
Volume. When information is not avail-
able from this source, the data shall be
obtained from laboratory or field test
measurements conducted in accordance
with ASTM Standard C–177–85, ‘‘Stand-
ard Test Method for Steady-State
Thermal Transmission Properties by
Means of the Guarded Hot Plate,’’
ASTM Standard C–518–85, ‘‘Steady-State
Thermal Transmission Properties by
Means of the Heat Flow Meter,’’ ASTM
Standard C–236–80, ‘‘Standard Test
Method for Steady-State Thermal Per-
formance of Building Assemblies by
Means of a Guarded Hot Box,’’ and
ASTM Standard C–976–82, ‘‘Thermal
Performance of Building Assemblies By
Means of a Calibrated Hot Box.’’

5.1.6 Daylighting Credit. In this sec-
tion, daylighting credit for reduced en-
ergy use resulting from the use of auto-
matic lighting control devices in con-
junction with fenestration, is given
only for space heating and cooling
loads. Credit for the reduced use of
electric lighting energy is calculated in
section 3.5.6. If daylighting credit for
reduced electric lighting energy use is
desired to be applied to other building
systems, such as more fenestration
area, section 11.0 or 12.0 should be used.

5.1.7 The requirements of this sec-
tion are not intended to replace build-
ing loads calculation procedures.

5.2 Principles of Design

5.2.1 Building Loads

5.2.1.1 Building loads result from
sources external and internal to the
building. (1) External loads, from out-
door temperature, humidity, wind, and
insolation, fluctuate daily and season-
ally. (2) Internal loads from the activi-
ties conducted within the building, in-
cluding heating and moisture produced
by the occupants, lights, and process
equipment (e.g., appliances, computers)
vary with internal activities. Improv-
ing energy efficiency in a building de-
pends on achieving a balance between
and among the internal and external
loads. The building design should,
therefore, offset gains and losses of

heat, light, and moisture between the
interior and exterior of the building,
among interior spaces, and over-time,
(daily, seasonally, and annually).

5.2.1.2 This balance of loads can be
most efficiently achieved if the build-
ing envelope is viewed as, and designed
to be, a controlled membrane rather
than an immutable barrier. The typical
design of a modern building has consid-
ered the building envelope to be a fixed
barrier that restricts heat and air flow
to the maximum extent possible. This
will not usually yield the most energy
efficient building.

5.2.1.3 The desired goal of the energy
design of the building envelope shall be
to produce a controlled membrane that
allows or prevents heat, light, and
moisture flow to achieve a balance be-
tween internal and external loads.
Thus the envelope becomes an integral
part of the building’s environmental
conditioning systems.

5.2.1.4 To achieve control of the
building envelope as a membrane, and
to simultaneously achieve occupant
comfort in the perimeter zones, many
of the traditional building skin compo-
nents must be used (insulation, mass,
caulking and weather stripping). How-
ever, other concepts shall also be con-
sidered to temper supply air or utilize
waste heat in exhaust air to temper en-
velope conditions, such as operable
solar shading devices, and the integra-
tion of glazing systems with the HVAC
distribution system.

5.2.1.5 Control of External Loads

5.2.1.5.1 Control of Conduction

(a) Controlled conductivity may be
considered through the careful use of
insulation, sensible (mass) or phase-
change storage and movable insulation
at levels which minimizes net heating
and cooling loads on a time integrated
(annual) basis.

(b) Unintentional or uncontrolled
thermal bridges shall be minimized and
considered in energy related calcula-
tions since they can radically alter the
conductivity of a building envelope.
Examples include wall studs, balconies,
ledges, and extensions of building
slabs.
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5.2.1.5.2 Control of Infiltration (Heat
Loss or Gain)

(a) Infiltration shall be minimized
and all efforts to achieve a zero level
shall be taken. This will minimize fan
energy consumption in pressurized
buildings during occupied periods and
heat loss (or unwanted heat gain in
warm climates) during unoccupied pe-
riods. Infiltration reduction shall be
accomplished through design details
that enhance the fit and integrity of
building envelope joints in a way that
may be readily achieved during build-
ing construction. This includes infil-
tration control by caulking, weather
stripping, vestibule doors and/or re-
volving doors with construction meet-
ing or exceeding accepted specifica-
tions.

(b) The quantity of mechanical ven-
tilation must vary with the need, with
recommended values at any given time
equal to that required by ASHRAE
Standard 62–1981. Higher levels of ven-
tilation (e.g., economizers) shall be
considered to substitute for mechan-
ical cooling.

(c) Operable windows may be consid-
ered to allow for occupant controlled
ventilation. When using operable win-
dows, the design of the building’s me-
chanical system must be carefully exe-
cuted to minimize unnecessary HVAC
energy consumption, and building oper-
ators must be cautioned about the im-
proper use of the operable windows.

(d) Non-mechanical ventilation can
be enhanced in the shape of the build-
ing as well as the physical elements of
the building envelope, such as cupolas.

(e) For hotels and high rise dwelling
units and other systems having ex-
haust totalling 3000 cfm or more, with
annual operation in excess of 3000
hours and within 200 linear ft of simul-
taneous make-up air equipment, they
shall incorporate energy recovery or
treatment to ASHRAE 62–1981 quality
levels and reuse exhaust air when al-
lowed by code.

5.2.1.5.3 Control of Radiated Heat
Losses and Gains

(a) Capability for occupant radiant
comfort shall be maintained regardless
of whether the building envelope is de-
signed to be a static or dynamic mem-

brane. Opaque surfaces shall be de-
signed so that the average inside sur-
face temperatures will remain within 5
°F of room temperature in the coldest
anticipated weather (i.e., winter design
conditions), and the coldest inside sur-
face will remain within 25 °F of the
room temperature.

(b) In a building with time-varying
internal heat generation, thermal mass
may be considered for controlling radi-
ant comfort. In the perimeter zone,
thermal mass is more effective when it
is positioned internal to the envelope
insulation.

(c) The effective control of solar radi-
ation is critical to the design of en-
ergy-efficient buildings due to the high
level of internal heat production al-
ready present in most commercial
building types. In some climates, the
lighting energy consumption savings
due to daylighting techniques can be
greater than the heating and cooling
energy penalties from additional glazed
surface area, provided that the building
envelope is properly designed for
daylighting and lighting controls are
installed and used. In other climates
they may not. Daylighting designs are
most effective if direct solar beam ra-
diation is not allowed to cause glare in
building spaces.

(d) The transparent portions of the
building envelope shall be designed to
prevent solar radiant gain above that
necessary for effective daylighting and
solar heating. On south-facing facades,
the use of low shading coefficients is
generally not as effective as external
physical shading devices in achieving
this balance. Light shelves offer a very
effective means of admitting daylight
while shading the view glazing and si-
multaneously allowing occupants to
manipulate interior shading devices
(draperies, blinds) without eliminating
day light.

(e) The solar spectrum contains a
range of wavelengths including visible
and infrared (heat). Designers shall
consider which portion of the spectrum
to admit into the building. For exam-
ple, low emissivity, high-visible-trans-
mittance glazings may be considered
for the effective control of radiant heat
gains and losses. For shading control
designers may consider the careful use
of vegetation that can block excess
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gain, year-around or seasonally de-
pending on the plant species chosen.

5.3 Minimum Requirements

5.3.1 Overall Thermal Transmittance
(Uo)

5.3.1.1 The overall thermal trans-
mittance of the building envelope
above grade assembly shall be cal-
culated as follows:

U U A A U A U A U A Ao i i o n n o= ∑ = × + ⋅⋅⋅ +( )/ /1 1 2 2

Equation 5.3–1

Where:
Uo=the area weighted average thermal trans-

mittance of the gross area of the building
envelope assembly, e.g., the exterior wall
assembly including fenestration and
doors; roofs and ceiling assembly; or the
floor assembly, Btu/h•ft 2•°F.

Ao=the gross area of the envelope assembly,
ft 2.

Ui=the thermal transmittance of each indi-
vidual path of the envelope assembly (see
Section 5.3.2), Ui=1/Ri (where R1 is the
total resistance to heat flow of an indi-
vidual path through an envelope assem-
bly).

Ai=the area of each individual element of the
envelope assembly, ft 2.

5. 3. 2 Thermal Resistance of Below
Grade Components (R)

5.3.2.1 In calculating the thermal re-
sistance of all below grade components,
the thermal performance of the adja-
cent ground shall be excluded.

5.3.2.2 Slabs

5.3.2.2.1 The R-value required for
slabs refers only to the insulation ma-
terials. Insulative continuity shall be
maintained in the design of slab edge
insulation systems. Continuity shall be
maintained from the wall insulation
through the slab/wall/footing intersec-
tion to the body of the slab edge insu-
lation.

5.3.2.2.2 Slab-on-grade floors shall
have insulation around the perimeter
of the floor with the thermal resistance
(Ru) of the insulation specified in ac-
cordance with Figure 5.5–2. The slab in-
sulation specified shall extend either in

a vertical plane downward from the top
of the slab for the minimum distance
shown or downward to the bottom of
the slab then in a horizontal plane be-
neath the slab or outward from the
building for the minimum distance
shown. The horizontal length, or
vertical depth, of insulation required
varies from 24 in. to 48 in. depending
upon the R-value selected. For heated
slabs, an R of 2 shall be added to the
thermal resistance required.

5.3.2.2.3 Vertical insulation shall not
be required to extend below the founda-
tion footing. There are no insulation
requirements for slabs in locations
having less than 3,000 HDD65 or for
footings extending less than 18 in.
below grade.

5.3.2.2.4 The dimensional require-
ments for horizontal insulation refers
to the insulation materials only. Hori-
zontal applications shall have a ther-
mal break in the slab edge that pro-
vides continuity between the wall insu-
lation on the slab and the horizontal
insulation.

Below Grade Walls

5.3.2.3.1 The R-value required for
Below Grade Walls refers to the overall
R-value of the wall assembly excluding
air film coefficients and the thermal
performance of the adjacent ground.

5.3.3 Thermal Transmittance (Ui) of
an Envelope Assembly

5.3.3.1 The thermal transmittance of
each envelope assembly shall be deter-
mined with due consideration of all
major series and parallel heat flow
paths through the elements of the as-
sembly. Compression of insulation
shall be considered in determining the
thermal resistance.

5.3.3.2 The thermal transmittance of
opaque assemblies Ui shall be deter-
mined using a series path procedure
that corrects parallel paths, such as in-
sulation and studs in a wall cavity or
the roof assembly shown in Figure 5.3–
1. Table 5.3–1 prescribes the procedure
to be used for Subsections 5.3.3.2.1 and
5.3.3.2.2.
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5.3.3.2.1 For envelope assemblies
containing metal framing, the Ui shall
be determined by using one of the fol-
lowing methods:

(a) Results from laboratory or field
test measurements, using one of the
procedures specified in section 5.1.5.

(b) For non-metal surfaces attached
to metal framing, where data from
tests conducted using procedures speci-
fied in section 5.1.5, such as those pro-
vided in Tables 5.3–2 and 5.3–3, is avail-
able, the total resistance of the series
path may be calculated using Equa-
tions 5.3–2a and 5.3–2b, and illustrated
in Figure 5.3–1:
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U Ri t= 1/

Equation 5.3–2a

R R Rt i e= +

Equation 5.3–2b

Where:
Rt=the total resistance of the envelope as-

sembly
Ri=the resistance of the series elements (for

i=1 to n), excluding the parallel path ele-
ment(s)

Re=the equivalent resistance of the element
containing the parallel path, the value of
Re is:

Re=(R-value of insulation)×Fc

Equation 5.3–2c

Where:

Fc=the correction factor from Table 5.3–2 or
Table 5.3–3.

(c) For elements other than those
covered in item (b) above, the zone
method described in Chapter 23 of the
ASHRAE Handbook, 1985 Fundamentals
Volume shall be used. The equations on
pages 23.13 and 23.14 shall be used.

(d) For sheet metal construction, in-
ternally insulated with an internal
metal structure bonded on one or both
sides to a metal skin or covering (see
Figure 5.3–2), the following steps shall
be used to calculate the U-value of the
envelope construction.
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(1) First, calculate the resistance of
the thermal bridge RTB as follows: R R R R R RTB = + + + +1 2 3 4 5
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(i) Where R1, the effective mean flow
path along the outer metal surface, is
calculated by:

R
L h k T B L h1

1 1 1 1

1

2

1=
×

−
× ×

(ii) And if it occurs, the resistance of
insulation (R2) between the outer
metal surface and the metal structural
member is calculated by:

R

k L
b

H

2
2

2

1

2
=

× +








π

(iii) And, the resistance of the struc-
tural member (R3) is calculated by:

R
h

L t k3
3

3 3

=
× ×

Equation 5.3–6

(iv) And if it occurs, the resistance of
insulation (R4) between the inner metal
surface and the purlin flange is cal-
culated by:

R

k L
b

H

4
4

4

1

2
=

× +








π

(v) And finally, the effective mean
flow path along the inner metal surface
(R5) is calculated by:

R
L h k T B L h5

5 5 5 5

1

2

1=
×

−
× ×

Where:
L=total length
h=coefficient of heat transfer
k=thermal conductivity
T=temperature
B=total width
H=partial height
t=thickness of sheet metal

(2) Then calculate the parallel path
resistance of the homogeneous insula-
tion RH as follows:

R

H
K

B LH =
∑





×
(3) Then obtain the overall construc-

tion resistance RC by combining RH and
RTB as two parallel resistances:

R
R R

R RC
TB H

TB H

=
×
+

Equation 5.3–10

(4) Then add the inside and outside
surface resistances Ri and Ru to get the
total resistance RTOT™

R R R RTOT C i u= + +

Equation 5.3–11

(5) The total area resistance mTOT is
then calculated by:

m R B LTOT TOT= × ×

Equation 5.3–12

(6) And finally, obtain the U-value
by:

U
mTOT

= 1

Equation 5.3–13

(7) Where additional resistances are
introduced in the construction, intro-
duce them in lieu of the above (R2 and
R4) resistances. An example of this
would be the calculation of both a me-
tallic fastener and a block of higher
thermal conductivity material between
the outer sheet metal and the internal
structural member as shown in Figure
5.3–3. In this case the original R2 is re-
calculated by first calculating the
thermal bridge R2TB as follows:
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R R R RTB2 7 8 9= + +
Equation 5.3–14

(i) Where the resistance of the heads
of number (N) of fasteners per length
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(L), adjusting for surface resistance in
common with the sheet metal surface,
is calculated by:

R
N t f r a B L7

1 1 1 1

1

2

1=
× × × × × ∞( ) −

× ×π λ β ,

Equation 5.3–15

Where:
N=the number of fasteners in Length L
f=the function of B&divide´ r for different val-

ues of the ratio r2/r1 given in Figure 5.3–
4.

# = = h

xtλ
r1=the radius of the fastener shank.
r2=the outer radius of the fastener head.
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(ii) And, the resistance of the shank
of the fastener is calculated by:

R
H

N r
8

8
2

1
=

× × ×λ π

Equation 5.3–16

(iii) And, finally, the resistance of
the connection to the internal struc-
tural member is calculated by:

R

b

r

N t

n

9

2

1

1

2
=

×

× ×πλ
(iv) Then calculate the resistance of

the block of higher thermal conduc-
tivity material as follows:
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R

L
b

H

6

1 1
8

2

1

2
=

+








λ λ

π
Where:

λ1λ2
(v) Then obtain the resistance to be used in

lieu of the original R2 by:

R
R R

R R
TB

TB
2

6

6

=
×
+

Equation 5.3–19

5.3.3.2.2 For envelope assemblies
containing Non-Metal Framing, the Ui

shall be determined from one of the
laboratory or field test measurements
specified in Section 5.1.5 or from the
ASHRAE series-parallel method. For-
mulas in Chapter 23, page 23.2 of the
ASHRAE Handbook, 1985 Fundamentals
Volume, shall be used for these calcula-
tions.

5.3.3.3 The thermal transmittance of
fenestration assemblies shall be cor-
rected to account for the presence of
sash, frames, edge effects and spacers
in multiple-glazed units.

If thermal transmittances of sash
and frames are known, Equation 5.3–1
shall be used, otherwise the thermal
transmittance offenestration assem-
blies shall be calculated as follows:

Uof=Σ Ugi×Ff,i×Ai/Aof=
(Ug,1×Fe,1×A1+Ug,2×Ff,2× A2+ . . .
+Ug,n×Ff,n×An)/Aof

Equation 5.3–20

Where:

Ai=area of ith fenestration assembly
i=numerical subscript (1,2, . . . n) refers to

each of the various fenestration assem-
blies present in the wall

n=the number of fenestration assemblies in
the wall assembly.

Uof=the overall thermal transmittance of the
fenestration assembly, including sash
and frames, Btu/h•ft2°F.

Ug=the thermal transmittance of the central
area of the fenestration excluding edge
effects, spacers in multiple-glazed units,
and the sash and frame, Btu/h•ft2°F.

Ff,i=framing adjustment factor for sash,
frames, etc.

Aof=the area of all fenestration including
glazed portions, sash, frames, etc.

5.3.3.3.1 Values for Ug shall be the
winter value obtained from the glazing

manufacturer’s test data or from Table
13 or Figure 14 of Chapter 27 of the
ASHRAE Handbook, 1985 Fundamentals
Volume. Values for Ff shall be obtained
from the frame manufacturer’s test
data or from the average adjustment
factor for a particular product in Table
13, Part C, in Chapter 27 of the ASHRAE
Handbook, 1985 Fundamentals Volume.
For glass products with a U value of
0.45 or less, use the Ff for triple insu-
lated glazing. Alternatively, values of
the Ug°F product may be used from
manufacturer’s test data for open win-
dow and frame assemblies tested as a
unit provided that the tests referenced
edge-effects and windspeed are ac-
counted for winter tested U-values are
used.

5.3.4 Gross Area of Envelope Compo-
nents

5.3.4.1 The gross area of a roof as-
sembly consists of the total surface of
the roof assembly exposed to outside
air or unconditioned spaces. The roof
assembly shall include all roof/ceiling
components through which heat may
flow between indoor and outdoor envi-
ronments including skylight surfaces,
but excluding service openings.

5.3.4.1.1 For thermal transmittance
purposes, when return air ceiling
plenums are employed, the roof/ceiling
assembly shall not include the thermal
resistance of the ceiling, or the plenum
space, as part of the total thermal re-
sistance of the assembly.

5.3.4.2 The gross area of a floor as-
sembly over outside or unconditioned
space consists of the total surface of
the floor assembly exposed to the out-
side air or an unconditioned space. The
floor assembly shall include all floor
components through which heat may
flow between indoor and outdoor or
unconditioned space environments.

5.3.4.3 The gross area of exterior
walls enclosing a heated or cooled
space is measured on the exterior and
consists of the opaque wall including
between floor spandrels, peripheral
edges of flooring, window areas includ-
ing sash and door areas, but excluding
vents, grilles and pipes.

5.3.5 Shading Coefficients
5.3.5.1 The Shading Coefficient (SC)

for fenestration shall be obtained from
Chapter 27 of the ASHRAE Handbook,
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1985 Fundamentals Volume or from man-
ufacturers’ test data. For the prescrip-
tive or system performance envelope
compliance calculations in sections 5.4
and 5.5, a factor, SCx, is used. SCx is the
Shading Coefficient of the fenestration,
including internal and external shading
devices, but excluding the effect of ex-
ternal shading projections, which is
calculated separately. The shading co-
efficient used for louvered shade
screens shall be determined using a
profile angle of 30°, as found in Table
41, Chapter 27 of the ASHRAE Hand-
book, 1985 Fundamentals Volume.

5.3.6 Wall Heat Capacity
5.3.6.1 Heat capacity in Btu/°F•ft2,

shall be determined as the product of
the average wall weight in lb/ft2 and
the weighted average specific heat of
the wall component in Btu/lb•°F.

5.3.6.2 If the wall system is defined
as having exterior insulation only the
properties of the wall elements inside
of the insulation layer shall be used in
determining the wall heat capacity.

5.3.6.3 For walls with integral insu-
lation, all of the elements of the entire
wall system may be used in the cal-
culation of the wall heat capacity.

5.3.7 Air Leakage and Moisture Mi-
gration

5.3.7.1 The requirements of this sub-
section apply only to those locations
separating the outdoors from interior
building conditioned space. Compliance
with the criteria for air leakage
through building components shall be
determined by ASTM E 283–1984,
‘‘Standard Method of Test Rate of Air
Leakage Through Exterior Windows,
Curtain Walls and Doors.’’

5.3.7.2 Air Leakage Requirements
for Fenestration and Doors

5.3.7.2.1 Fenestration meeting the
following standards for air leakage is
acceptable:

(a) ANSI/AAMA 101–85, ‘‘Aluminum
Prime Windows.’’

(b) ASTM D–4099–83, ‘‘Specifications
for Poly(VinylChloride) (PVC) Prime
Windows.’’

(c) ANSI/NWMA I.S. 2–80, ‘‘Wood Win-
dow Units (Improved Performance Rat-
ing Only).’’

5.3.7.2.2 Sliding Doors shall meet
one of the following standards for air
leakage:

(a) ANSI/AAMA 101–85, ‘‘Aluminum
Sliding Glass Doors.’’

(b) NWMA I.S. 3–83, ‘‘Wood Sliding
Patio Doors.’’

5.3.7.2.3 Commercial entrance swing-
ing or revolving doors shall limit air
leakage to a rate not to exceed 1.25
cfm/ft2 of door area, at standard test
conditions.

5.3.7.2.4 Residential swinging doors
shall limit air leakage to a rate not to
exceed 0.5 cfm/ft2 of door area, at
standard test conditions.

5.3.7.2.5 Where spaces have regular
high volume traffic through the build-
ing envelope, such as retail store en-
trances and loading bays, estimates of
air leakage for HVAC system design
shall be based on air exchange by traf-
fic flow.

5.3.7.2.6 To reduce infiltration due
to stack-effect draft in multi-story
buildings, the use of vestibules or re-
volving doors on all primary entries
and exits shall be considered.

5.3.7.3 Air Leakage Requirements
for Exterior Envelope Joints and Pene-
trations.

5.3.7.3.1 Exterior joints, cracks, and
holes in the building envelope, such as
those around window or door frames,
between wall and foundation, between
wall and roof, through wall panels at
penetrations of utility services or
other service entry through walls,
floors, and roofs, between wall panels,
particularly at corners and changes in
orientation, between wall and floor,
where floor penetrates wall, around
penetrations of chimney, flue vents, or
attic hatches, shall be caulked,
gasketed, weather stripped, or other-
wise sealed.

5.3.7.4 Moisture Migration Require-
ments for Exterior Envelopes

5.3.7.4.1 The building envelope shall
be designed to prevent moisture migra-
tion that leads to deterioration in insu-
lation performance of the building.

5.3.7.4.2 Vapor retarders shall be
considered to prevent moisture from
collecting within the envelope. Designs
should incorporate the principles of
ASHRAE Handbook, 1985 Fundamentals
Volume, Chapter 21, ‘‘Moisture in Build-
ing Construction.’’

5.3.8 Shell Buildings
5.3.8.1 The following conditions

shall be assumed if determination of
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building envelope compliance occurs
prior to the determination of lighting
power density, equipment power den-
sity, or fenestration shading device
characteristics:

5.3.8.1.1 Lighting Power Density and
Equipment Power Density. For section
5.4, the total power density shall be as-
sumed to be those listed in Table 5.3–4.
For section 5.5, the values in Table 5.3–
4 shall be assumed to be apportioned as
2⁄3 lighting and 1⁄3 for other equipment.
Note that these are not recommended
design values, but are for compliance
purposes only.

5.3.8.1.2 Fenestration shading devices.
Only those shading devices that are
part of the design when it is being eval-
uated for compliance shall be consid-
ered when determining compliance.

5.3.8.1.3 Daylighting controls for elec-
tric lighting. Only those controls that
are part of the design when it is being
evaluated for compliance shall be con-
sidered when determining compliance.

5.3.9 Buildings Located in Climates
With Greater Than 15,000 HDD Base
65 °F.

5.3.9.1 For locations with a heating
degree-day base (HDD) 65 o F greater
than 15,000, the envelope criteria listed
in Table 5.3–5 shall apply, and the win-
dow wall ratio (WWR) shall be less
than or equal to 0.20.
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5.3.10 Daylight Credits for Sky-
lights.

5.3.10.1 Skylights used in conjunc-
tion with automatic lighting controls

for daylighting can significantly re-
duce the lighting energy consumption,
thereby more than offsetting the in-
crease in envelope heat transfer.
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5.3.10.2 When determining building
roof compliance, daylight credits for
skylights may be used if the criteria of
this subsection are met.

5.3.10.3 Skylights for which daylight
credit is taken may be excluded from
the calculation of the overall thermal
transmittance value (Uor) of the roof
assembly, if all of the following condi-
tions are met:

5.3.10.3.1 The opaque roof thermal
transmittance Uor value does not ex-
ceed the value determined within the
selected Alternate Component Package
(ACP) table for the prescriptive meth-

od or by Equation 5.5–1 for the systems
performance method.

5.3.10.3.2 Skylight areas, including
framing, as a percentage of the roof
area do not exceed the values specified
in Tables 5.3–6A and 5.3–6B for building
sites located within the climate ranges
listed in the two Tables, where Visible
Light Transmittance (VLT) is the
transmittance of a particular glazing
material over the visible portion of the
solar spectrum. Skylight areas shall be
interpolated between visible light
transmittance values of 0.75 and 0.50,
only.
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5.3.10.3.3 The skylight area associ-
ated with daylight credit can be taken
is the area under each skylight whose
dimension in each direction (centered
on the skylight) is equal to the sky-
light dimension in that direction plus a
distance equal to the floor to ceiling
height.

5.3.10.3.4 Skylight areas that over-
lap areas that have already taken day-
light credit (perimeter window areas or

other skylight areas) do not again take
daylight credit.

5.3.10.3.5 All electric lighting fix-
tures within skylight areas are con-
trolled by daylight-activated auto-
matic lighting controls.

5.3.10.3.6 For buildings located in
climates that have less than 8000
HDD65, the overall thermal transmit-
tance of the skylight assembly, includ-
ing framing, is less than or equal to 0.7
Btu/h•ft 2•°F. For locations greater
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than 8000 HDD65, the overall thermal
transmittance of the skylight assem-
bly, including framing, is less than or
equal to 0.45 Btu/h•ft 2•°F.

5.3.10.3.7 Skylight curbs have ther-
mal transmittance (U) values no great-
er than 0.21 Btu/h•ft 2•°F.

5.3.10.3.8 The infiltration coefficient
of the skylights does not exceed 0.05
cfm/ft 2.

5.3.10.4 Skylight areas in Tables 5.3–
6A and 5.3–6B may be increased by 50%
if a shading device is used that blocks
over 50% of the solar gain during the
peak cooling design condition.

5.3.10.5 Areas for vertical glazing in
clerestories and roof monitors shall be
included in the wall fenestration cal-
culation.

5.3.10.6 For shell buildings, the per-
mitted skylight area from Tables 5.3–
6A and 5.3–6B shall be based on a light
level of 30 fc and a lighting power den-
sity (LPD) of less than 1 W/ft 2.

5.3.10.7 For speculative buildings,
the permitted skylight area from Ta-
bles 5.3–6A and 5.3–6B shall be based on
the unit lighting power allowance from
Table 3.4–1 and an illuminance level as
follows:

5.3.10.7.1 For LPD less than or equal
to 1.0 W/ft 2, use 30 fc;

5.3.10.7.2 For LPD greater than 1.0
W/ft 2 and less than 2.5 W/ft 2, use 50 fc;
and

5.3.10.7.3 For LPD greater than 2.5
W/ft 2, use 70 fc.

5.3.10.8 Buildings with roof assembly
devices that cannot be evaluated under
this subsection shall be evaluated
using the Building Energy Compliance
Methods of Section 11.0 or 12.0.

5.4 Building Envelope—Prescriptive
Compliance Alternative

5.4.1 General.
5.4.1.1 This section provides a simple

compliance path using precalculated
prescriptive requirements for selected
exterior envelope configurations of new
buildings.

5.4.1.2 The Alternate Component
Packages (ACP), found in this sub-
section, provide design criteria for use
with the following options:

5.4.1.2.1 ‘‘Base Case’’—buildings with
envelopes designed without perimeter
daylighting.

5.4.1.2.2 ‘‘Perimeter Daylighting’’—
buildings with envelopes that use addi-
tional fenestration area by incor-
porating automatic lighting controls in
the perimeter zone to permit the use of
daylighting in lieu of electric lighting.
This ACP is not available for those cli-
mates that do not usually require
space cooling by means of mechanical
refrigeration.

(a) This daylighting credit is in addi-
tion to the increased lighting power al-
lowance provided in section 3.5. Some
perimeter daylighting options allow a
greater proportion of fenestration area
due to the increased visible and de-
creased thermal transmittances of high
performance glazings in combination
with automatic lighting controls.

5.4.1.3 Each ACP provides a limited
number of complying combinations of
building variables for a set of climate
ranges. The criteria, such as maximum
percent fenestration, were calculated
using the system performance criteria
of section 5.5. Values were chosen from
within climate and other variable
ranges for the most restrictive results,
to ensure compliance of any combina-
tion of values within those ranges.
Thus, for most climate locations and
envelope parameters, the prescriptive
criteria may be slightly more stringent
than the system performance criteria
of section 5.5.

5.4.1.4 Both the base and perimeter
daylight cases have two or three fen-
estration U-value ranges depending on
the climate.

5.4.2 Compliance.
5.4.2.1 The envelope design of the

building being evaluated is in compli-
ance with the prescriptive criteria of
this section provided that:

5.4.2.1.1 The minimum requirements
of section 5.3 are met.

5.4.2.1.2 All envelope thermal trans-
mittance (U) values are less than or
equal to those chosen from the ACP
Table selected for roofs, opaque walls,
walls next to unconditioned spaces, and
floors over unconditioned spaces.

5.4.2.1.3 The percentage of fenestra-
tion of the combined gross wall area is
less than or equal to the value per-
mitted for internal load range and glaz-
ing in the selected ACP Table.

5.4.2.1.4 Slab-on-grade floors have
insulation around the perimeter of the
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floor with the thermal resistance (Ru)
of the insulation as listed in the ACP
table. The slab insulation specified
shall extend either in a vertical plane
downward from the top of the slab for
the minimum distance shown or down-
ward to the bottom of the slab then in
a horizontal plane beneath the slab or
outward from the building for the min-
imum distance shown. The horizontal
length, or vertical depth, of insulation
required varies from 24 in. to 48 in. de-
pending upon the R-value selected. For
heated slabs, an R of 2 shall be added to
the thermal resistance required.

(a) Vertical insulation shall not be
required to extend below the founda-
tion footing.

(b) There are no insulation require-
ments for slabs in locations having less
than 3,000 HDD65 or for footings ex-
tending less than 18 in. below grade.

5.4.2.1.5 The thermal resistance of
the below-grade wall assembly must be
greater than or equal to that listed in
the ACP table, or the heat loss cal-
culated in accordance with Chapter 25
of the ASHRAE Handbook, 1985 Fun-
damentals shall be less than or equal to
that of a wall below grade having a
thermal resistance equal to that speci-
fied in Figure 5.5–3. No insulation is re-
quired for climates with less than 3,000
HDD65 or for those portions of walls
more than one story below grade.

5.4.3 Procedure for Using the Alter-
nate Component Packages (ACP).

5.4.3.1 The prescriptive envelope cri-
teria for each of 30 climate ranges are
contained in Tables 5.4–2 through 5.4–
31.

5.4.3.2 The following steps shall be
used to determine compliance with
these prescriptive envelope criteria.

5.4.3.2.1 Determine appropriate cli-
mate range using either (a) or (b)
below.

(a) From Table 5.4–1, select the ap-
propriate ACP Table based on the cli-
mate for the building site. The main
climate variables that are needed for
the proper selection of an ACP Table
are cooling degree-days base 65 °F
(CDD65), heating degree-days base 50 °F
(HDD50), and annual average daily inci-
dent of solar radiation on the east or
west vertical surface of the facade, Btu/
ft2/day (VSEW). For certain climate
ranges this must be augmented by
cooling degree-hours base 80 °F
(CDH80).

(1) This data, for a specific building
location, may be acquired from the
U.S. Weather Service of the National
Oceanic and Atmospheric Administra-
tion or the local weather bureau. The
column designated ‘‘ACP Table No.’’ in
Table 5.4–1 contains the table number
of the appropriate ACP Table.
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(b) From the list of cities in Appen-
dix 5A, ‘‘List of Cities and Climate
Data’’, which contains data for 234 cit-
ies, select the closest city climato-
logically to the building site. If the site
is not one of the cities listed or if the
climate at the site differs significantly
from a listed adjacent city, obtain the
information from the weather bureau
or other reliable source and use (a)
above. The column designated ‘‘ACP
Table No.’’ contains the table number
of the appropriate ACP Table.

(c) For information purposes only,
the climate data used to develop the
ACP tables for the above-grade wall
section are shown in Table 5.4–32. The
criteria for all other envelope sections
was based on the most stringent level
for the cities listed in the ACP Table.

5.4.3.2.2 Determination of Maximum
Allowable Percent Fenestration.

(a) Using the appropriate ACP Table,
determine the maximum allowable per-
cent fenestration. The maximum al-
lowable percent fenestration is the
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total area of fenestration assemblies
divided by the total gross exterior wall
area, considering all elevations of the
building. Determining the maximum
allowable percent fenestration requires
the following five steps:

(1) Based on the Internal Load Den-
sity (ILD) for the proposed design, se-
lect one of the three Internal Load
Ranges as the point of entry to the ta-
bles. Note for ILD’s greater than 3.5 W/
ft 2 use the 3.5 W/ft 2 range. For shell
buildings, see procedures in Section
5.3.8. Determine the ILD of the pro-
posed design, based on the sum of the
Internal Lighting Power Allowance
(ILPA), the Equipment Power Density
(EPD) and Occupant Load Adjustment
(OLA), as shown in Equation 5.4–1.

ILD=ILPA+EPD+OLA

Equation 5.4–1

Where:
The Internal Lighting Power Allow-

ance (ILPA) shall be:
1. The building average Internal

Lighting Power Allowance (ILPA) of

the design building in W/ft 2 as deter-
mined in Section 3.4 or 3.5;

2. The average of the Lighting Power
Budgets (LPB) for all activity areas
within 15 ft of each exterior wall based
on the procedures specified by the Sys-
tems Performance Criteria of Section
3.5.3, or

3. The actual lighting power density
of the proposed design in W/ft 2, either
the building average or the average of
the lighting power within 15 ft of each
exterior wall.

NOTE.— The lighting prescriptive path,
Section 3.4, does not provide lighting values
for health, assembly, multi-family high rise,
and hotel/motel buildings type occupancies.
Use the 1.51 to 3.0 range of Internal Load
Density for health and assembly buildings;
and the 0 to 1.5 range for multi-family high
rise and hotel/motel buildings.

The Equipment Power Density (EPD)
shall be either:

1. The building average receptacle
power density selected from Table 5.4–
33 in W/ft 2; or
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2. The actual average receptacle
power density for all activity areas
within 15 ft of each exterior wall in W/
ft 2, considering diversity. For deter-
mining compliance in Tables 5.4–2
through 5.4–31, the actual average re-
ceptacle power densities calculated by
this method that exceed 1.0 W/ft 2 shall
be limited to 1.0 W/ft 2 in Equation 5.4–
1.

The Occupant Load Adjustment
(OLA) shall be either:

1. 0.0 W/ft2. This recognizes the as-
sumed occupant sensible load of 0.6 W/
ft2 that is built into the ACP tables; or

2. A positive or negative difference
between the actual occupant load and
0.6 W/ft2 if the design building has a
larger or smaller occupant load.

(2) Select external shading projection
factor (PF). If no external shading pro-
jections are used in the proposed de-

sign, select the column designated Pro-
jection Factor=0.000¥0.249. If external
shading projections are used, deter-
mine the average area weighted projec-
tion factor on the window in accord-
ance with Equation 5.4–2. Then select
the appropriate column in the ACP
Table.

PF P Hd= /

Equation 5.4–2

Where:

PF=Average area weighted projection factor
Pd=External horizontal shading projection

depth, in. or ft
H=Sum of height of the fenestration and the

distance from the top of the fenestration
to the bottom of external shading projec-
tion in units consistent with Pd.

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00450 Fmt 8010 Sfmt 8010 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



451

Department of Energy § 435.105

(3) Select the Shading Coefficient of
the fenestration (SCx) including inter-
nal, integral, and external shading de-
vices, but excluding the effect of exter-
nal shading projections (PF). This in-
cludes curtains, shades, or blinds. Ref-
erence ASHRAE Handbook, 1985 Fun-
damentals Volume, Chapter 27.

(4) Select one of the daylighting op-
tions, either:

1. Base Case, no daylighting; or
2. Perimeter Daylighting (automatic

daylight controls for lighting system
must be used). This option is not avail-
able in some locations.

(5) Select appropriate fenestration
type. For most options, this is deter-
mined by the thermal transmittance
value (Uof) of the fenestration assem-
bly. For some fenestration options, the
visible light transmittance (VLT) of
the fenestration should not be less
than the shading coefficient of the
glazed portion of the fenestration as-
sembly, not considering any shading
devices. The ranges generally cor-
respond to single glazing, double glaz-
ing, triple glazing and high perform-
ance glazing incorporating low emis-
sivity coatings/films or more than two
glazing layers. Each ACP table in-
cludes at most, three ranges of glazing
U-value.

5.4.4.2.3 Determine the Maximum Uow

for the Opaque Wall Assembly. In the ap-
propriate ACP Table the Maximum Uow

for the opaque wall assembly is deter-
mined using the following steps:

(a) For a lightweight wall assembly,
heat capacity (HC) less than 5 Btu/
ft2•°F, use the value indicated. This Uow

is constant over all internal load
ranges.

(b) To use the mass wall adjustment,
the following additional steps are nec-
essary:

(1) Select the same internal load
range as that used in determining the
maximum allowable percent fenestra-
tion.

(2) Select the mass wall heat capac-
ity (HC) and insulation position. If the
wall insulation is positioned internal
to or integral with the wall mass, use
the column headed Interior/Integral In-
sulation. If the wall insulation is posi-
tioned external to the wall mass use
the column headed Exterior Insulation.
For HC less than 5 Btu/ft2•°F this ad-

justment table cannot be used. At this
step you will have two choices of Uow

that are keyed to a small or large per-
cent fenestration. This represents the
full range of Uow values allowed.

(3) Select or interpolate the appro-
priate maximum Uow for the opaque
wall based on the maximum allowable
percent fenestration determined in
Section 5.4.4.2.2 or the actual building
percent fenestration whichever value is
lower. The Uow shall be determined by
straight line interpolation for fenestra-
tion percentages between the smallest
and largest values listed. If the design
building percentage fenestration is less
than the smallest value listed, select
the Uow for the largest percentage fen-
estration listed.

5.4.4.2.4 Determine Other Envelope
Criteria. In each ACP table, the criteria
for roof, wall adjacent to
unconditioned space, wall below grade
(first story only), floor over
unconditioned space, and slab-on-grade
floors, shall be met. For heated slabs
on grade, the R-value shall be the R-
value for the unheated slab-on-grade
plus 2.0. For skylights, the daylight
credit procedure presented in Section
5.3.10 shall be used.

5.5 Building Envelope—System
Performance Compliance Alternative

5.5.1 Roof Thermal Transmittance
Criteria

5.5.1.1 Any building that is heated
and/or mechanically cooled shall have
an overall thermal transmittance value
(Uor) for the gross area of the roof as-
sembly not greater than the value de-
termined by Equation 5.5–1. The provi-
sions of Section 5.3 shall be followed in
determining acceptable combinations
of materials that will meet the re-
quired Uor values of Equation

5.5–1.

Uo=1/(5.3+1.8×10-3×HDD65+1.3×10¥3

×CDD65+2.6×10¥4×CDH80)

Equation 5.5–1

5.5.1.2 Equation 5.5–1 applies only
for climate locations with HDD65 less
than or equal to 15,000. For climate lo-
cations with HDD65 greater than 15,000,
see subsection 5.3.9, Table 5.3–5.

5.5.1.2.1 Exceptions to Section 5.5.1.2:
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(a) any building that is only heated
shall have an overall thermal transmit-
tance value (Uor) for the gross area of
the roof assembly less than or equal to
the value determined by Equation 5.5–
1 with CDD65 and CDH80 set equal to
zero; and

(b) any building that is only me-
chanically cooled shall have an overall
thermal transmittance value (Uor) for
the gross area of the roof assembly less
than or equal to the value determined

by Equation 5.5–1 with HDD65 set equal
to zero.

5.5.2 Floor Thermal Transmittance
Criteria

5.5.2.1 The floors of any building
that is heated and/or mechanically
cooled shall meet the following ther-
mal criteria:

5.5.2.1.1 Floors of conditioned spaces
over unconditioned spaces shall have a
thermal transmittance (Uof) not great-
er than that specified in Figure 5.5–1.
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5.5.2.1.2 Slab-on-grade floors shall
have insulation around the perimeter
of the floor with the thermal resistance
(Ru) of the insulation as specified in
Figure 5.5–2. The insulation specified in
Figure 5.5–2 shall extend either in a
vertical plane downward from the top
of the slab for the minimum distance
shown or downward to the bottom of

the slab for the minimum distance
shown then in a horizontal plane be-
neath the slab. The horizontal length,
or vertical depth, of insulation re-
quired varies from 24 in. to 48 in. de-
pending upon the R-value selected. For
heated slabs, an R of 2 shall be added to
the thermal resistance required in Fig-
ure 5.5–2.
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(a) Vertical insulation is not required
to extend below the foundation footing.
There are no insulation requirements
for slabs in locations having less than
3,000 HDD65 for footings extending less
than 18 in. below grade.

5.5.3 Thermal Transmittance Cri-
teria For Opaque Walls Enclosing Con-

ditioned Spaces Exposed to Interior
Unconditioned Spaces

5.5.3.1 All opaque walls enclosing
conditioned spaces exposed to interior
unconditioned spaces shall have an
overall thermal transmittance (Uow)
not greater than the value specified in
Figure 5.5–3.
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5.5.4 Thermal Resistance Criteria for
Exterior Wall Insulation Below Grade

5.5.4.1 The thermal resistance (R) of
the wall assembly shall be greater
than, or equal to the insulation level
specified in Figure 5.5–4, or the heat

loss calculated in accordance with
Chapter 25 of the ASHRAE Handbook,
1985 Fundamentals Volume shall be less
than, or equal to that of a wall below
grade having a thermal resistance
equal to that specified in Figure 5.5–4.
No insulation is required for climate

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00455 Fmt 8010 Sfmt 8010 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



456

10 CFR Ch. II (1–1–00 Edition)§ 435.105

locations with less than 3,000 HDD65 for
those portions of walls more than one
story below grade.

5.5.5 External Wall Criteria for
Heating and Cooling

5.5.5.1 The external wall heating cri-
teria (WCh) and cooling criteria (WCc)
represent limits on cumulative annual
heating and cooling energy flux attrib-

utable to transmission and solar gain.
These limits accommodate variation in
internal load and wall heat capacity.
They shall be determined for a building
envelope design using Equations 5.5–2
and 5.5–6 in Attachment 5B, ‘‘Equations
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to Determine External Wall Heating
and Cooling Criteria (WCc and WCh) and
to Determine Compliance (Ci and Hi)
With the Criteria.’’

5.5.6 Wall Heating and Cooling
Compliance Values

5.5.6.1 The wall heating compliance
value Hi and the wall cooling compli-
ance value Ci are estimates of the cu-
mulative annual heating and cooling
energy flux attributable to heat trans-
mission and solar gains. These esti-
mates consider the effects of variations
in internal load and wall heat capacity.
They shall be calculated using Equa-
tions 5.5–2 and 5.5–6 in Attachment 5B.

5.5.6.3 Applying the Criteria

5.5.6.3.1 The wall criteria shall be
applied as follows:

(a) For all buildings that are heated
and mechanically cooled, the sum of
the calculated wall heating and cooling
compliance values, Hi and Ci, for all
orientations of the proposed design, as
determined in section 5.5.6, shall not
exceed the sum of the corresponding
wall criteria for all orientations for
wall heating (WCh) and wall cooling
(WCc).

(b) For buildings that are only heat-
ed, the sum of the calculated wall heat-
ing compliance values, Hi, for all ori-
entations of the proposed design, as de-
termined in section 5.5.6, shall not ex-
ceed the sum of the corresponding wall
heating criterion WCh for all orienta-
tions.

(c) For buildings that are only me-
chanically cooled, the sum of the cal-
culated cooling compliance values, Ci,
for all orientations of the proposed de-
sign, as determined from section 5.5.6,
shall not exceed the sum of the cor-
responding wall cooling criteria, WCc

for all orientations.

5.5.6.4 Constraints on Thermal
Transmittance Values

5.5.6.4.1 The compliance calculation
procedure in section 5.5.6.3 allows great
flexibility in selecting values for enve-
lope components as long as the overall
criteria are met. In calculating compli-
ance, two constraints are imposed on
thermal transmittance values for
opaque wall assemblies and fenestra-

tion assemblies comprising the Uo

term, as follows:
(a) Opaque Wall Assemblies: The

opaque portion of walls with heat ca-
pacity (HC) less than 7 Btu/ft2÷°F shall
have an overall thermal transmittance
(Uow) not greater than the value speci-
fied in Figure 5.5–4. Procedures, speci-
fied in section 5.3, shall be used to de-
termine acceptable combinations of
materials that meet the required value.

(b) Fenestration Assemblies: The over-
all thermal transmittance (Uof) of fen-
estration assemblies shall not exceed
0.81 Btu/h•ft2•°F for all locations with
more than 3000 HDD65 if the fenestra-
tion area exceeds 10% of the total wall
area exposed to the outside air. Ther-
mal transmittance for the fenestration
shall be determined using the calcula-
tion procedures in Section 5.3.1 and
shall include the effects of sash,
frames, edge effects, and spacers for
multiple-glazed units.

5.5.6.5 Constraint on Daylighting
Credit

5.5.6.5.1 For a given orientation,
daylight credit may be used in Equa-
tions 5.5–2 and 5.5–6 only for that por-
tion of the fenestration that is less
than or equal to 65% of the gross wall
area of the orientation.

5.5.6.6 Lighting Power Density

5.5.6.6.1 The Lighting Power Density
used in calculating the compliance
value shall be:

(a) The building average unit Interior
Lighting Power Allowance of the pro-
posed design in W/ft2 as specified in
section 3.0;

(b) The average of the Lighting
Power Budgets for all activity areas
within 15 ft of each exterior wall based
on the procedures set forth in section
5.3; or

(c) The actual lighting power density
of the proposed design in W/ft2, either
building average or average of the
lighting power within 15 ft of each ex-
terior wall.

5.5.6.7 Equipment Power Density

5.5.6.7.1 The equipment power den-
sity used in determining compliance
shall be either:
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(a) The ‘‘Average Receptacle Power
Densities’’ from Table 5.4–32, or

(b) The actual average Equipment
Unit Power Density, considering diver-
sity, either building average or average
in the activity areas within 15 ft of
each exterior wall, not to exceed 1 W/
ft2.

5.5.6.8 Occupancy Loads

5.5.6.8.1 An occupancy load of 0.6 W/
ft2 is assumed. If the occupancy loads
in the building design are different
from this value, use the larger value.
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§ 435.106 Electric power and distribu-
tion.

6.1 General

6.1.1 This section contains minimum
requirements for all building electrical
systems, except required emergency
systems.

6.1.2 A building shall be considered
in compliance with this section if the
minimum requirements of section 6.3
are met.

6.2 Principles of Design

6.2.1 Electric Distribution Systems
6.2.1.1 Transformers and generating

units shall be sized as close as possible
to the actual anticipated load (i.e.,
oversizing is to be avoided so that fixed
thermal losses are minimized).

6.2.1.2 Distribution of electric power
at the highest practical voltage and
load selection at the maximum power

factor consistent with safety shall be
considered. The use of distribution sys-
tem transformers shall be minimized.

6.2.1.3 Tenant submetering can be
one of the most cost-effective energy
conservation measures available. A
large portion of the energy use in ten-
ant facilities occurs simply because
there is no economic incentive to con-
serve.

6.3 Minimum Requirements

6.3.1 Electrical Distribution System
6.3.1.1 All commercial or multi-fam-

ily high rise residential buildings, hav-
ing designed connected electric service
over 250 kVA, shall have electrical en-
ergy consumption check metered on
the basis of usage category or tenant
occupancy, depending on conditions de-
fined below. For buildings that are oc-
cupied by multiple tenants, the meter-
ing shall be per tenant, if the tenant
has a connected load of 100 kVA or
more. HVAC and service hot water sys-
tems, shared among tenants, need not
meet this requirement but shall be sep-
arately metered.

6.3.1.2 The electrical power feeders
for each facility for which check-me-
tering is required shall be by tenant
and shall be subdivided in accordance
with the following categories:

6.3.1.2.1 Lighting and receptacle out-
lets;

6.3.1.2.2 HVAC and service water
heating systems and equipment; and

6.3.1.2.3 Special occupant equipment
or systems of more than 20 kW, such as
elevators, computer rooms, kitchens,
printing equipment, and baling presses.

6.3.1.2.4 Exception to Section 6.3.1.2:
(a) 10% or less of the loads on a feed-

er may be from another usage cat-
egory.

6.3.1.3 The power feeders for each
category shall contain portable or per-
manent submetering prior to or within
any primary or secondary distribution
panels. Such provisions shall include a
separate compartment or panel of ade-
quate size and design to house the nec-
essary voltage and current trans-
formers. An accessible means of at-
taching clamp-on meters or split-core
current transformers shall be provided.

6.3.1.4 The locations of these points
of measurement may be central or dis-
tributed throughout the building, as
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appropriate to the layout of the build-
ing. A minimum arrangement shall
provide a safe method for access to the
enclosures through which feeder con-
ductors pass, and have sufficient space
to attach clamp-on or split-core cur-
rent transformers. These enclosures
may be separate compartments or com-
bined with electrical cabinets serving
another function. Enclosures so fur-
nished shall be identified by available
measuring function. A preferred ar-
rangement would include kWh meters
and demand registers, or a means to
transmit such information to a build-
ing energy management control sys-
tem.

6.3.1.5 In multiple-tenant buildings,
where designed connected electrical
service is over 250 kVA, each tenant
space having a total connected load of
more than 100 kVA shall have provision
made to permit check-metering of the
total tenant load. If the building is
served by a common HVAC system, the
HVAC loads need not be check metered
for each tenant.

6.3.2 Transformers

6.3.2.1 All permanently wired trans-
formers, that are part of the building

electrical distribution system, except
utility-owned transformers, shall be se-
lected to minimize the combination of
no-load, part-load, and full-load losses,
without compromising the electrical
system operating and reliability re-
quirements.

6.3.2.2 If the total capacity of the
transformers exceeds 300 kVA, a cal-
culation of total estimated annual op-
erating costs of the transformer losses
shall be made. This calculation shall be
based on estimated hours of trans-
former operation at projected part-load
and full-load conditions, and the asso-
ciated transformer core and coil losses.
If appropriate data for projecting this
calculation is unavailable, use Form
6.3–1 ‘‘Transformer Loss Calculation
Estimate’’ as a basis for making the es-
timate. The calculations made in ac-
cordance with this section shall be
used to compare among types of trans-
formers and configurations available to
the designer to balance energy costs
with necessary operating flexibility,
reliability (redundancy), and safety.
The projected annual energy costs for
the losses of the selected arrangement
shall be retained as part of the elec-
trical design documentation.
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6.3.3 Electric Motors
6.3.3.1 All permanently wired poly-

phase motors of 1 hp or more serving
the building, shall meet the require-
ments of this section. Motors expected
to operate more than 500 hours per year
shall have a minimum acceptable
nominal full-load motor efficiency no
less than that shown in Table 6.3–1.

6.3.3.1.1 Table 6.3–1 applies to mo-
tors having nominal 1200, 1800, or 3600
RPM; with open, drip-proof, or TEFC
enclosures. Other motor types are ex-
empted from the minimum efficiency
requirements of these standards.

6.3.3.1.2 Motor efficiency ratings
shall be based on a statistically valid
quality control procedure conforming
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with ANSI/IEEE 112–1984, Test Method B
(Dynamometer) using NEMA MG 1–1987
(MG 1–12.54 and MG 1–12.55) for motors
below 500 hp. For motors 500 hp and
above, ANSI/IEEE 112–1984, Test Method
B or Method F (Equivalent Circuit Cal-
culation), shall be used.

6.3.3.1.3 Values listed in Table 6.3–1
are nominal efficiencies. Minimum
motor efficiencies shall not be less
than the corresponding values provided
in NEMA MG 1–12.54.

6.3.3.1.4 Motor efficiency shall be
tested using a statistically valid qual-
ity control procedure conforming with
the IEEE 112A, Test Method B (1978)
(Dynmometer) fan motors E below 500
hp, or Test Method F (1978) (Equivalent
Circuit Calculation) based on no-load
measurements for motors 500 hp and
larger.

6.3.3.2 Motor nameplates shall list
the minimum and the nominal full-
load motor efficiencies and the full-
load power factor.

6.3.3.3 Full-load motor power factor
for three-phase motors can be cal-
culated from nameplate data by Equa-
tion 6.3–1:

% Power Factor=(hp × 745 × 100)/(nominal ef-
ficiency × full-load amps × rated voltage
×30.5).

Equation 6.3–1

6.3.3.4 Motor horsepower rating
shall not exceed 125% of the calculated
maximum load being served, or the
next larger standard motor size if a
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standard rating does not fall within
this range.

6.3.4 Operation and Maintenance of
Electrical Systems

6.3.4.1 The designer shall specify
that building owners be provided with
written information that provides
basic data relating to the design, oper-
ation, and maintenance of the elec-
trical distribution system for the
building. This shall include:

6.3.4.1.1 a single-line diagram of the
‘‘as-built’’ building electrical system;

6.3.4.1.2 schematic diagrams of elec-
trical control systems (other than
HVAC, covered elsewhere);

6.3.4.1.3 manufacturers’ operating
and maintenance manuals on active
electrical equipment; and

6.3.4.1.4 the Transformer Loss Cal-
culation Estimate if required by Sec-
tion 6.3.2.2.

§ 435.107 Heating, Ventilation, and Air-
Conditioning (HVAC) systems.

7.1 General

7.1.1 This section contains minimum
and prescriptive requirements for the
design of HVAC systems. It is rec-
ommended that the designer evaluate
other energy conservation measures
that may be applicable to the proposed
design.

7.1.2 A building shall be considered
in compliance with this section if the
following conditions are met:

7.1.2.1 The minimum requirements
of Section 7.3 are met; and

7.1.2.2 The HVAC system design
complies with the prescriptive criteria
of section 7.4. For the design of HVAC
systems that incorporate innovative or
alternate design strategies, the compli-
ance paths set forth in Section 11.0 or
12.0 should be used.

7.2 Principles of Design

7.2.1 Control of Equipment Loads

7.2.1.1 The thermal impact of equip-
ment and appliances shall be mini-
mized by use of hoods, radiation
shields, or other confining techniques,
and by use of controls to assure that
such equipment is turned off when not
needed. In addition, major heat-gener-
ating equipment shall, where practical,
be located where it can balance other

heat losses. For example, computer
centers or kitchen areas could be lo-
cated in the north or northwest perim-
eter areas of buildings depending on
climate and prevailing wind directions.
In addition, heat recovery shall be spe-
cifically considered for this equipment.

7.2.2 HVAC System Design

7.2.2.1 Separate HVAC systems shall
be considered to serve areas expected
to operate on widely differing oper-
ating schedules or design conditions.
For instance, systems serving office
areas should generally be separate
from those serving retail areas. When a
single system serves a multi-tenant
building, provisions shall be made to
shut-off or set-back the heating and
cooling to each area independently.

7.2.2.2 Spaces with relatively con-
stant and weather-independent loads
may be served with systems separate
from those serving perimeter spaces.
Areas with special temperature or hu-
midity requirements, such as computer
rooms, shall be served by systems sepa-
rate from those serving areas that re-
quire comfort heating and cooling
only, alternatively, these areas shall be
served by supplementary or auxiliary
systems.

7.2.2.3 The supply of zone cooling
and heating shall be sequenced to pre-
vent the simultaneous operation of
heating and cooling systems for same
space. Where this is not possible due to
ventilation or air circulation require-
ments, air quantities shall be reduced
as much as possible before reheating,
recooling, or mixing hot and cold air
streams. Finally, supply air tempera-
ture shall be reset to extend econo-
mizer operations and to reduce reheat,
recool, or mixing losses.

7.2.2.4 Systems serving areas with
significant internal heat gains (light-
ing, equipment, and people), especially
interior zones with little or no expo-
sure to outside air, shall be designed to
take advantage of mild or cool weather
conditions to reduce cooling energy if
heat recovery systems are not used.
These systems, called air or water
economizers, shall be designed to pro-
vide a partial reduction in cooling
loads even when mechanical cooling
must be used to provide the remainder
of the load. Economizer controls shall
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be integrated with the mechanical
cooling (leaving air temperature) con-
trols so that mechanical cooling is
only operated when necessary and so
supply air is not overcooled to a tem-
perature below the desired supply tem-
perature. The systems and controls
shall be designed so that economizer
operation does not increase heating en-
ergy use. For instance, single fan dual
duct or multizone systems that use the
same mixed air plenum for both heat-
ing and cooling supplies shall not be
used.

7.2.2.5 Controls shall be provided to
allow systems to operate in an occu-
pied mode and an unoccupied mode. In
the occupied mode, controls shall pro-
vide for a gradually changing control
point as system demands change from
cooling to heating. In the unoccupied
mode, ventilation and exhaust systems
shall be shut off if possible, and com-
fort heating and cooling systems shall
be shut off except to maintain ‘‘set-
back’’ space conditions. The setback
conditions shall be the minimum and
maximum levels required to prevent
damage to the building or its contents
and provide for a reasonable morning
pick-up period. Note however that
night setback may not conserve energy
in buildings with large amounts of
thermal mass.

7.2.2.6 In areas where diurnal tem-
perature swings and humidity levels
permit, the judicious coupling of air
distribution systems and building
structural mass may be considered to
allow the use of night-time precooling
to reduce the use of day-time mechan-
ical cooling.

7.2.2.7 High ventilation, such as in
hospital operating rooms, can impose
enormous heating and cooling loads on
HVAC equipment. In these cases, con-
sideration shall be given to the use of
recirculating filtered and cleaned air,
rather than 100% outside air, and pre-
heating outside air with solar systems
or reclaimed heat from other sources.

7.2.3 Energy Transport Systems

7.2.3.1 Energy shall be transported
by the most energy efficient means
possible. The following options, are
listed in order of efficiency from the
(most efficient) lowest energy trans-
port burden to the highest:

7.2.3.1.1 Electric Wire or Fuel Pipe,
7.2.3.1.2 Two-Phase Fluid Transfer

(Steam or Refrigerant),
7.2.3.1.3 Single-Phase Liquid Fluid

(Water, Glycol, Etc.), and
7.2.3.1.4 Air.
7.2.3.2 The distribution system shall

be selected to complement other sys-
tem parameters such as control strate-
gies, storage capabilities, and conver-
sion and utilization system effi-
ciencies.

7.2.3.3 Steam Systems

7.2.3.3.1 Provisions for seasonal or
‘‘non-use time’’ shutdown shall be in-
corporated.

7.2.3.3.2 The venting of steam and
ingestion of air shall be minimized
with the design directed toward full
vapor performance.

7.2.3.3.3 Subcooling shall generally
be prevented.

7.2.3.3.4 Condensate shall be re-
turned to boilers or source devices at
the highest possible temperature.

7.2.3.4 Water Systems

7.2.3.4.1 Design flow quantity shall
be minimized by designing for the max-
imum practical temperature differen-
tial.

7.2.3.4.2 Flow quantity shall be var-
ied with load where possible.

7.2.3.4.3 Designs shall be for lowest
practical pressure rise (or drop).

7.2.3.4.4 Operating and idle control
modes shall be provided.

7.2.3.4.5 When locating equipment,
the critical pressure path shall be iden-
tified and the runs sized for minimum
practical pressure drop.

7.2.3.5 Air Systems

7.2.3.5.1 Air flow quantity shall be
minimized by careful load analysis and
an effective distribution system. If the
psychometric nature of the application
allows, the supply air quantity shall
vary with the sensible load (i.e., VAV
systems). The fan pressure requirement
shall be held to the lowest practical
value. Fan pressure shall be avoided as
a source for control power.
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7.2.3.5.2 Each fan system shall be de-
signed and controlled to reduce me-
chanical cooling requirements by tak-
ing advantage of favorable weather
conditions.

7.2.3.5.3 ‘‘Normal’’ and ‘‘idle’’ con-
trol modes shall be provided for the fan
systems as well as the psychometric
systems.

7.2.3.5.4 Duct run distances shall be
as short as possible, and the runs on
the critical pressure path sized for min-
imum practical pressure drop.

7.2.4 Radiant Heating

7.2.4.1 Radiant heating systems
shall be considered in lieu of convec-
tive or all-air heating systems to heat
areas which experience infiltration
loads in excess of two (2) air changes
per hour at design heating conditions.

7.2.4.2 Radiant heating systems
should be considered for areas with
high ceilings, for spot heating, and for
other applications where radiant heat-
ing may be more energy efficient than
convective or all-air heating systems.

7.2.5 Energy Recovery

7.2.5.1 Systems that recover energy
should be considered when rejected
fluid is of adequate temperature and a
simultaneous need for energy exists for
a significant number of operating
hours.

7.3 Minimum Requirements

7.3.1 Calculation Procedures

7.3.1.1 Heating and cooling system
design loads for the purpose of sizing
systems and equipment shall be deter-
mined in accordance with the proce-
dures described in the ASHRAE Hand-
book, 1985 Fundamentals Volume, or a
similar computation procedure. The
design parameters specified in sections
7.3.1.2 through 7.3.1.10 shall be used for
calculational purposes only and are not
requirements or recommendations for
operating setpoints.

7.3.1.2 Indoor Design Conditions. In-
door design temperature and humidity
conditions for general comfort applica-
tions shall be in accordance with the
comfort criteria established in ANSI/
ASHRAE Standard 55–1981, ‘‘Thermal
Environmental Conditions for Human

Occupancy,’’ and/or Chapter 8 of the
ASHRAE Handbook, 1985 Fundamentals
Volume, except that winter humidi-
fication and summer dehumidification
are not required.

7.3.1.2.1 Exceptions to Section 7.3.1.2:
(a) Health care institutions and simi-

lar facilities where the indoor condi-
tions may not be appropriate for the
health and safety of occupants; and

(b) Where special room temperature
and/or humidity conditions are re-
quired by a process or procedure, other
than comfort, such as rooms used for
surgery or data processing.

7.3.1.3 Outdoor Design Conditions.
Outdoor design conditions shall be se-
lected for listed locations from the
ASHRAE Handbook, 1985 Fundamentals
Volume, from the columns of 99% val-
ues for heating design and 2.5% values
for cooling design. Local weather data
from the National Weather Service of
the National Oceanic and Atmospheric
Administration based on the same 99%
and 2.5% values (or statistically simi-
lar annualized values such as 0.2% win-
ter and 0.5% summer) may be used.

7.3.1.3.1 Exception to Section 7.3.1.3:
(a) Where necessary to assure the

prevention of damage to the building
or to material and equipment within
the building, the median of annual ex-
tremes for heating and 1% column for
cooling may be used.

7.3.1.4 Ventilation. Outdoor air ven-
tilation rates shall be selected from
section 6.1 of ASHRAE Standard 62–1981,
‘‘Ventilation for Acceptable Indoor Air
Quality.’’

7.3.1.4.1 Exception to Section 7.3.1.4:
(a) Outdoor air quantities, exceeding

those shown in ASHRAE Standard 62–
1981, required because of special occu-
pancy or process requirements, source
control of air contamination, or local
codes.

7.3.1.5 Infiltration. Infiltration for
heating and cooling design loads shall
be calculated by the procedures in the
ASHRAE Handbook, 1985 Fundamentals
Volume, or a similar computation pro-
cedure.

7.3.1.6 Envelope. Building envelope
heating and cooling loads shall be
based on envelope characteristics, such
as thermal conductance, shading coef-
ficient and air leakage, consistent with
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the values used in the proposed build-
ing design to demonstrate compliance
with section 5.0.

7.3.1.7 Lighting. Lighting loads shall
be based on proposed design lighting
levels or power budgets consistent with
section 3.0. Lighting may be ignored
for heating load calculations.

7.3.1.8 Other Loads. Other HVAC sys-
tem loads, such as those due to people
and equipment, shall be based on de-
sign data compiled from at least one of
the following sources:

7.3.1.8.1 Actual information based on
the intended use of the building;

7.3.1.8.2 Published data from manu-
facturers’ technical publications and
from technical society publications
such as the ASHRAE Handbook, 1987
HVAC Systems Applications Volume;

7.3.1.8.3 Alereza, ‘‘Estimates of Rec-
ommended Heat Gains Due to Commer-
cial Appliances and Equipment,’’
ASHRAE Transactions 90 (Pt. 2A), 25–28
(1984);

7.3.1.8.4 Default values to be used in
determining the design energy budget
in section 11.0 or 12.0 taken from Ta-
bles 11–2, 11–3, 11–4 and 11–6; and

7.3.1.8.5 Other data based on design-
er’s experience of expected loads and
occupancy patterns.

7.3.1.8.6 Exception to Section 7.3.1.8:
(a) Internal heat gains may be ig-

nored for heating load calculations.
7.3.1.9 Safety Factor. Design loads

may, at the designer’s option, be in-
creased by as much as 10% to account
for unexpected loads or changes in
space usage.

7.3.1.10 Pick-up Loads. Transient
loads such as warm-up or cool-down
loads that occur after off-hour setback
or shutoff, may be calculated from
basic principles, based on the heat ca-
pacity of the building and its contents,
the degree of setback, and desired re-
covery time, or may be assumed to be
up to 30% for heating and 10% for cool-
ing of the steady-state design loads.

7.3.2 System and Equipment Sizing

7.3.2.1 HVAC systems and equipment
shall be sized to provide no more than
the space and system loads require, as
calculated in accordance with section
7.3.1.

7.3.2.1.1 Exceptions to Section 7.3.2.1:

(a) Equipment capacity may exceed
the design load if the equipment se-
lected is the smallest size needed to
meet the load within available options
of equipment;

(b) Equipment whose capacity ex-
ceeds the design load may be specified
if calculations demonstrate that over-
sizing can be shown not to increase an-
nual energy use;

(c) Stand-by equipment may be in-
stalled if controls and devices are pro-
vided that allow stand-by equipment to
operate automatically only when the
primary equipment is not operating;

(d) Multiple units of the same equip-
ment type, such as multiple chillers
and boilers, with combined capacities
exceeding the design load may be speci-
fied to operate concurrently only if
controls are provided that sequence or
otherwise optimally control the oper-
ation of each unit based on cooling or
heating load;

(e) For unitary equipment with both
heating and cooling capability, only
one function, either the heating or the
cooling, need meet the requirements of
this subsection. Capacity for the other
function shall be, within available
equipment options, the smallest size
necessary to meet the load; and

(f) For buildings complying with sec-
tion 11.0 or 12.0, equipment of higher
capacity than the design load may be
specified if the oversized equipment is
modeled in the building energy anal-
ysis of the proposed design and the pro-
posed design complies with the stand-
ards.

7.3.3 Separate Air Distribution Systems

7.3.3.1 Zones in a building that are
expected to operate non-concurrently
for 750 or more hours per year shall ei-
ther be served by separate air distribu-
tion systems, or off-hour controls shall
be provided in accordance with section
7.3.5.3.

7.3.3.2 Zones with special process
temperature and/or humidity require-
ments shall be served by separate air
distribution systems from those serv-
ing zones requiring only comfort heat-
ing and/or cooling, or supplementary
provisions shall be included to allow
the primary systems to be specifically
controlled for comfort purposes only.

7.3.3.2.1 Exception to Section 7.3.3.2:
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(a) Zones, requiring comfort heating
and/or cooling, that are served by a
system primarily used for process tem-
perature and humidity control, need
not be served by a separate system if
the total supply air to these zones is no
more than 25% of the total system sup-
ply air, or the zones total conditioned
floor area is less than 1000 ft 2.

7.3.3.3 Zones having substantially
different heating or cooling load char-
acteristics, such as perimeter zones in
contrast to interior zones, shall not be
served by a single multiple zone air dis-
tribution system.

7.3.4 Temperature Controls

7.3.4.1 System Control. Each HVAC
system shall include at least one tem-
perature control device.

7.3.4.2 Zone Controls. The supply of
heating and/or cooling energy to each
zone shall be controlled by an indi-
vidual thermostat located within the
zone.

7.3.4.2.1 Exceptions to Section 7.3.4.2:
(a) Independent perimeter systems

may serve multiple zones of the pri-
mary/interior system with the fol-
lowing limitations:

(1) The perimeter system shall in-
clude at least one thermostatic control
zone for each major building exposure
having exterior walls facing only one
orientation for 50 contiguous feet or
more; and

(2) The perimeter system heating
and/or cooling supply shall be con-
trolled by thermostat controls located
within the zone(s) served by the sys-
tem; and

(b) A dwelling unit may be considered
a single zone.

7.3.4.3 Zone thermostats used to
control comfort heating shall be capa-
ble of being set, locally or remotely, by
adjustment or selection of sensors,
down to 55 °F.

7.3.4.4 Zone thermostats used to
control comfort cooling shall be capa-
ble of being set, locally or remotely, by
adjustment or selection of sensors, up
to 85 °F.

7.3.4.5 Zone thermostats used to
control both heating and cooling shall
be capable of providing a temperavure
range or dead band of at least 5 °F
within which the supply of heating and

cooling energy to the zone is shut off
or reduced to a minimum.

7.3.4.5.1 Exceptions to Section 7.3.4.5:
(a) For buildings complying with

Section 11.0 or 12.0, dead band controls
are not required if, in the building en-
ergy analysis, heating and cooling
thermostat setpoints are set to the
same value between 70 °F and 75 °F and
assumed to be constant throughout the
year;

(b) Special occupancy, special usage
or construction code requirements
where dead band controls are not ap-
propriate, adjustable single setpoint
thermostats may be used; and

(c) Thermostats that require manual
changeover between heating and cool-
ing modes.

7.3.5 Off-hour Controls

7.3.5.1 Each HVAC system shall have
automatic control setback and/or shut-
down of equipment during periods of
non-use or alternate use of the spaces
served by the system.

7.3.5.1.1 Exceptions to Section 7.3.5.1:
(a) Systems serving areas expected to

operate continuously;
(b) Where equipment with a full load

demand of 2kW (6826 Btu/h) or less may
be controlled by readily accessible
manual off-hour controls;

(c) Where setback or shutdown will
not result in a decrease in overall
building energy use.

7.3.5.2 Outside air supply and/or ex-
haust systems shall be equipped with
motorized or gravity dampers or other
means of automatic volume shutoff or
reduction during periods of non-use or
alternate use of the spaces served by
the system.

7.3.5.2.1 Exceptions to Section 7.3.5.2:
(a) Individual ventilation systems

when design air flow is 3000 cfm or less;
(b) Systems that operate continu-

ously;
(c) When restricted by code, such as

at combustion air intakes; or
(d) When gravity and other non-elec-

trical ventilation systems may be con-
trolled by readily accessible manual
damper controls.

7.3.5.2.2 Dampers may be required in
some climates to prevent equipment
damage due to freezing and/or to pro-
vide proper warm-up control.
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7.3.5.3 Systems that serve areas that
operate non-concurrently for 750 or
more hours per year shall have isola-
tion devices and controls for shut off or
set back of heating and cooling to each
zone independently. Isolation is not re-
quired for zones expected to operate
continuously or expected to be inoper-
ative only when all other zones are in-
operative.

7.3.5.3.1 For buildings where occu-
pancy patterns are not known at the
time of system design, isolation areas
may be predesignated.

7.3.5.3.2 Zones may be grouped into
a single isolation area providing the
total conditioned floor area does not
exceed 25,000 ft 2 per group nor include
more than one floor.

7.3.6 Humidity Control

7.3.6.1 If a system maintains specific
relative humidities by adding mois-
ture, a humidistat shall be provided.

7.3.6.2 If comfort humidification is
provided, the system shall be designed
to prevent the use of fossil fuel or elec-
tricity to maintain relative humidity
in excess of 30%.

7.3.6.3 If comfort dehumidification is
provided, the system shall be designed
to prevent the use of fossil fuel or elec-
tricity to reduce relative humidity
below 60%.

7.3.7 Materials and Construction

7.3.7.1 Insulation required by section
7.3.7.2 and 7.3.7.3 shall be suitably pro-
tected from damage. Insulation shall
be installed in accordance with the
Midwest Insulation Contractors Associa-
tion ‘‘Commercial and Industrial Insula-
tion Standards,’’ 1983.

7.3.7.2 Piping Insulation. All HVAC
system piping installed to serve build-
ings and within buildings shall be ther-
mally insulated in accordance with
Table 7.3–1.
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7.3.7.2.1 Exceptions to Section 7.3.7.2:
(a) For manufacturer installed piping

within HVAC equipment tested and
rated in accordance with Section 8.3;

(b) For piping conveying fluids at
temperatures between 55 °F and 105 °F;

(c) For piping conveying fluids that
have not been heated or cooled through
the use of fossil fuels or electricity;
and

(d) When calculations demonstrate
that heat gain and/or heat loss to or
from piping without insulation will not
increase building energy use.

7.3.7.2.2 Alternative Insulation Types.
Insulation thicknesses in Table 7.3–1
are based on insulation with thermal

conductivities listed in Table 7.3–1 for
each fluid operating temperature
range, rated in accordance with ASTM
C 335–84, ‘‘Test Method for Steady-
State Heat Transfer Properties of Hori-
zontal Pipe Insulations,’’ at the mean
temperature listed in the table. For in-
sulating materials having conductiv-
ities more than of those shown in the
Table 7.3–1 for the applicable fluid op-
erating temperature range and at the
mean rating temperature shown, when
rounded to the nearest 1/100th Btu/
h•°F•ft 2, the minimum thickness shall
be determined in accordance with
Equation 7.3–1:
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T PR t PR kK= × + −[( / ) / ]1 1

Equation 7.3–1

Where:
T=minimum insulation thickness for mate-

rial with conductivity K, in.
PR=pipe actual outside radius, in.
t=insulation thickness from Table 7.3–1, in.
K=conductivity of alternate material at the

mean rating temperature indicated in
Table 7.3–1 for the applicable fluid tem-
perature range, Btu• in./h•°F•ft 2

k=the lower value of conductivity listed in
Table 7.3–1 for the applicable fluid tem-
perature range, Btu• in./h•°F•ft 2

7.3.7.3 Air Handling System Insula-
tion. All air handling ducts, plenums,
and other enclosures installed as part
of an HVAC air distribution system
shall be thermally insulated in accord-
ance with Table 7.3–2 (This table comes
from section 1005 of the 1985 Uniform
Mechanical Code).
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7.3.7.3.1 Exception to section 7.3.7.3:
Duct insulation is not required in any
of the following cases:

(a) Manufacturer installed plenums,
casings or ductwork furnished as a part

of HVAC equipment tested and rated in
accordance with section 8.3; and

(b) When calculations demonstrate
that heat gain and/or heat loss to or
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from ducts without insulation will not
increase building energy use.

7.3.7.4 Duct Construction. All air han-
dling ductwork and plenums shall be
constructed, erected and tested in ac-
cordance with the following Sheet
Metal and Air Conditioning Contrac-
tors National Association (SMACNA)
Standards: HVAC Duct System Design
Manual, 1986; HVAC Duct Leakage Test
Manual, 1985; and Fibrous Glass Con-
struction Standards, 5th edition, 1979.

7.3.7.4.1 Ductwork designed to oper-
ate at static pressure differences great-
er than 3 in. W.C. shall be leak tested
and conform with the following re-
quirements of the HVAC Duct Leakage
Manual, 1985: Test procedures shall be
in accordance with those outlined in
section 5.0 of the manual, or equiva-
lent; test reports shall be provided in
accordance with section 6.0 of the man-
ual, or equivalent; the tested duct
leakage class at a test pressure equal
to the design duct pressure class rating
shall be equal to or less than leakage
class 6 as defined in section 4.1 of the
manual. Leakage testing may be lim-
ited to representative sections of the
duct system but in no case shall such
tested sections include less than 25% of
the total installed duct area for the
designated pressure class.

7.3.7.4.2 Where supply ductwork de-
signed to operate at static pressure dif-
ferences from 1⁄4 in. to 2 in. W.C. are lo-
cated outside of the conditioned space,
including return plenums, joints shall
be sealed in accordance with Seal Class
C, as defined in the SMACNA manuals
referenced above. Pressure sensitive
tape shall not be used as the primary
sealant for such ducts designed to oper-
ate at 1 in. W.C. pressure difference or
greater.

7.3.8 Completion Requirements

7.3.8.1 An operating and mainte-
nance manual shall be provided to the
building owner. The manual shall in-
clude basic data relating to the oper-
ation and maintenance of HVAC sys-
tems and equipment. Required routine
maintenance actions shall be clearly
identified. Where applicable, HVAC
controls information such as diagrams,
schematics, control sequence descrip-
tions, and maintenance and calibration
information shall be included.

7.3.8.2 Air system balancing shall be
accomplished in a manner to minimize
throttling losses and then fan speed
shall be adjusted to meet design flow
conditions. Balancing procedures shall
be in accordance with those established
by the National Environmental Bal-
ancing Bureau (NEBB), the Association
of Air Balancing Council (AABC), or
similar procedures.

7.3.8.2.1 Exception to section 7.3.8.2:
(a) Damper throttling may be used

for air system balancing with fan mo-
tors of 1 hp or less, or if throttling re-
sults in no greater than 1⁄3 hp fan horse-
power draw above that required if the
fan speed were adjusted.

7.3.8.3 Hydronic system balancing
shall be accomplished in a manner to
minimize throttling losses and then
the pump impeller shall be trimmed or
pump speed shall be adjusted to meet
design flow conditions.

7.3.8.3.1 Exceptions to section 7.3.8.3:
Valve throttling may be used for
hydronic systems balancing under any
of the following conditions:

(a) Pumps with pump motors of 10 hp
and less;

(b) If throttling results in pump
horsepower draw no greater than 3 hp
above that required if the impeller
were trimmed;

(c) To reserve additional pump pres-
sure capability in open circuit piping
systems subject to fouling. Valve
throttling pressure drop shall not ex-
ceed that expected for future fouling;
or

(d) Where it can be shown that throt-
tling will not increase overall building
energy use.

7.3.8.4 HVAC control systems shall
be tested to assure that control ele-
ments are calibrated, adjusted, and in
proper working condition.

7.4 Heating, Ventilation and Air-Condi-
tioning (HVAC) Systems—Prescriptive
Compliance Alternative

7.4.1 Zone Controls

7.4.1.1 Zone thermostatic and
humidistatic controls shall be capable
of operating in sequence, the supply of
heating and cooling energy to the zone.
The controls shall prevent:

7.4.1.1.1 Reheating (heating air that
is cooler than system mixed air);

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00502 Fmt 8010 Sfmt 8010 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



503

Department of Energy § 435.107

7.4.1.1.2 Recooling (cooling air that
is warmer than system mixed air);

7.4.1.1.3 Mixing or the simultaneous
supply of air that has been previously
mechanically heated and air that has
been previously cooled, either by me-
chanical refrigeration or by econo-
mizer systems; and

7.4.1.1.4 Other simultaneous oper-
ation of heating and cooling systems to
one zone.

7.4.1.2 Exceptions to section 7.4.1.1:
7.4.1.2.1 Variable air volume systems

that, during periods of occupancy, are
designed to reduce the air supply to
each zone to a minimum before reheat-
ing, recooling, or mixing during periods
of occupancy. The minimum volume
setting shall be no greater than the
larger of the following:

(a) 30% of the peak supply volume;
(b) The minimum volume required to

meet the ventilation requirements of
section 7.3.1.4; and

(c) 0.4 cfm/ft2 of conditioned zone
area. In addition, supply air tempera-
tures shall be automatically reset
based on representative building loads
or outside air temperature by at least
25% of the difference between the de-
sign supply air and room air tempera-
ture. Zones expected to experience rel-
atively constant loads, such as interior
zones, shall be designed for the fully
reset supply temperature. Supply air
reset control is not required if calcula-
tions demonstrate that it increases
overall building energy use;

7.4.1.2.2 Zones where special pressur-
ization relationships or cross-contami-
nation requirements are such that
variable air volume systems are im-
practical, such as some areas of hos-
pitals and laboratories. In these cases,
systems shall include automatic supply
air reset controls in accordance with
section 7.4.1.2.1 above;

7.4.1.2.3 At least 75% of the energy
for reheating or providing warm air in
mixing systems is provided from site-
recovered energy that would otherwise
be wasted, or from non-depletable en-
ergy sources;

7.4.1.2.4 Zones where specific humid-
ity levels are required to satisfy proc-
ess needs, such as computer rooms and
museums (see section 7.3.3.2); and

7.4.1.2.5 Zones with a peak supply
air quantity of 300 cfm or less.

7.4.2 Economizer Controls

7.4.2.1 Each fan system shall be de-
signed to take advantage of favorable
weather conditions to reduce mechan-
ical cooling requirements. The system
shall include either of the following:

7.4.2.1.1 A temperature or enthalpy
air economizer system that is capable
of automatically modulating outside
air and return air dampers to provide
up to 85% outside air for cooling; or

7.4.2.1.2 A water economizer system
that is capable of cooling supply air by
direct and/or indirect evaporation. The
system shall be designed and controlled
to be able to provide 100% of the sys-
tem cooling load at outside air tem-
peratures of 50 °F dry-bulb/45 °F wet-
bulb and below. Each economizer sys-
tem shall be capable of providing par-
tial cooling even when additional me-
chanical cooling is required to meet
the remainder of the cooling load.

7.4.2.1.3 Exceptions to section 7.4.2.1:
(a) individual fan/cooling units with

supply capacity of less than 3,000 cfm
or a total cooling capacity less than
90,000 Btu/h. The total capacity of such
units per building complying by this
exception shall not exceed 600,000 Btu/h
per building or 10% of the total in-
stalled cooling capacity, whichever is
larger;

(b) Systems with air or evaporatively
cooled condensers and for which one of
the following is true:

(1) The system is located where the
quality of the air, as defined in
ASHRAE Standard 62–1981, is so poor as
to require extensive treatment of the
air, and

(2) Calculations indicate that the use
of outdoor air cooling affects the oper-
ation of other systems, such as humidi-
fication, dehumidification, and super-
market refrigeration systems and will
increase overall building energy use;

(c) Calculations demonstrate that the
overall building energy use for alter-
native designs, such as internal/exter-
nal zone heat recovery systems, are
less than those for an economizer sys-
tem;

(d) The system is located where the
outdoor summer wet-bulb design condi-
tion (2.5% occurrence, ASHRAE Hand-
book, 1985 Fundamentals Volume) is
more than 72 °F and annual HDD65 are
less than 2,000;
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(e) Systems that serve envelope
dominated spaces whose design space
sensible cooling load, excluding trans-
mission and infiltration loads, is less
than or equal to transmission and infil-
tration losses at an outdoor tempera-
ture of 60 °F;

(f) Systems serving residential spaces
including hotel/motel rooms;

(g) Cooling systems for which 75% of
its annual energy consumption is pro-
vided by site-recovered energy that
would otherwise be wasted, or from
non-depletable energy sources; and

(h) The zone(s) served by the system
each have operable openings (windows,
doors, etc.), the openable area of which
is greater than 5% of the conditioned
floor area. This exception applies only
to spaces open to and within 20 ft of
the operable openings. Automatic con-
trols shall be provided that lockout
system mechanical cooling when out-
door air temperatures are less than 60
°F.

7.4.2.2 Economizer systems shall be
capable of providing partial cooling
even when additional mechanical cool-
ing is required to meet the remainder
of the cooling load.

7.4.2.2.1 Exceptions to section 7.4.2.2.
(a) Direct expansion systems may in-

clude controls to reduce the quantity
of outside air as required to prevent
coil frosting at the lowest step of com-
pressor unloading. Individual direct ex-
pansion units that have a cooling ca-
pacity of 180,000 Btu/h or less may use
economizer controls that preclude
economizer operation whenever me-
chanical cooling is required simulta-
neously; and

(b) Systems in climates with less
than 750 average hours per year be-
tween 8 a.m. and 4 p.m. when the ambi-
ent dry bulb temperatures are between
55 °F and 69 °F inclusive. See Attach-
ment 5A for climate data for 234 U.S.
cities.

7.4.2.3 System design and econo-
mizer controls shall be such that
economizer operation does not increase
the building heating energy use during
normal operation.

7.4.2.3.1 Exception to section 7.4.2.3:
(a) At least 75% of the energy for

heating is provided from site-recovered
energy that would otherwise be wasted,
or from non-depletable energy sources.

7.4.3 Fan System Design Requirements.

7.4.3.1 The following design criteria
apply to all HVAC fan systems used for
comfort heating, ventilating and/or
cooling. For the purposes of this sub-
section, the energy demand of a fan is
the sum of the demand of all fans that
are required to operate at design condi-
tions to supply air from the heating
and/or cooling source to the condi-
tioned space(s) and return it back to
the source or exhaust it to the out-
doors.

7.4.3.1.1 Exceptions to section 7.4.3.1:
(a) Systems with total fan system

motor horsepower of 10 hp or less;
(b) Unitary equipment for which the

energy used by the fan is considered in
the efficiency ratings of Section 8.0;
and

(c) Total fan energy demand need not
include the additional power required
by air treatment or filtering systems
with final pressure drops in excess of 1
in. W.C.

7.4.3.2 Constant Volume Fan Systems.

7.4.3.2.1 For supply and return fan
systems that provide a constant air
volume whenever the fans are oper-
ating, the power required for the com-
bined fan system at design conditions
shall not exceed 0.8 W/cfm of supply
air.

7.4.3.3 Variable Air Volume (VAV) Fan
Systems.

7.4.3.3.1 For supply and return fan
systems that vary system air volume
automatically as a function of load,
the power required by the motors for
the combined system at design condi-
tions shall not exceed 1.25 W/cfm.

7.4.3.3.2 Individual VAV fans with
motors 75 hp and larger shall include
controls and devices necessary for the
fan motor to control demand to no
more than 50% of design wattage at
50% of design air volume, based on
manufacturer’s test data.

7.4.4 Pumping System Design Criteria.

7.4.4.1 The following design criteria
apply to all HVAC pumping systems
used for comfort heating and/or cool-
ing. For the purposes of this section,
the energy demand of a pumping sys-
tem is the sum of the demand of all
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pumps that are required to operate at
design conditions to supply fluid from
the heating and/or cooling source to
the conditioned space(s) or heat trans-
fer device(s) and return it to the
source.

7.4.4.1.1 Exception to section 7.4.4.1:
(a) Systems with total pump system

motor horsepower of 10 hp or less.
7.4.4.2 Friction Rate. Piping systems

shall be designed at a design friction
pressure loss rate of no more than 4.0 ft
of water per 100 equivalent ft of pipe.
Lower friction rates may be required
for proper noise or corrosion control.

7.4.4.3 Variable Flow. Pumping sys-
tems that serve control valves designed
to modulate or step open and close as a
function of load, shall be designed for
variable fluid flow. The system shall be
capable of reducing flow to 50% of de-
sign flow or less. Flow may be varied
by one of several methods, including,
but not limited to, variable speed driv-
en pumps, staged multiple pumps, or
pumps riding their characteristic per-
formance curves.

7.4.4.3.1 Exceptions to section 7.4.4.3:
(a) Systems where a minimum flow

greater than 50% of the design flow is
required for the proper operation of
equipment served by the system, such
as chillers;

(b) Systems that serve no more than
one control valve;

(c) Where the overall building energy
use resulting from an alternative de-
sign, such as a constant flow/variable
temperature pumping system, is no
more than those from a variable flow
system; and

(d) Systems that include supply tem-
perature reset controls in accordance
with section 7.4.5.2 without exception.

7.4.5 System Temperature Reset Controls.

7.4.5.1 Air Systems. Systems sup-
plying heated or cooled air to multiple
zones shall include controls that auto-
matically reset supply air tempera-
tures by representative building loads
or by outside air temperature. Tem-
perature shall be reset by at least 25%
of the design supply-air-to-room-air
temperature difference. Zones that are
expected to experience relatively con-
stant loads, such as interior zones,
shall be designed for the fully reset
supply temperature.

7.4.5.1.1 Exceptions to section 7.4.5.1:
(a) Systems which comply with sec-

tion 7.4.1 without using exceptions in
sections 7.4.1.2.1 or 7.4.1.2.2; and

(b) Where it can be shown that supply
air temperature reset increases overall
building annual energy costs.

7.4.5.2 Hydronic Systems. Systems
supplying heated and/or chilled water
to comfort conditioning systems shall
include controls that automatically
reset supply water temperatures by
representative building loads (includ-
ing return water temperature) or by
outside air temperature. Temperature
shall be reset by at least 25% of the de-
sign supply-to-return water tempera-
ture difference.

7.4.5.2.1 Exceptions to section 7.4.5.2:
(a) Systems that comply with section

7.4.4.3 without exception;
(b) Where it can be shown that supply

temperature reset increases overall
building annual energy use;

(c) Systems for which supply tem-
perature reset controls cannot be im-
plemented without causing improper
operation of heating, cooling, humidi-
fication, or dehumidification systems;
or

(d) Systems with less than 600,000
Btu/h design capacity.

§ 435.108 Heating, ventilation and air-
conditioning (HVAC) equipment.

8.1 General

8.1.1 This section contains minimum
requirements for fundamental to good
practice and/or the minimum accept-
able state-of-the-art in energy efficient
HVAC equipment.

8.1.2 A building shall be considered
in compliance with this section if the
minimum requirements of Section 8.3
are met.

8.2 Principles of Design

8.2.1 The rate of energy input(s) and
the heating or cooling output(s) of all
HVAC products shall be ascertained.
This information shall be based on
equipment in new condition, and shall
cover full load, partial load, and stand-
by conditions. The information shall
also include performance data for
modes of equipment operation and at
ambient conditions as specified in the
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minimum equipment performance re-
quirements below.

8.2.2 Source Systems

8.2.2.1 To allow for HVAC equipment
operation at the highest efficiencies,
conversion devices shall be matched to
load increments, and operation of mod-
ules shall be sequenced. Oversized or
large scale systems shall never be used
to serve small seasonal loads (e.g., a
large heating boiler to serve a summer
service water heating load). Specific
‘‘low load’’ units shall be incorporated
in the design where prolonged use at
minimal capacities is expected.

8.2.2.2 Storage techniques should be
used to level or distribute loads that
vary on a time or spatial basis to allow
operation of a device at maximum
(full-load) efficiency.

8.2.2.3 All equipment shall be the
most efficient (or highest COP) prac-
tical, at both design and reduced capac-
ity (part-load) operating conditions.

8.2.2.4 Fluid temperatures for heat-
ing equipment shall be as low as prac-
tical and for cooling equipment as high
as practical, while meeting loads and
minimizing flow quantities.

8.3 Minimum Requirements

8.3.1 Equipment Efficiency

8.3.1.1 Minimum Equipment Efficiency.
Equipment shall have a minimum effi-
ciency at the specified rating condi-
tions, not less than the values shown in
Tables 8.3–1 through 8.3–10. Minimum
efficiencies for equipment using
chlorofluorocarbons (CFCs) refrig-
erants reflect the assumption that the
use of certain refrigerants may be re-
stricted because of ozone layer deple-
tion concerns.

8.3.1.2 Data furnished by the equip-
ment supplier or certified under a na-
tionally-recognized certification pro-
gram or rating procedure may be used
to satisfy these requirements.

8.3.1.3 Integrated Part-Load Value
(IPLV) is the descriptor for part-load
efficiency for certain types of equip-
ment. The IPLVs are found in the ref-
erenced ARI Standards. Compliance
with minimum efficiency requirements
specified for certain HVAC equipment
shall include compliance with part-

load requirements as well as standard
or full-load requirements.

8.3.1.4 If nationally-recognized test
procedures for combined equipment are
not available, efficiencies for service
water heating shall be determined
using data provided by equipment and
component manufacturers, employing
reasonable assumptions concerning un-
certain parameters.

8.3.1.5 Omission of minimum per-
formance requirements for certain
classes of HVAC equipment does not
preclude use of such equipment where
appropriate.

8.3.2 Field Assembled Equipment and
Components

8.3.2.1 Where components, such as
indoor or outdoor coils, from more
than one manufacturer are used as
parts of a cooling or heating unit, it
shall be the responsibility of the sys-
tem designer to specify component effi-
ciencies, which when combined will
provide equipment that is in compli-
ance with the requirements of these
standards, based on data provided by
the component manufacturers.

8.3.2.2 Total on-site energy input to
the equipment shall be determined by
combining the energy inputs to all
components, elements, and accessories
including but not limited to com-
pressor(s), internal circulating
pump(s), condenser-air fan(s), evapo-
rative-condenser cooling water
pump(s), purge devices, viscosity con-
trol heaters, and controls.

8.3.2.3 Heat-Operated Water Chilling
Package. Double-effect, heat-operated
water chilling packages shall be used
in lieu of single-effect equipment, due
to their higher efficiency, except where
the energy input is from low tempera-
ture waste-heat or non-depletable en-
ergy sources.

8.3.3 Equipment Controls

8.3.3.3 Heat pumps equipped with
supplementary resistance heaters for
comfort heating shall be installed with
a control to prevent heater operation
when the heating load can be met by
the heat pump. A two-stage room ther-
mostat, that controls the supple-
mentary heat on its second stage, will
meet this requirement. Supplementary
heater operation is permitted where it
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can be shown that supplementary heat-
ing reduces energy use. Supplementary
heater operation is permitted during
short transient periods of less than 15
minutes during defrost cycles.

8.3.3.3.1 Controls shall provide a
means of activating the supplementary
heat source on an emergency basis and
a visible indicator shall be provided to
indicate the emergency heat status.

8.3.3.4 Cooling Equipment Auxiliary
Controls. Evaporator coil frosting and
excessive compressor cycling at part-
load conditions shall not be controlled
by use of either hot gas by-pass or
evaporator pressure regulator control.

8.3.4 Comfort Heating Equipment

8.3.4.1 The designer shall obtain
data and information from the manu-

facturer of electric resistance comfort
heating equipment regarding full-load
and part-load energy consumption of
the heating equipment over the range
of voltages at which the equipment is
intended to operate. All auxiliaries re-
quired for the operation of the heater
equipment such as, but not limited to
fans, pumps, viscosity control heaters,
fuel handling equipment, and blowers
shall be included in the energy input
data provided by the manufacturer(s).

8.3.5 Maintenance

8.3.5.1 Provisions shall be made to
provide necessary preventive mainte-
nance information to maintain effi-
cient operation of all HVAC equipment.
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§ 435.109 Service water heating sys
tems.

9.1 General

9.1.1 This section contains minimum
and prescriptive requirements for the
design of Service Water Heating Sys-
tems.

9.1.2 A building shall be considered
in compliance with this section if the
following conditions are met:

9.1.2.1 The minimum requirements
of section 9.3 are met; and

9.1.2.2 The Service Water Heating
System design complies with the pre-
scriptive criteria of section 9.4.
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9.2 Principles of Design

9.2.1 Showerheads shall be designed
to provide and maintain user comfort
and energy savings. They should not
use removable flow restricting inserts
to meet flow limitation requirements.

9.2.2 Point of use water heaters
shall be considered where their use will
reduce energy consumption and is life
cycle cost effective.

9.2.3 High temperature condensate,
when returned to condensation pump
tanks or other vented tanks, will have
a certain portion flashed into steam,
thus wasting energy. To conserve this
energy, a heat exchanger shall be con-
sidered for use in the condensate re-
turn line to heat or preheat the service
water, cool the condensate, and pre-
vent flashing.

9.2.4 Storage may be used to opti-
mize heat recovery when the flow of
heat to be recovered is out of phase
with the demand for heated water, or

when energy use for water heating can
be shifted to take advantage of off-
peak rates.

9.3 Minimum Requirements

9.3.1 Sizing of Systems

9.3.1.1 Service water heating system
design loads for the purpose of sizing
and selecting systems shall be deter-
mined in accordance with the proce-
dures described in chapter 54 of the
ASHRAE Handbook, 1987 HVAC Systems
and Applications Volume, or a similar
computation procedure.

9.3.2 Equipment Efficiency

9.3.2.1 All water heaters and hot
water storage tanks shall meet the cri-
teria of Table 9.3–1. Where multiple cri-
teria are listed, all criteria shall be
met. Where no criteria are provided, no
requirements need be met.
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9.3.2.1.1 Exception to section 9.3.2.1
(a) storage water heaters and hot

water storage tanks having more than
500 gallons of storage capacity need not
meet the heat loss (HL) requirements
of Table 9.3–1 if the tank surface area is
thermally insulated to R–12.5 and if a
standing pilot light is not used.

9.3.2.2 Heat Traps. Storage water
heaters not equipped with integral heat
traps and having vertical pipe risers
shall be installed with heat traps on
both the inlet and outlets. The heat
trap shall be installed directly, or as
close as possible to the outlet fittings.
Circulating systems need not employ
heat traps.

9.3.2.2.1 A heat trap may take the
form of a bent piece of tubing that
forms a loop of 360 degrees; an arrange-
ment of pipe fittings, such as elbows,
connected so that the inlet and outlet
piping make vertically upward runs
just before turning downward to con-
nect to the water heater’s inlet and
outlet fittings; a commercially avail-
able heat trap; or any other type that
effectively restricts the natural tend-
ency of hot water to rise in the vertical
pipe during standby periods.

9.3.2.2.2 When the water heater out-
let is directly horizontal out of the
tank, or is piped with an elbow on the
vertical outlet and then downward,
this piping arrangement itself is effec-
tively a heat trap and a separate heat
trap is not then needed.

9.3.3 Piping Insulation

9.3.3.1 For circulating systems, pip-
ing insulation shall conform to the re-
quirements of Table 7.3–1 or an equiva-
lent level as calculated in accordance
with Equation 7.3–1.

9.3.3.2 For non-circulating systems,
the first 8 ft of piping from a storage
system that is maintained at a con-
stant temperature shall be insulated in
accordance with Table 7.3–1, or an
equivalent level as calculated in ac-
cordance with Equation 7.3–1. Systems
without a heat trap to prevent circula-
tion due to natural convection shall be
considered circulating systems.

9.3.4 Controls

9.3.4.1 Temperature. Service water
heating systems shall be equipped with
temperature controls capable of adjust-

ment from 90 °F to a temperature set-
ting compatible with intended use, ex-
cept for systems serving residential
dwelling units may be equipped with
controls capable of adjustment down to
110 °F only. (See ASHRAE Handbook,
1987 Systems and Applications Volume,
Chapter 54, Table 3).

9.3.4.1.1 Where temperatures higher
than 120 °F are required at certain out-
lets for a particular intended use, sepa-
rate remote heaters or booster heaters
shall be installed for those outlets un-
less it can be shown by calculation
that either energy is not saved by the
application of this requirement or that
the total cost over the life of the equip-
ment is not reduced.

9.3.4.1.2 Circulating Hot Water Sys-
tems and Heated Pipes. Systems de-
signed to maintain temperatures in hot
water pipes, including circulating hot
water systems and heat tape on water
pipes, shall be equipped with automatic
controls that can be set to turn off the
system when hot water is not required.

9.3.5 Equipment and Control Require-
ments for the Conservation of Hot Water

9.3.5.1 Showers used for other than
safety reasons shall limit the max-
imum hot water discharge to 2.75 gpm
when tested according to ANSI
A112.18.1M–1979, ‘‘Finished and Rough
Brass Plumbing Fixtures’’. The de-
signer shall evaluate the use of lower
flow showerheads than 2.75 gpm, par-
ticularly for heavily used facilities. Re-
movable flow restricting inserts shall
not be used in showerheads to meet
this criterion. When flow restricting
inserts are used as a component part of
a showerhead, they shall be mechani-
cally retained at the point of manufac-
ture. [Mechanically retained means a
pushing or pulling force to remove the
flow restricting insert at 8 pounds or
more.] This requirement shall not
apply to showerheads that will cause
water to leak significantly from areas
other than the spray face, if the flow
restricting insert were removed.

9.3.5.2 Lavatories in public rest-
rooms, with the exception of lavatories
for physically handicapped persons,
shall be equipped with devices that:

9.3.5.2.1 Limit the flow of hot water
to either:

(a) A maximum of 0.5 gpm;
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(b) 0.75 gpm if a device or fitting is
used that limits the period of water
discharge, such as a foot switch, fix-
ture occupancy sensor; or

(c) 2.5 gpm if equipped with a self-
closing valve;

9.3.5.2.2 Either be equipped with a
foot switch or occupancy sensor or
similar device or limit delivery with a
self-closing valve or a foot switch to a
maximum of 0.25 gallons of hot water
for circulating systems;

9.3.5.2.3 Limits delivery with a self-
closing valve or a foot switch to a max-
imum of 0.50 gallons for non-circu-
lating systems; and

9.3.5.2.4 Limits the outlet tempera-
ture to a maximum 110 °F.

9.3.6 Swimming Pools

9.3.6.1 Pool Heaters. All pool heaters
shall meet the criteria of Table 9.3–1
and be equipped with a readily acces-
sible ‘‘on-off’’ switch to allow system
shut-off without adjusting the thermo-
stat setting and, when applicable,
allow restarting without manually re-
lighting the pilot light.

9.3.6.2 Pool Covers. Outdoor heated
swimming pools shall be equipped with
a pool cover. However, pools deriving
over 70% of the energy for heating from
non-depletable sources or from recov-
ery of energy that would otherwise be
wasted (computed over an operating
season) need not be equipped with pool
covers.

9.3.6.3 Time Switches. Time switches
shall be installed on all swimming pool
pumps and all electric swimming pool
heaters. These switches shall allow for
the shutdown of heaters during hours
of peak utility demand except as is
necessary in peak period operation to
maintain water in a clear and sanitary
condition in keeping with applicable
public health standards.

9.3.6.3.1 Exceptions to section 9.3.5.3:
(a) Where public health standards re-

quire 24 hour operation of pumps; and
(b) Pumps are required to operate

solar pool heating systems.

9.4 Service Hot Water Heating Systems—
Prescriptive Compliance Alternative

9.4.1 Combination Service Water
Heating/Space Heating Equipment

9.4.1.1 Water heaters used for com-
bination service water and space heat-
ing shall meet the appropriate min-
imum efficiency requirements of both
section 8.3 and 9.3.

9.4.1.2 Combination space heating
and service water heating equipment
shall only be used when at least one of
the following conditions is met:

9.4.1.2.1 where the annual space
heating energy use is less than 50% of
the annual service water heating en-
ergy use;

9.4.1.2.2 where the energy input or
storage volume of the combined boiler
or water heater is less than twice the
size of the smaller of the separate boil-
ers or water heaters otherwise re-
quired;

9.4.1.2.3 where calculations show
that the combined system uses no more
energy than separate systems that
meet the requirements of sections 8.3
and 9.3; or

9.4.1.2.4 where the input to the com-
bined boiler is less than 150,000
Btu/h.

9.4.1.3 Combination function equip-
ment (space heating, service water
heating, cooling, etc.) shall comply
with minimum efficiency requirements
in accordance with nationally recog-
nized test procedures. Where such pro-
cedures are not available for particular
equipment designs, compliance shall be
determined based on the function rep-
resenting the maximum annual energy
consumption, using data provided by
equipment and component manufactur-
ers.

9.4.2 Additional Equipment Efficiency
Measures

9.4.2.1 Electric Water Heaters. In ap-
plications where water temperatures
not greater than 145 °F are required, an
economic evaluation shall be made on
the potential benefit of using an elec-
tric heat pump water heater(s) instead
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of electric resistance water heater(s).
The analysis shall compare the extra
costs of the heat pump unit with the
benefits in reduced energy costs, less
increased maintenance costs, over the
estimated service life of the heat pump
water heater.

9.4.2.1.1 Exception to section 9.4.2.1:
(a) Electric resistance water heaters

used in conjunction with site-recovered
or non-depletable energy sources or off-
peak heating with thermal storage.

9.4.2.2 Gas-Fired Water Heaters. All
gas-fired storage water heaters that
use indoor air for combustion or draft
hood dilution and that are installed in
a conditioned room shall be equipped
with a vent damper unless the water
heater is already so equipped. Unless
the water heater has an available elec-
trical supply, the installation of such a
vent damper shall not require an elec-
trical connection. The vent damper
shall be listed as meeting appropriate
ANSI standards and shall be installed
in accordance with manufacturer’s in-
structions and local codes.

9.4.2.2.1 Exception to section 9.4.2.2:
(a) where the cost of the damper ex-

ceeds the value of reduced energy costs
over the damper’s lifetime.

9.4.3 Use of Waste Heat, Solar Energy,
and Thermal Storage

9.4.3.1 An evaluation shall be made
of the potential for the use of con-
denser heat, waste energy, solar en-
ergy, or off-peak heating with thermal
storage to reduce water heating energy
cost.

9.4.3.2 Storage shall be used to opti-
mize heat recovery when the flow of
heat to be recovered is out of phase
with the demand for heated water, or
when energy use for water heating can
be shifted to take advantage of off-
peak rates.

[54 FR 4554, Jan. 30, 1989, as amended at 55
FR 23869, June 12, 1990; 59 FR 18294, Apr. 18,
1994]

§ 435.110 Energy management.

10.1 General

10.1.1 This section contains min-
imum requirements for building energy
management systems. It describes the
energy measurement, control, testing
and documentation that shall be pro-

vided to the building owner. The intent
is to minimize energy use by providing
the building operator with design, con-
struction and equipment data, along
with a means of testing the completed
facility.

10.1.2 A building shall be considered
in compliance with this section if the
minimum requirements of Section 10.3
are met.

10.2 Principles of Design

10.2.1 Energy Management Control
Systems

10.2.1.1 An energy management con-
trol system is critical to the effective
management of building energy. En-
ergy management systems require
measurements at key points in the
building system and must be capable of
part-load operation recognition and be
equipped with controls to match sys-
tem capacity to load demands.

10.2.1.2 Controls cannot correct in-
adequate source equipment, poorly se-
lected components, or mismatched sys-
tems. Energy efficiency requires a de-
sign that is optimized by realistic loads
prediction, careful system selection,
and full control provisions.

10.2.2 Building Operating
Documentation

10.2.2.1 The building construction
drawings and specifications must show
system types, sizes, performance cri-
teria, controls, and materials intended
for use prior to construction. The sys-
tem designer shall provide or specify
that documentation be provided for the
education and guidance of the building
operator showing the actual elements
that have been installed, how they
have been installed, how they per-
formed during testing, and how they
operate as a system in the completed
facility. Since minimum energy use is
the ultimate goal, operating proce-
dures are one of the major factors in
controlling energy use in buildings.
The activities of building occupants
and operators can result in differences
as great as two to one in the energy
consumption of essentially similar
buildings. While neither the designer
nor these standards can control the
way the building is actually operated,
the designer shall contribute to the
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education and guidance of the building
operator by including this documenta-
tion in the contract specifications.

10.2.2.2 The building operator shall
be provided with the following:

10.2.2.2.1 As-built drawings and spec-
ifications;

10.2.2.2.2 Operating manuals with a
schematic diagram, sequence of oper-
ation and system operating criteria for
each and all systems installed;

10.2.2.2.3 Where the building systems
are complex, a comprehensive bal-
ancing and testing program and report
to demonstrate the energy performance
capabilities of the system; and

10.2.2.2.4 Maintenance manuals with
complete information for all major
components in the facility.

10.3 Minimum Requirements

10.3.1 Each distinct utility-provided
energy service shall be metered. This
shall apply to central and individual
tenant meters. Such meters shall be lo-
cated, or arranged, so that the meter
can be visually monitored.

10.3.2 Each distinct commercially-
provided energy service shall have a
system to measure and record the
amount of energy being delivered,
based on the energy content.

10.3.3 The energy delivery systems
shall be arranged to allow individual
measurement of occupant lighting and
outlet services, production processes,
auxiliary systems, service water heat-
ing, space heating, space cooling, and
HVAC delivery systems.

10.3.4 Provisions shall be made for
the measurement of energy inputs and
outputs (flow, temperature, pressure,
etc.) to determine equipment energy
consumption and/or installed perform-
ance capabilities and efficiencies of all
heating, cooling, and HVAC delivery
systems equipment, greater than 20
kVA or 60,000 Btu/h energy input.

10.3.5 Energy Measurement
lnstrumentation

10.3.5.1 In buildings or tenant areas
with electric service greater than 150
kVA or fuel use greater than 500,000
Btu/h, energy use shall be measured for
electrical lighting, miscellaneous
power outlets, HVAC systems and
equipment, service hot water, and proc-
ess loads and when the peak use of:

10.3.5.1.1 Production processes, in-
cluding manufacturing, computers,
laundries, kitchens, etc., is greater
than 100 kVA or 300,000 Btu/h;

10.3.5.1.2 Auxiliary systems and
service water heating is greater than
100 kVA or 300,000 Btu/h;

10.3.5.1.3 Space heating (including
reheat) is greater than 100 kVA or
300,000 Btu/h;

10.3.5.1.4 Space cooling is greater
than 100 kVA or 300,000 Btu/h; and

10.3.5.1.5 HVAC delivery systems is
greater than 100 kVA or 300,000 Btu/h.

10.3.5.1.6 Exception to section 10.3.5.1:
(a) When there is an energy service

for only 2 of the 6 categories listed, a
single measurement may be made for
the larger of the two energy services
and the second use determined by sub-
traction from the primary service
measurements.

10.3.6 HVAC System Controls

10.3.6.1 The designer shall designate,
specify, or otherwise show in the con-
struction documents the type of con-
trols and control systems needed. This
shall include a description or sequence
of control of the system’s operational
procedures.

10.3.6.2 Controls may be electric,
pneumatic, electronic, or direct dig-
ital. Control action may be ‘‘on/off’’, or
proportional that can use manual,
automatic, or remote reset and can
have rate of action or derivative action
compensation as designated by the de-
signer. Control devices may be pro-
vided by the manufacturers of equip-
ment or by the field installers, but all
shall be compatible with the design se-
quence of control. The designer shall
designate accuracy and long term re-
quirements for controls.

10.3.6.3 All primary energy conver-
sion equipment such as boilers, heat
exchangers, refrigeration units, fur-
naces and heat pumps shall have a load
activated local control loop for each
piece of equipment. Controls for mul-
tiple equipment shall integrate the in-
dividual control units or provide sys-
tem control for all the units.

10.3.6.4 All energy delivery systems
shall have a local control loop for each
system.

10.3.6.5 Energy consuming systems
or components with a peak use greater
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than 1 kW or 3,500 Btu/h shall be pro-
vided with a means of shut-off when oc-
cupancy or weather conditions do not
require its operation.

10.3.6.6 The control equipment pro-
vided for local control loops except for
‘‘on/off’’ and self-contained sensor de-
vices shall be arranged so that sensing,
control action, and control setting
variables can be read or tested at the
device.

10.3.6.7 Control loops for terminal
unit zones with less than 24 hours per
day or 7 days per week occupancy shall
have separate control points for day
and night heating and cooling. The de-
vices shall be capable of local reset-
ting, and have provisions for remote
management system selection of the
occupied or unoccupied heating or
cooling mode of operation.

10.3.7 Central Monitoring and Control
Systems

10.3.7.1 A central monitoring and
control system shall be provided in any
building or submetered tenant space
exceeding 40,000 ft2 in gross floor area.

10.3.7.2 The minimum energy man-
agement requirements for such a sys-
tem shall be to:

10.3.7.2.1 Read and retain daily to-
tals for all energy measurement instru-
ments;

10.3.7.2.2 Total all energy values
weekly and record and retain values
placed on a summary report;

10.3.7.2.3 Record and plot hourly
outdoor and indoor temperatures
against real time and summarize and
report for each year in a format com-
patible with degree-days or bin tem-
perature;

10.3.7.2.4 Based on time schedules,
turn on or off any HVAC or service
water heating system or equipment;

10.3.7.2.5 Based on time schedules,
turn on or off major building lighting
and occupancy power circuits;

10.3.7.2.6 Reset local loop control
systems for HVAC equipment;

10.3.7.2.7 Monitor and verify oper-
ation of heating, cooling and energy
delivery systems;

10.3.7.2.8 Monitor and verify oper-
ation of lighting and occupant power,
auxiliary and service hot water sys-
tems;

10.3.7.2.9 Provide readily accessible
override controls so that time-based
HVAC and lighting controls may be
temporarily overridden during off
hours; and

10.3.7.2.10 Provide optimum start/
stop for HVAC systems.

10.3.8 Completion Requirements

10.3.8.1 The building construction
documents shall describe the require-
ments for placing all energy manage-
ment systems in operation. This in-
cludes check-out procedures and all
controls and metering equipment oper-
ational information.

10.3.8.2 The building construction
documents shall describe the require-
ments for balancing and check-out pro-
cedures for all HVAC systems and
equipment. All HVAC system balancing
shall be required to be accomplished in
a manner to minimize throttling
losses. In air systems, fan speeds shall
be required to be adjusted to meet de-
sign conditions. Water systems shall be
required to be proportionally adjusted
to minimize throttling losses and then
corrected to design flow conditions by
trimming the pump impeller or chang-
ing pump speed. The design specifica-
tions shall state that a pump shall not
be brought to final flow conditions by
valving.

10.3.8.3 The building construction
documents shall describe the require-
ments for control system testing to as-
sure that control elements are cali-
brated, ranges adjusted, set points
ascertained, and full travel of move-
able elements assured. All elements in
the control system shall be tested with
the system in operation.

10.3.9 Energy Performance Testing

10.3.9.1 The building construction
documents shall describe the require-
ments for determining building energy
performance in the completed, oper-
ational building.

10.3.9.2 The building energy per-
formance testing shall be performed in
winter for heating and in summer for
cooling. These tests shall ascertain the
in-site capabilities of all HVAC sys-
tems and equipment. Internal building
loads shall be accounted for in assess-
ing cooling performance. Heating per-
formance shall be determined during
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unoccupied night time periods during
winter weather. If any internal load,
such as lighting, contributes to build-
ing heating, such loads shall be ac-
counted for in assessing heating per-
formance.

10.3.9.3 Energy use measurements
shall be made for the overall building
system while HVAC system perform-
ance is being tested. Each energy man-
agement and control system shall be
used to determine energy use for:

10.3.9.3.1 Utility energy;
10.3.9.3.2 Commercial service energy:
10.3.9.3.3 Occupant lighting and re-

ceptacle power;
10.3.9.3.4 Production process energy;
10.3.9.3.5 Auxiliary systems and

service water heating energy;
10.3.9.3.6 Space heating energy;
10.3.9.3.7 Space cooling energy; and
10.3.9.3.8 HVAC delivery system en-

ergy.
10.3.9.3.9 Test periods shall be at

least six (6) hours in duration. Hourly
outdoor and indoor temperatures, solar
intensity during a day test, and wind
speed during a night test shall be re-
corded.

10.3.9.4 The building energy per-
formance test data shall, at minimum,
measure energy use and outdoor tem-
peratures hourly for each test period.

10.3.10 Documentation Data
Requirements

10.3.10.1 As-built information shall
be provided for all the following en-
ergy-related features of the building:

10.3.10.1.1 Thermal and solar/optical
transmission characteristics of the
building envelope, including infiltra-
tion;

10.3.10.1.2 The operating characteris-
tics of the HVAC, lighting, and service
water heating equipment and systems;

10.3.10.1.3 Internal heat gain con-
tributed by equipment and processes;
and

10.3.10.1.4 The operating characteris-
tics of controls.

10.3.10.2 A summary report shall be
provided outlining the design basis
data for the building envelope, the in-
ternal heat gains, the weather ex-
tremes, major heating/cooling equip-
ment sizes and sequence of operation.

10.3.10.3 The construction docu-
ments shall require that shop draw-

ings, schematic diagrams, control se-
quence, maintenance manuals, and op-
erating instructions, with data on all
HVAC, auxiliary equipment and service
water heating systems be provided to
the owner.

10.3.10.4 A system balancing report
shall be provided that follows National
Environmental Balancing Bureau or
the Association of Air Balancing Coun-
cil formats with an extra section sum-
marizing the energy-related values
gathered during balancing.

10.3.10.5 An energy performance test
report shall be provided showing all the
data gathered during the energy per-
formance tests. The results shall be
presented in a format that provides
convenient comparison with design val-
ues.

§ 435.111 Building energy cost compli-
ance alternative.

11.1 General

11.1.1 This section provides an alter-
native compliance path that allows
greater flexibility in the design of en-
ergy efficient buildings using an an-
nual energy cost method. Energy cost
is used as the common denominator in
determining compliance. Using unit
costs rather than units of energy or
power such as Btu, kWh or kW allows
the energy use contribution of different
fuel sources at different times to be
added and compared. This path allows
for innovation in designs, materials,
and equipment, such as daylighting,
passive solar heating, heat recovery,
better zonal temperature control, ther-
mal storage, and other applications of
off-peak electrical energy, that cannot
be adequately evaluated by the pre-
scriptive or system performance alter-
natives found in sections 3.4, 3.5, 5.4,
5.5, and 7.4. This compliance path is in-
tended for design comparisons only and
is not intended to be used to either pre-
dict, document, or verify annual en-
ergy consumption or annual energy
costs.

11.1.2 The Building Energy Cost
Compliance Alternative is to be used in
lieu of the prescriptive or system per-
formance methods and in conjunction
with the minimum requirements found
in sections 3.3, 4.3, 5.3, 6.3, 7.3, 8.3, 9.3
and 10.3.

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00526 Fmt 8010 Sfmt 8010 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



527

Department of Energy § 435.111

11.1.3 Compliance. Compliance under
this method requires detailed energy
analyses of the entire Proposed Design,
referred to as the Design Energy Con-
sumption; an estimate of annual en-
ergy cost for the proposed design, re-
ferred to as the Design Energy Cost;
and comparison against an Energy Cost
Budget. Compliance is achieved when
the estimated Design Energy Cost is
less than or equal to the Energy Cost

Budget (see Figure 11–1). This section
provides instructions for determining
the Energy Cost Budget and for calcu-
lating the Design Energy Consumption
and Design Energy Cost. The Energy
Cost Budget shall be determined
through the calculation of monthly en-
ergy consumption and energy cost of a
Prototype or Reference Building design
configured to meet the requirements of
sections 3.0 through 10.0.
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11.1.4 Designers are encouraged to
employ the Building Energy Cost Budg-
et compliance method set forth in this
section for evaluating proposed design
alternatives in preference to using the
prescriptive/system methods. The
Building Energy Cost Budget estab-
lishes the relative effectiveness of each
design alternative in energy cost sav-
ings, providing an energy cost basis

upon which the building owner and de-
signer may select one design over an-
other. This Energy Cost Budget is the
highest allowable calculated Energy
Cost Budget for a specific building de-
sign. Other alternative designs are
likely to have lower annual energy
costs and life cycle costs than those
that minimally meet the Energy Cost
Budget.
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11.1.5 The Energy Cost Budget is a
numerical target for annual energy
cost. It is intended to assure neutrality
with respect to choices of HVAC sys-
tem type, architectural design, fuel
choice, etc., by providing a fixed, re-
peatable budget target that is inde-
pendent of any of these choices wher-
ever possible (i.e., for the prototype
buildings). The Energy Cost Budget for
a given building size and type will vary
only with climate, the number of sto-
ries, and the choice of simulation tool.
The specifications of the prototypes
are necessary to assure repeatability,
but have no other significance. They
are not recommended energy con-
serving practice, or even physically
reasonable practice for some climates
or buildings, but represent a reasonable
worst case of energy cost resulting
from compliance with the spirit and
the letter of sections 3.0 through 10.0.

11.2 Determination of the Annual
Energy Cost Budget

11.2.1 The annual Energy Cost Budg-
ets shall be determined in accordance
with the Prototype Building Method in
section 11.2.5, or the Reference Build-
ing Method in section 11.2.5. Both
methods calculate an annual Energy
Cost by summing the 12 monthly En-
ergy Cost Budgets. Each monthly En-
ergy Cost Budget is the product of the
monthly Building Energy Consumption
of each type of energy used multiplied
by the monthly Energy Cost per unit of
energy for each type of energy used.

11.2.2 The Energy Cost Budget shall
be determined in accordance with
Equation 11–1 as follows:

ECB=ECBjan+ . . . ECBm+ . . . +ECBdec

Equation 11–1

Based on:
ECBm=BECONm1×ECOSm1+ . . . +BECONmi ×

ECOSmi

Equation 11–2

Where:
ECB=The annual Energy Cost Budget
ECBm=The monthly Energy Cost Budget
BECONmi=The monthly Budget Energy Con-

sumption of the ith type of energy
ECOSmi=The monthly Energy Cost, per unit

of the ith type of energy

11.2.3 The monthly Energy Cost
Budget shall be determined using cur-

rent rate schedules or contract prices
available at the building site for all
non-depletable types of energy pur-
chased. These costs shall include de-
mand charges, rate blocks, time of use
rates, interruptable service rates, de-
livery charges, taxes, and all other ap-
plicable rates for the type, location,
operation, and size of the proposed de-
sign. The monthly Budget Energy Con-
sumption shall be calculated from the
first day through the last day of each
month, inclusive.

11.2.4 The Energy Cost Budget, De-
sign Energy Consumption and Design
Energy Cost calculations are applica-
ble only for determining compliance
with these standards. They are not pre-
dictions of actual energy consumption
or costs of the proposed building after
construction. Actual experience will
differ from these calculations due to
variations such as occupancy, building
operation and maintenance, weather,
energy use not covered by these stand-
ards, changes in energy rates between
design of the building and occupancy,
and precision of the calculation tool.

11.2.5 Prototype Building Procedure

11.2.5.1 The Prototype Building pro-
cedure shall be used for all building
types listed below. For mixed-use
buildings the Energy Cost Budget is de-
rived by allocating the floor space of
each building type within the floor
space of the prototype building. For
buildings not listed below, the Ref-
erence Building procedure of section
11.2.5 shall be used.

11.2.5.1.1 Prototype buildings in-
clude:

(a) Assembly;
(b) Office (Business);
(c) Retail (Mercantile);
(d) Warehouse (Storage);
(e) School (Educational);
(f) Hotel/Motel;
(g) Restaurant;
(h) Health/Institutional; and
(i) Multi-Family.

11.2.5.2 Use of the Prototype Building to
Determine the Energy Cost Budget

11.2.5.2.1 Determine the building
type of the Proposed Design using the
categories in section 11.2.5.1. Using the
appropriate Prototype Building charac-
teristics from Tables 11–1 through 11–8,
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the building shall be simulated using
the same gross floor area and number
of floors for the Prototype Building as
in the Proposed Design.

11.2.5.2.3 The form, orientation, oc-
cupancy and use profiles for the Proto-
type Building shall be fixed as de-
scribed in section 11.5.3. Envelope,
lighting, other internal loads and
HVAC systems and equipment shall
meet the prescriptive or system re-
quirements of section 3.0 through 10.0
and are standardized inputs.

11.2.6 Reference Building Method

11.2.6.1 The Reference Building pro-
cedure shall be used only when the Pro-
posed Design cannot be represented by
one or a combination of the Prototype
Building listed in section 11.2.5.1 or the
assumptions for the Prototype Build-
ing in section 11.5, such as occupancy
and use-profiles, do not reasonably rep-
resent the Proposed Design.

11.2.6.2 Use of the Reference Building to
Determine the Energy Cost Budget

11.2.6.2.1 Each floor shall be oriented
in the same manner for the Reference
Building as in the Proposed Design.
The form, gross and conditioned floor
areas of each floor and the number of
floors shall be the same as in the Pro-
posed Design. All other characteristics,
such as lighting, envelope and HVAC
systems and equipment, shall meet the
prescriptive/system requirements of
section 3.0 through 10.0.

11.2.7 Calculation Procedure and
Simulation Tool

11.2.7.1 The Prototype or Reference
Buildings shall be modeled using the
criteria of section 11.5 and section 11.6.
The modeling shall use a climate data
set appropriate for both the site and
the complexity of the energy con-
serving features of the design.
ASHRAE Weather Year for Energy Cal-
culations (WYEC) data or bin weather
data shall be a default choice.

11.3 Determination of the Design Energy
Consumption and Design Energy Cost

11.3.1 The Design Energy Consump-
tion shall be calculated by modeling
the Proposed Design using the same
methods, assumptions, climate data,

and simulation tool as were used to es-
tablish the Energy Cost Budget, except
as explicitly stated in 11.5. The Design
Energy Cost shall be calculated per
Equation 11–3. If the Proposed Design
includes cogeneration or non-deplet-
able energy sources designed for the
sale of energy off-site, then energy cost
and income resulting from outside
sales shall not be used to reduce the
Design Energy Costs. Such systems
shall be modeled as operating to supply
energy needs of the Proposed Design
only.

DECOS=DECOSjan+ . . . DECOSm . . . .
+DECOSdec

Equation 11–3

Based on:
DECOSm=DECONm1×ECOSm1+ . . .

+DECONmi×ECOSmi

Equation 11–4

Where:
DECOS=The annual Design Energy Cost
DECOSm=The monthly Design Energy Cost
ICONmi=The monthly Design Energy Con-

sumption of the ith type of energy
ECOSmi=The monthly Energy Cost per unit

of the ith type of energy

The DECONmi shall be calculated
from the first day through the last day
of the month, inclusive.

11.4 Compliance

11.4.1 If the Design Energy Cost is
less than or equal to the Energy Cost
Budget, and all of the minimum re-
quirements of sections 3.0 through 10.0
are met, the Proposed Design complies
with the standards.

11.5 Standard Calculation Procedure

11.5.1 The Standard Calculation Pro-
cedure consists of methods and as-
sumptions for calculating the Energy
Cost Budget for the Prototype or Ref-
erence Building and the Design Energy
Consumption and Design Energy Cost
of the Proposed Design. In order to
maintain consistency between the En-
ergy Cost Budget and the Design En-
ergy Cost, the input assumptions to be
used are stated below. These inputs
shall be used to determine the Energy
Cost Budget and the Design Energy
Consumption.
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11.5.2 Prescribed assumptions shall
be used without variation. Default as-
sumptions shall be used unless the de-
signer can demonstrate that a different
assumption better characterizes the
building’s energy use over its expected
life. No modified default assumptions
shall be used in modeling both the Pro-
totype or Reference Building and the
Proposed Design unless the designer
demonstrates clear cause to do other-
wise. Special procedures for specula-
tive buildings are discussed in section
11.5.9. Shell buildings may not use sec-
tion 11.0.

11.5.3 Orientation and Shape

11.5.3.1 The Prototype Building
shall consist of the same number of
stories, and gross and conditioned floor
area as the Proposed Design, with
equal area per story. The building
shape shall be rectangular, with a 2.5:1
aspect ratio. The long dimensions of
the building shall face East and West.
This is intended to provide an energy
budget that can be met even if there
are unfavorable site constraints. The
fenestration shall be uniformly distrib-
uted in proportion to exterior wall
area.

11.5.3.2 Floor-to-floor height for the
Prototype Building shall be 13 ft except
for dwelling units in hotels/motels and
multi-family high rise residential
buildings where floor-to-floor height
shall be 9.5 ft.

11.5.3.3 The Reference Building shall
consist of the same number of stories,
and gross floor area for each story as
the Proposed Design. Each floor shall
be oriented in the same manner as the
Proposed Design. The geometric form
shall be the same as the Proposed De-
sign.

11.5.4 Internal Loads

11.5.4.1 The systems and types of en-
ergy specified in this section are in-
tended only as constraints in calcu-
lating the Energy Cost Budget. They
are not intended as either require-
ments or recommendations for either
systems or the type of energy to be
used in the Proposed Design or for cal-
culation of Design Energy Cost.

11.5.4.2 Internal loads for multi-fam-
ily high rise residential buildings are
presented in Table 11–1. These assump-

tions shall be prescribed assumptions.
Internal loads for other building types
shall be modeled as noted in this sub-
section.

11.5.4.2.1 Occupancy

(a) Occupancy schedules shall be De-
fault Assumptions. The same assump-
tions shall be made in computing De-
sign Energy Consumption as were used
in calculating the Energy Cost Budget.

(b) Table 11–2, Occupancy Density, es-
tablishes the density, in ft2/person of
conditioned floor area, to be used for
each building type. Table 11–3, Building
Schedule Percentage Multipliers, es-
tablishes the percentage of total occu-
pants in the building by hour of the
day for each building type.

11.5.4.2.2 Lighting

(a) Interior Lighting Power Allow-
ance (ILPA), for calculating the En-
ergy Cost Budget shall be determined
from section 3.0. The lighting power
used to calculate the Design Energy
Consumption shall be the actual ad-
justed power for lighting in the Pro-
posed Design. If the lighting controls
in the Proposed Design are more effec-
tive at saving energy than those re-
quired by section 3.3, the actual in-
stalled lighting power shall be used
along with the schedules reflecting the
action of the controls to calculate the
Design Energy Consumption. This ac-
tual installed lighting power shall not
be adjusted by the Power Adjustment
Factors listed in Table 3.5–2.

(b) Lighting energy profiles are
shown in Table 11–3 that establish the
percentage of the lighting load
switched-on in each Prototype or Ref-
erence Building by hour of the day.
These profiles are default assumptions
and can be changed when calculating
the Energy Cost Budget to provide, for
example, a 12 hour rather than an 8
hour work day.

11.5.4.2.3 Receptacles

(a) Receptacle loads and profiles are
default assumptions. The same assump-
tions shall be made in calculating De-
sign Energy Consumption as were used
in calculating the Energy Cost Budget.

(b) Receptacle loads include all gen-
eral service loads that are typical in a
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building. These loads exclude any proc-
ess electrical usage and HVAC primary
or auxiliary electrical usage. Table 11–
4, Receptacle Power Densities, estab-
lishes the density, in W/ft2, to be used
for each building type. The receptacle
energy profiles shall be the same as the
lighting energy profiles in Table 11–3.
This profile establishes the percentage
of the receptacle load that is switched
on by hour of the day and by building
type.

11.5.5 Building Exterior Envelope

11.5.5.1 Insulation and Glazing

11.5.5.1.1 The insulation and glazing
characteristics of the Prototype and
Reference Building envelope shall be
determined by using the first column
under ‘‘Base Case’’, with no assumed
overhangs for the appropriate Alter-
nate Component Tables (ACP) in sec-
tion 5.0, as defined by climate range.
The insulation and glazing characteris-
tics from this ACP are Prescribed As-
sumptions for Prototype and Reference
Buildings for calculating the Energy
Cost Budget. In calculating the Design
Energy Consumption of the Proposed
Design, the envelope characteristics of
the Proposed Design shall be used.

11.5.5.2 Infiltration

11.5.5.2.1 For Prototype and Ref-
erence Buildings, infiltration assump-
tions shall be prescribed assumptions
for calculating the Energy Cost Budget
and default assumptions for the Design
Energy Consumption. Infiltration shall
impact perimeter zones only.

11.5.5.2.2 When the HVAC system is
switched ‘‘on’’, no infiltration shall be
assumed. When the HVAC system is
switched ‘‘off’’, the infiltration rate for
buildings with or without operable win-
dows shall be assumed to be 0.038 cfm/
ft2 of gross exterior wall. Hotels/motels
and multi-family high rise residential
buildings shall have infiltration rates
of 0.038 cfm/ft2 of gross exterior wall
area at all times.

11.5.5.3 Envelope and Ground
Absorptivities

11.5.5.3.1 For Prototype and Ref-
erence Buildings, absorptivity assump-
tions shall be prescribed assumptions

for computing the Energy Cost Budget
and default assumptions for computing
the Design Energy Consumption. The
solar absorptivity of opaque elements
of the building envelope is assumed to
be 70%. The solar absorptivity of
ground surfaces is assumed to be 80%
(20% reflectivity).

11.5.5.4 Window Management

11.5.5.4.1 For the Prototype and Ref-
erence Building, window management
drapery assumptions shall be pre-
scribed assumptions for setting the En-
ergy Cost Budget. No draperies shall be
the default assumption for computing
the Design Energy Consumption. Glaz-
ing is assumed to be internally shaded
by medium-weight draperies, closed
one-half time. The draperies shall be
modeled by assuming that one-half the
area in each zone is draped and one-
half is not. If manually-operated drap-
eries, shades, or blinds are to be used in
the Proposed Design, the Design En-
ergy Consumption shall be calculated
by assuming they are effective over
one-half the glazing area in each zone.

11.5.5.5 Shading

11.5.5.5.1 For Prototype and Ref-
erence buildings and the Proposed De-
sign, shading by permanent structures,
terrain, and vegetation shall be taken
into account for computing energy con-
sumption, whether or not these fea-
tures are located on the building site.
A permanent fixture is one that is like-
ly to remain for the life of the Pro-
posed Design.

11.5.6 HVAC Systems and Equipment

11.5.6.1 The specifications and re-
quirements for the HVAC systems of
the Prototype and Reference Buildings
shall be those in Table 11–5, HVAC Sys-
tems for Prototype and Reference
Buildings. For the calculation of the
Design Energy Consumption, the HVAC
systems and equipment of the Proposed
Design shall be used.

11.5.6.2 The systems and types of en-
ergy presented in Table 11–5 are in-
tended only as constraints in calcu-
lating the Energy Cost Budget. They
are not intended as either require-
ments or recommendations for either
systems or the type of energy to be
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used in the Proposed Building or for
the calculation of the Design Energy
Cost.

11.5.6.3 HVAC Zones

11.5.6.3.1 HVAC zones for calculating
the Energy Cost Budget of the Proto-
type or Reference Building shall con-
sist of at least four perimeter and one
interior zones per floor. Prototype
Buildings shall have one perimeter
zone facing each cardinal direction.
The perimeter zones of Prototype and
Reference Buildings shall be 15 ft in
width, or one-third the narrow dimen-
sion of the building, when this dimen-
sion is between 30 ft and 45 ft inclusive,
or one-half the narrow dimension of
the building when this dimension is
less than 30 ft. Zoning requirements
shall be a default assumption for calcu-
lating the Energy Cost Budget. For
multi-family high rise residential
buildings, the prototype building shall
have one zone per dwelling unit. The
proposed design shall have one zone per
unit unless zonal thermostatic controls
are provided within units; in this case,
two zones per unit shall be modeled.
Building types such as assembly or
warehouse may be modeled as a single
zone if there is only one space.

11.5.6.3.2 For calculating the Design
Energy Consumption, no fewer zones
shall be used than were in the Proto-
type and Reference Buildings. The
zones in the simulation shall cor-
respond to the zones provided by the
controls in the Proposed Design. Ther-
mally similar zones, such as those fac-
ing one orientation on different floors,
may be grouped together for the pur-
poses of either the Design Energy Con-
sumption or Energy Cost Budget sim-
ulation.

11.5.6.4 Equipment Sizing and
Redundant Equipment

11.5.6.4.1 For calculating the Energy
Cost Budget of Prototype or Reference
Buildings, HVAC equipment shall be
sized to meet the requirements of sec-
tion 7.3.2, without using any of the ex-
ceptions. The size of equipment shall
be that required for the building with-
out process loads considered. The de-
signer shall determine the final equip-
ment sizing including the process loads
by separate calculations. Redundant

and/or emergency equipment need not
be simulated if it is controlled so that
it will not be operated during normal
operations of the building. The de-
signer shall document the installation
of process equipment and the size of
process loads.

11.5.6.4.2 For calculating the Design
Energy Consumption, actual air flow
rates and installed equipment size shall
be used in the simulation, except that
excess capacity provided to meet proc-
ess loads need not be modeled if the
process load was not modeled in setting
Energy Cost Budget. Equipment sizing
in the simulation of the Proposed De-
sign shall correspond to the equipment
actually selected for the design and the
designer shall not use equipment sized
automatically by the simulation tool.

11.5.6.4.3 Redundant and/or emer-
gency equipment need not be simulated
if it is controlled to not be operated
during normal operations of the build-
ing.

11.5.7 Service Water Heating

11.5.7.1 The service water loads for
Prototype and Reference Buildings are
defined in terms of Btu/h per person in
Table 11–6. The service water heating
loads from Table 11–6 are prescribed as-
sumptions for multi-family high rise
residential buildings and default as-
sumptions for all other buildings. The
same service water heating load as-
sumptions shall be made in calculating
Design Energy Consumption as were
used in calculating the Energy Cost
Budget.

11.5.7.2 The service water heating
system, including piping losses for the
Prototype Building, shall be modeled
using the methods of the ASHRAE
Handbook, 1987 HVAC Systems and Appli-
cations Volume using a system that
meets all requirements of section 9.0.
The service water heating equipment
for the Prototype or Reference Build-
ing shall be either natural gas or #2
fuel oil, if natural gas is not available
at the site, or an electric heat pump.

11.5.7.3 Exception to section 11.5.7:
11.5.7.3.1 If electric resistance serv-

ice water heating is preferable to an
electric heat pump when analyzed ac-
cording to the criteria of section 9.3.7.1
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or when service water temperatures ex-
ceeding 145 °F are required for a par-
ticular application, electric resistance
water heating may be used.

11.5.8 Controls

11.5.8.1 All occupied conditioned
spaces in the Prototype, Reference and
Proposed Design Buildings in all cli-
mates shall be simulated as being both
heated and cooled. The assumptions in
this subsection are prescribed assump-
tions. If the Proposed Design does not
include equipment for cooling or heat-
ing, the Design Energy Consumption
shall be determined by the specifica-
tions for calculating the Energy Cost
Budget as described in Table 11–7.

11.5.8.2 Exceptions to section 11.5.8:
11.5.8.2.1 If a building is to be pro-

vided with only heating or cooling,
both the Prototype or Reference Build-
ing and the Proposed Design shall be
simulated, using the same assump-
tions. If such an assumption is made,
the analysis shall show that the build-
ing interior temperature meets the
comfort criteria of ANSI/ASHRAE 55–
1981 ‘‘Thermal Environmental Condi-
tions for Human Occupancy,’’ at least
98% of the occupied hours during the
year.

11.5.8.2.2 If warehouses are not in-
tended to be mechanically cooled, both
the Energy Cost Budget and Design En-
ergy Consumption shall be modeled as-
suming no mechanical cooling; and

11.5.8.2.3 In climates where winter
design temperature (97.5% occurrence)
is greater than 59 °F, space heating
need not be modeled.

11.5.8.3 Space temperature controls
for the Prototype or Reference Build-
ing, except multi-family high rise resi-
dential buildings shall be set at 70 °F
for space heating and 75 °F for space
cooling with a deadband per section
7.3.4.5. The system shut off during off-
hours shall be according to the sched-
ule in Table 11–3, except that the heat-
ing system shall cycle on if any space
should drop below the night setback
setting of 55 °F. There shall be no simi-
lar setpoint during the cooling season.
Lesser deadband ranges may be used in
calculating the Design Energy Con-
sumption.

11.5.8.3.1 Exceptions to section 11.5.8.3:

(a) Setback shall not be modeled in
determining either the Energy Cost
Budget or Design Energy Cost if set-
back is not realistic for the Proposed
Design, such as 24 hour/day operations.
Health facilities need not have night
setback during the heating season;

(b) Hotel/motels and multi-family
high rise residential buildings shall
have a night setback temperature of 60
°F from 11:00 p.m. to 6:00 a.m. during
the heating season; and

(c) If deadband controls are not to be
installed, the Design Energy Cost shall
be calculated with both heating and
cooling thermostat setpoints set to the
same value between 70 °F and 75 °F in-
clusive, assumed to be constant for the
year.

11.5.8.3.2 For multi-family buildings,
the thermostat schedule for the dwell-
ing units shall be as in Table 11–8.

(a) The Prototype Building shall use
the single zone schedule. The Proposed
Design shall use the two-zone schedule
only if zonal thermostatic controls are
provided. For Proposed Designs that
use heat pumps employing supple-
mentary heat, the controls used to
switch on the auxiliary heat source
during morning warm-up periods shall
be simulated accurately. The thermo-
stat assumptions for multi-family
high-rise buildings are prescribed as-
sumptions.

11.5.8.4 When providing for outdoor
air ventilation in calculating the En-
ergy Cost Budget, controls shall be as-
sumed to close the outside air intake
to reduce the flow of outside air to 0
cfm during setback and unoccupied pe-
riods. Ventilation using inside air may
still be required to maintain scheduled
setback temperature. Outside air ven-
tilation, during occupied periods, shall
be as required by ASHRAE Standard 62–
1981, ‘‘Ventilation for Acceptable In-
door Air,’’ or the Proposed Design,
whichever is greater.

11.5.8.5 If humidification is to be
used in the Proposed Design, the same
level of humidification and system
type shall be used in the Prototype or
Reference Building. If dehumidification
requires subcooling of supply air, then
reheat for the Prototype or Reference
Building shall be from recovered waste
heat such as condenser waste heat.

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00534 Fmt 8010 Sfmt 8010 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



535

Department of Energy § 435.111

11.5.9 Speculative Buildings

11.5.9.1 Lighting

11.5.9.1.1 The interior lighting power
allowance (ILPA) for calculating the
Energy Cost Budget shall be deter-
mined from Table 3.4–1. The Design En-
ergy Consumption may be based on an
assumed adjusted lighting power for fu-
ture lighting improvements.

(a) The assumption about future
lighting power used to calculate the
Design Energy Consumption must be
documented so that the future in-
stalled lighting systems may be in
compliance with these standards. Doc-
umentation must be provided to enable
future lighting systems to use either
the Prescriptive method of section 3.4
or the Systems Performance method of
section 3.5.

(b) Documentation for future lighting
systems that use the Prescriptive
method of section 3.4 shall be stated as
a maximum adjusted lighting power for
the tenant spaces. The adjusted light-
ing power allowance for tenant spaces
shall account for the lighting power
provided for the common areas of the
building.

(c) Documentation for future lighting
systems that use the System Perform-
ance method of section 3.5 shall be
stated as a required lighting adjust-
ment. The required lighting adjust-
ment is the whole building lighting
power assumed in order to calculate
the Design Energy Consumption minus
the ILPA value from Table 3.4–1 that
was used to calculate the Energy Cost
Budget. When the required lighting ad-
justment is less than zero, a complete
lighting design must be developed for
one or more representative tenant
spaces, demonstrating acceptable
lighting within the limits of the as-
sumed lighting power allowance.

11.5.9.2 HVAC Systems and Equipment

11.5.9.2.1 If the HVAC system is not
completely specified in the plans, the
Design Energy Consumption shall be
based on reasonable assumptions about
the construction of future HVAC sys-
tems and equipment. These assump-
tions shall be documented so that fu-
ture HVAC systems and equipment
may be in compliance with these stand-
ards.

11.6 The Simulation Tool

11.6.1 Annual energy consumption
shall be simulated with a multi-zone,
8760 hours per year building energy
model. The model shall account for:

11.6.1.1 The dynamic heat transfer of
the building envelope such as solar and
internal gains;

11.6.1.2 Equipment efficiencies as a
function of load and climate;

11.6.1.3 Lighting and HVAC system
controls and distribution systems by
simulating the whole building;

11.6.1.4 The operating schedule of
the building including night setback
during various times of the year; and

11.6.1.5 Energy consumption infor-
mation at a level necessary to deter-
mine the Energy Cost Budget and De-
sign Energy Cost through the appro-
priate utility rate schedules.

11.6.2 While the simulation tool
should simulate an entire year on an
hour by hour basis (8760 hours), pro-
grams that approximate this dynamic
analysis procedure and provide equiva-
lent results are acceptable.

11.6.3 Simulation tools shall be se-
lected for their ability to simulate ac-
curately the relevant features of the
building in question, as shown in the
tool’s documentation. For example, a
single zone model shall not be used to
simulate a large, multi-zone building,
and a steady-state model such as the
degree-day method shall not be used to
simulate buildings when equipment ef-
ficiency or performance is significantly
affected by the dynamic patterns of
weather, solar radiation, and occu-
pancy. Relevant energy-related fea-
tures shall be addressed by a model
such as daylighting, atriums or
sunspaces, night ventilation or thermal
storage, chilled water storage or heat
recovery, active or passive solar sys-
tems, zoning and controls of heating
and cooling systems, and ground-cou-
pled buildings. In addition, models
shall be capable of translating the De-
sign Energy Consumption into energy
cost using actual utility rate schedules
with the coincidental electrical de-
mand of a building. Examples of public
domain models capable of handling
such complex building systems and en-
ergy cost translations available in the
United States are DOE–2.1C and
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BLAST 3.0 and in Canada, Energy Sys-
tems Analysis Series.

11.6.4 All simulation tools shall use
scientifically justifiable documented
techniques and procedures for modeling

building loads, systems, and equip-
ment. The algorithms used in the pro-
gram shall have been verified by com-
parison with experimental measure-
ments, loads, systems, and equipment.

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00536 Fmt 8010 Sfmt 8006 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



537

Department of Energy § 435.111

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00537 Fmt 8010 Sfmt 8006 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



538

10 CFR Ch. II (1–1–00 Edition)§ 435.111

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00538 Fmt 8010 Sfmt 8006 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



539

Department of Energy § 435.111

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00539 Fmt 8010 Sfmt 8006 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



540

10 CFR Ch. II (1–1–00 Edition)§ 435.111

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00540 Fmt 8010 Sfmt 8006 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



541

Department of Energy § 435.111

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00541 Fmt 8010 Sfmt 8006 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



542

10 CFR Ch. II (1–1–00 Edition)§ 435.111

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00542 Fmt 8010 Sfmt 8006 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



543

Department of Energy § 435.111

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00543 Fmt 8010 Sfmt 8006 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



544

10 CFR Ch. II (1–1–00 Edition)§ 435.111

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00544 Fmt 8010 Sfmt 8006 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



545

Department of Energy § 435.111

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00545 Fmt 8010 Sfmt 8006 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



546

10 CFR Ch. II (1–1–00 Edition)§ 435.111

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00546 Fmt 8010 Sfmt 8006 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



547

Department of Energy § 435.111

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00547 Fmt 8010 Sfmt 8006 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



548

10 CFR Ch. II (1–1–00 Edition)§ 435.111

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00548 Fmt 8010 Sfmt 8006 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



549

Department of Energy § 435.111

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00549 Fmt 8010 Sfmt 8006 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



550

10 CFR Ch. II (1–1–00 Edition)§ 435.111

VerDate 07<MAR>2000 14:16 Mar 10, 2000 Jkt 190029 PO 00000 Frm 00550 Fmt 8010 Sfmt 8006 Y:\SGML\190029T.XXX pfrm07 PsN: 190029T



551

Department of Energy § 435.112

§ 435.112 Building energy compliance
alternative.

12.1 General

12.1 This section provides an alter-
native path for compliance with the
standards that allow for greater flexi-
bility in the design of energy efficient
buildings using an annual energy tar-
get method. This path, as does the path
used in section 11.0, provides an oppor-
tunity for the use of innovative de-
signs, materials, and equipment such
as daylighting, passive solar heating,
heat recovery, and thermal storage as
well as other applications of off-peak
electrical energy where they cannot be
adequately evaluated by the prescrip-
tive or system performance methods
found in sections 3.4, 3.5, 5.4, 5.5, 7.4.,
and 9.4.

12.1.2 The Building Energy Use
Budget Target alternative may be used
as an option to the Building Energy
Cost Budget method in section 11.0 and
is to be used in lieu of the prescriptive
and system performance methods and
in conjunction with sections 3.3, 4.3,
5.3, 6.3, 7.3, 8.3, 9.3 and 10.3.

12.1.3 Compliance under this section
is demonstrated by showing that the
calculated annual energy usage for the
Proposed Design is less than or equal
to a calculated Energy Use Budget.
(See Figure 12–1). A life-cycle cost eco-
nomic analysis is required to evaluate
alternative fuel sources and energy re-
duction strategies. The procedures in
this chapter are intended only for es-
tablishing design compliance, and are
not intended to be used either to pre-
dict, document or verify annual energy
consumption or annual energy costs.
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12.1.4 Compliance under the Build-
ing Energy Use Budget method re-
quires a detailed energy analysis, using
a conventional simulation tool, of the
Proposed Design. A life-cycle cost anal-
ysis shall be used to select the fuel
source for the HVAC systems, service
hot water, and process loads from
available alternatives. The Annual En-
ergy Consumption of the Proposed De-

sign with the life-cycle cost-effective
fuel selection is calculated to deter-
mine the modeled energy consumption,
called the Design Energy Use.

12.1.5 The Design Energy Use is de-
fined as the energy that is consumed
within the five foot line of a proposed
building per ft2 over a 24 hour day, 365-
day year period and specified operating
hours. The calculated Design Energy
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Use is then compared to a calculated
Energy Use Budget.

12.1.6 Compliance. The Energy Use
Budget is determined by calculating
the annual energy usage for a Ref-
erence or Prototype Building that is
configured to comply with the provi-
sions of section 11.0 for such buildings,
except that the fuel source(s) of the
Prototype or Reference Building shall
be the same life-cycle cost-effective
source(s) selected for the Proposed De-
sign. If the Design Energy Use is less
than or equal to the Energy Use Budget
then the proposed design complies with
these standards.

12.1.7 This section provides instruc-
tions for determining the Design En-
ergy Use and for calculating the En-
ergy Use Budget. The Energy Use
Budget is the highest allowable cal-
culated annual energy consumption for
a specified building design. Designers
are encouraged to design buildings
whose Design Energy Use is lower than
the Energy Use Budget. Incorporated
in this section is an optional life-cycle
cost economic analysis procedure that
may be used by the designer to exam-
ine the economic feasibility of all en-
ergy design alternatives and to produce
a more optimum design.

12.2 Determination of the Annual
Energy Budget

12.2.1 The Energy Use Budget shall
be calculated for the appropriate Pro-
totype or Reference Building in accord-
ance with the procedures prescribed in
section 11.2 with the following excep-
tions: The Energy Use Budget shall be

stated in units of Btu/ft2. yr and the
simulation tool shall segregate the cal-
culated energy consumption by fuel
type producing an Energy Use Budget
for each fuel (the fuel selections having
been made by a life cycle cost analysis
in determining the proposed design).

12.2.2 The Energy Use Budget (EUB)
is calculated similarly for the Ref-
erence or Prototype Building using the
following equation:

EUB=EUB1×f1+EUB2×f2+ . . . . . +EUBi×fi

Equation 12–1

Where EUB1, EUB2, . . . EUBi are the
calculated annual energy targets for
each fuel used in the Reference or Pro-
totype building and f1, f2, . . . fi are the
energy conversion factors given in
Table 12–1. In lieu of case by case cal-
culation of the Energy Use Budget, the
designer may construct Energy Use
Budget tables for the combinations of
energy source(s) that may be consid-
ered in a set of project designs, such as
electric heating, electric service water,
and gas cooling or oil heating, gas serv-
ice water and electric cooling. The val-
ues in such optional Energy Use Budg-
et tables shall be equal to or less than
the corresponding Energy Use Budgets
calculated on a case by case basis ac-
cording to this section. Energy Use
Budget tables shall be constructed to
correspond to the climatic regions and
building types in accordance with pro-
visions for Prototype or Reference
Building models in section 11.0 of these
standards.
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12.3 Determination of the Design Energy
Use

12.3.1 The Design Energy Use shall
be calculated by modeling the Pro-
posed Design using the same methods,

assumptions, climate data, and simula-
tion tool as were used to establish the
Energy Use Budget, but with the design
features that will be used in the final
building design. The simulation tool
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used shall segregate the calculated en-
ergy consumption by fuel type giving
an annual Design Energy Use for each
fuel. The sum of the Design Energy
Uses multiplied by the fuel conversion
factors in Table 12–1 yields the Design
Energy Use for the proposed design:

DEU=DEU1×f1+DEU2×f2+ . . . . +DEUi ×fi

Equation 12–2

Where f1, f2, . . . fi are the fuel conversion
factors in Table 12–1.

12.3.2 Required Life Cycle Cost Analysis
for Fuel Selection

12.3.2.1 Fuel sources selected for the
Proposed Design and Prototype or Ref-
erence buildings shall be determined by
considering the energy cost and other
costs and benefits that occur during
the expected economic life of the alter-
native.

12.3.2.2 The designer shall use the
procedures set forth in subpart A of 10
CFR part 436 to make this determina-
tion. The fuel selection life cycle cost
analysis shall include the following
steps:

12.3.2.2.1 Determine the feasible al-
ternatives for energy sources of the
Proposed Design’s HVAC systems, serv-
ice hot water, and process loads.

12.3.2.2.2 Model the Proposed Design
including the alternative HVAC and
service water systems and conduct an
annual energy analysis for each fuel
source alternative using the simulation
tool specified in this section. The an-
nual energy analysis shall be computed
on a monthly basis in conformance
with section 11.0 of these standards
with the exception that all process
loads shall be included in the calcula-
tion. Separate the output of the anal-
ysis by fuel type.

12.3.2.2.3 Determine the unit price of
each fuel using information from the
utility or other reliable local source.
During rapid changes in fuel prices it is
recommended that an average fuel
price for the previous twelve months be
used in lieu of the current price. Cal-
culate the annual energy cost of each
energy source alternative in accord-
ance with procedures in section 11.0 for
the Design Energy Cost. Estimate the
initial cost of the HVAC and service
water systems and other initial costs

such as energy distribution lines and
service connection fees associated with
each fuel source alternative. Estimate
other costs and benefits for each alter-
native including, but not necessarily
limited to, annual maintenance and re-
pair, periodic and one time major re-
pairs and replacements and salvage of
the energy and service water systems.
Cost estimates shall be prepared using
professionally recognized cost esti-
mating tools, guides and techniques.

12.3.2.2.4 Perform a life cycle cost
analysis using the procedure specified
in section 12.3.2.

12.3.2.2.5 Compare the total life
cycle cost of each energy source alter-
native. The alternative with the lowest
total life-cycle cost shall be chosen as
the energy source for the proposed de-
sign.

12.4 Compliance

12.4.1 Compliance with this section
is demonstrated if the Design Energy
Use is equal to or less than the Energy
Use Budget.

DEU≤EUB

Equation 12–3

12.4.2 The energy consumption shall
be measured at the building five foot
line for all fuels. Energy consumed
from non-depletable energy sources
and heat recovery systems shall not be
included in the Design Energy Use cal-
culations. The thermal efficiency of
fixtures, equipment, systems or plants
in the proposed design shall be simu-
lated by the selected calculation tool.

12.5 Standard Calculation Procedure

12.5.1 The Standard Calculation Pro-
cedure consists of methods and as-
sumptions for calculating the Energy
Use Budgets for Prototype and Ref-
erence Buildings and the Design En-
ergy Use for the Proposed Design. In
order to maintain consistency between
the Energy Use Budgets and the Design
Energy Use, the input assumptions
stated in section 11.5 are to be used.

12.5.2 The terms Energy Cost Budget
and Design Energy Cost or Consump-
tion used in section 11.0 correlate to
Energy Use Budget and Design Energy
Use, respectively, in section 12.0.
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12.6 The Simulation Tool

12.6.1 The criteria established in
section 11.0 for the selection of a sim-
ulation tool shall be followed when
using the compliance path prescribed
in section 12.0.

12.7 Life Cycle Cost Analysis Criteria

12.7.1 The following life cycle cost
criteria applies to the fuel selection re-
quirements of this chapter and to op-
tion life cycle cost analyses performed
to evaluate energy conservation design
alternatives. The fuel source(s) selec-
tion shall be made in accordance with
the requirements of subpart A of 10
CFR part 436. The implementation cal-
culations for the methodology of sub-
part A of 10 CFR part 436 is provided in
National Bureau of Standards Handbook
135 entitled ‘‘Life Cycle Cost Manual
for the Federal Energy Management
Program.’’ When performing life cycle
cost analyses of optional energy con-
servation opportunities the designer
may use the life cycle cost procedures
of subpart A of 10 CFR part 436 or OMB
Circular A–94 or an equivalent proce-
dure that meets the assumptions listed
below:

12.7.1.1 The economic life of the Pro-
totype Building and Proposed Design
shall be 25 years. Anticipated replace-
ments or renovations of energy related
features and systems in the Prototype
or Reference Building and Proposed De-
sign during this period shall be in-
cluded in their respective life cycle
cost calculations.

12.7.1.2 The designer shall follow es-
tablished professional cost estimating
practices when determining the costs
and benefits associated with the energy
related features of the Prototype or
Reference Building and Proposed De-
sign.

12.7.1.3 All costs shall be expressed
in current dollars. General inflation
shall be disregarded. Differential esca-
lation of prices (prices estimated to
rise faster or slower than general infla-
tion) for energy used in the life cycle
cost calculations shall be those in ef-
fect at the time of the life cycle cost
calculations as published by the De-
partment of Energy’s Energy Informa-
tion Administration.

12.7.1.4 The economic effects of
taxes, depreciation and other factors
not consistent with the practices of
subpart A of 10 CFR part 436 shall not be
included in the life cycle cost calcula-
tion.

Subpart B—Voluntary Perform-
ance Standards for New Non-
Federal Residential Buildings
[Reserved]

Subpart C—Mandatory Perform-
ance Standards for New Fed-
eral Residential Buildings

§ 435.300 Purpose.
(a) This subpart establishes vol-

untary energy conservation perform-
ance standards for new residential
buildings. The voluntary energy con-
servation performance standards are
designed to achieve the maximum
practicable improvements in energy ef-
ficiency and increases in the use of
non-depletable sources of energy.

(b) Voluntary energy conservation
performance standards prescribed
under this subpart shall be developed
solely as guidelines for the purpose of
providing technical assistance for the
design of energy conserving buildings,
and shall be mandatory only for the de-
sign of Federal buildings.

(c) The energy conservation perform-
ance standards will direct Federal poli-
cies and practices to ensure that cost-
effective energy conservation features
will be incorporated into the designs of
all new residential buildings designed
and constructed by and for Federal
agencies.

§ 435.301 Scope.
(a) The energy conservation perform-

ance standards for new Federal residen-
tial buildings will apply to the design
of all new residential buildings except
multifamily buildings more than three
stories above grade.

(b) The primary types of buildings
built by or for the Federal agencies, to
which the energy conservation per-
formance standards will apply, are:

(1) Single-story single-family resi-
dences;

(2) Split-level single-family resi-
dences;
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(3) Two-story single-family resi-
dences;

(4) End-unit townhouses;
(5) Middle-unit townhouses;
(6) End-units in multifamily build-

ings (of three stories above grade or
less);

(7) Middle-units in multifamily build-
ings (of three stories above grade or
less);

(8) Single-section mobile homes; and
(9) Multi-section mobile homes.

§ 435.302 Definitions.

(a) ANSI means American National
Standards Institute.

(b) ASHRAE Handbook means Amer-
ican Society of Heating, Refrigerating
and Air-Conditioning Engineeers, Inc.,
ASHRAE Handbook, 1985 Fundamen-
tals. Volume, 1–P Edition.

(c) ASTM means American Society of
Testing and Measurement.

(d) British thermal unit (Btu) means
approximately the amount of heat re-
quired to raise the temperature of one
pound of water from 59°F to 60°F.

(e) Building means any new residen-
tial structure:

(1) That includes or will include a
heating or cooling system, or both, or
a domestic hot water system, and

(2) For which a building design is cre-
ated after the effective date of this
rule.

(f) Building design means the develop-
ment of plans and specifications for
human living space.

(g) Conservation Optimization Standard
for Savings in Federal Residences means
the computerized calculation proce-
dure that is used to establish an energy
consumption goal for the design of Fed-
eral residential buildings.

(h) COSTSAFR means the Conserva-
tion Optimization Standard for Savings
in Federal Residences.

(i) DOE means U.S. Department of
Energy.

(j) Domestic hot water (DHW) means
the supply of hot water for purposes
other than space conditioning.

(k) Energy conservation measure (ECM)
means a building material or compo-
nent whose use will affect the energy
consumed for space heating, space
cooling, domestic hot water or refrig-
eration.

(l) Energy performance standard means
an energy consumption goal or goals to
be met without specification of the
method, materials, and processes to be
employed in achieving that goal or
goals, but including statements of the
requirements, criteria evaluation
methods to be used, and any necessary
commentary.

(m) Federal agency means any depart-
ment, agency, corporation, or other en-
tity or instrumentality of the execu-
tive branch of the Federal Government,
including the United States Postal
Service, the Federal National Mort-
gage Association, and the Federal
Home Loan Mortgage Corporation.

(n) Federal residential building means
any residential building to be con-
structed by or for the use of any Fed-
eral agency in the Continental U.S.,
Alaska, or Hawaii that is not legally
subject to state or local building codes
or similar requirements.

(o) Life cycle cost means the minimum
life cycle cost calculated by using a
methodology specified in subpart A of
10 CFR part 436.

(p) Point system means the tables that
display the effect of the set of energy
conservation measures on the design
energy consumption and energy costs
of a residential building for a par-
ticular location, building type and fuel
type.

(q) Practicable optimum life cycle en-
ergy cost means the energy costs of the
set of conservation measures that has
the minimum life cycle cost to the
Federal government incurred during a
25 year period and including the costs
of construction, maintenance, oper-
ation, and replacement.

(r) Project means the group of one or
more Federal residential buildings to
be built at a specific geographic loca-
tion that are included by a Federal
agency in specifications issued or used
by a Federal agency for design or con-
struction of the buildings.

(s) Prototype means a fundamental
house design based on typical construc-
tion assumptions. The nine prototypes
in COSTSAFR are: single-section man-
ufactured house, double-section manu-
factured house, ranch-style house, two-
story house, split-level house, mid-unit
apartment, end-unit apartment, mid-
unit townhouse, end-unit townhouse.
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(t) Residential building means a new
building that is designed to be con-
structed and developed for residential
occupancy.

(u) Set of conservation options means
the combination of envelope design and
equipment measures that influences
the long term energy use in a building
designed to maintain a minimum of
ventilation level of 0.7 air changes per
hour, including the heating and cooling
equipment, domestic hot water equip-
ment, glazing, insulation, refrigerators
and air infiltration control measures.

(v) Shading coefficient means the ratio
of the heat gains through windows,
with or without integral shading de-
vices, to that occurring through
unshaded, 1⁄8-inch clear glass.

(w) Total annual coil load means the
energy for space heating and/or cooling
with no adjustment for HVAC equip-
ment efficiency.

[56 FR 3772, Jan. 31, 1991]

§ 435.303 Requirements for the design
of a Federal residential building.

(a) The head of each Federal agency
responsible for the construction of Fed-
eral residential buildings shall estab-
lish an energy consumption goal for
each building to be designed or con-
structed by or for the agency.

(b) The energy consumption goal for
a Federal residential building shall be
a total point score derived by using the
micro-computer program and user
manual entitled ‘‘Conservation Optimi-
zation Standard for Savings in Federal
Residences (COSTSAFR),’’ unless the
head of the Federal agency shall estab-
lish more stringent requirements for
that agency.

(c) The head of each Federal agency
shall adopt such procedures as may be
necessary to ensure that the design of
a Federal residential building is not
less energy conserving than the energy
consumption goal established for the
building.

§ 435.304 The COSTSAFR Program.
(a) The COSTSAFR Program

(Version 3.0) provides a computerized
calculation procedure to determine the
most effective set of energy conserva-
tion measures, selected from among
the measures included within the Pro-
gram that will produce the practicable

optimum life cycle cost for a type of
residential building in a specific geo-
graphic location. The most effective
set of energy conservation measures is
expressed as a total point score that
serves as the energy consumption goal.

(b) The COSTSAFR Program
(Version 3.0) also prints out a point
system that identifies a wide array of
different energy conservation measures
indicating how many points various
levels of each measure would con-
tribute to reaching the total point
score of the energy consumption goal.
This enables a Federal agency to use
the energy consumption goal and the
point system in the design and procure-
ment procedures so that designers and
builders can pick and choose among
different combinations of energy con-
servation measures to meet or exceed
the total point score required to meet
the energy consumption goal.

(c) The COSTSAFR Program (Version
3.0) operates on a micro-computer sys-
tem that uses the MS DOS operating
system and is equipped with an 8087 co-
processor.

(d) The COSTSAFR Program
(Version 3.0) may be obtained from:

National Technical Information Service; De-
partment of Commerce; Springfield, Virginia
22161; (202) 487-4600

[53 FR 32545, Aug. 25, 1988, as amended at 56
FR 3772, Jan. 31, 1991]

§ 435.305 Alternative compliance pro-
cedure.

(a) If a proposed building design in-
cludes unusual or innovative energy
conservation measures which are not
covered by the COSTSAFR program,
the Federal agency shall determine
whether that design meets or exceeds
the applicable energy consumption
goal in compliance with the procedures
set forth in this section.

(b) The Federal agency shall deter-
mine the estimated discounted energy
cost for the COSTSAFR prototype
building design, which is the most
similar of the COSTSAFR prototypes
to the proposed building design, by—

(1) Printing out the COSTSAFR com-
pliance forms for the prototype show-
ing the points attributable to levels of
various energy conservation measures;

(2) Calculating the estimated unit en-
ergy cost on the compliance forms, on
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the basis of selecting the optimum lev-
els on the compliance forms or other-
wise in the User’s Manual for each en-
ergy conservation measure; and

(3) Multiplying the estimated unit
energy cost by 100.

(c) The Federal agency shall deter-
mine the estimated discounted energy
cost for the proposed building design
by—

(1) Estimating the heating and cool-
ing total annual coil loads of the pro-
posed building design with the DOE
2.1C computer program on the basis of
input assumptions including—

(i) Shading coefficients of 0.6 for
summer and 0.8 for winter;

(ii) Thermostat setpoints of 78 de-
grees Fahrenheit for cooling, 70 degrees
Fahrenheit for heating (6 am to 12 mid-
night), and 60 degrees Fahrenheit for
Night Setback (12 midnight to 6 am,
except for houses with heat pumps);

(iii) The infiltration rate measured in
air changes per hour as calculated
using appendix B of the COSTSAFR
User’s Manual;

(iv) Natural venting with a constant
air change rate of 10 air changes per
hour—

(A) When the outdoor temperature is
lower than the indoor temperature, but
not above 78 degrees Fahrenheit; and

(B) When the enthalpy of the outdoor
air is lower than the indoor air.

(v) Internal gains in accordance with
the following table for a house with
1540 square feet of floor area, adjusted
by 0.35 Btu/ft 2/hr to account for
changes in lighting as the floor area
varies from 1540 square feet—

TABLE 1—INTERNAL GAIN SCHEDULE (BTU)

Hour of day Sensible Latent

1 ......................................................... 1139 247
2 ......................................................... 1139 247

TABLE 1—INTERNAL GAIN SCHEDULE (BTU)—
Continued

Hour of day Sensible Latent

3 ......................................................... 1139 247
4 ......................................................... 1139 247
5 ......................................................... 1139 247
6 ......................................................... 1903 412
7 ......................................................... 2391 518
8 ......................................................... 4782 1036
9 ......................................................... 2790 604
10 ....................................................... 1707 370
11 ....................................................... 1707 370
12 ....................................................... 2277 493
13 ....................................................... 1707 370
14 ....................................................... 1424 308
15 ....................................................... 1480 321
16 ....................................................... 1480 321
17 ....................................................... 2164 469
18 ....................................................... 2334 506
19 ....................................................... 2505 543
20 ....................................................... 3928 851
21 ....................................................... 3928 851
22 ....................................................... 4101 888
23 ....................................................... 4101 888
24 ....................................................... 3701 802

(vi) Thermal transmittances for
building envelope materials measured
in accordance with applicable ASTM
procedures or from the ASHRAE Hand-
book;

(vii) Proposed heating and cooling
equipment types included in
COSTSAFR or having a certified sea-
sonal efficiency rating;

(viii) Weather Year for Energy Cal-
culations (WYEC) weather year data
(WYEC data are on tapes available
from ASHRAE, 1791 Tullie Circle, N.E.,
Atlanta, Georgia 30329), or if unavail-
able, Test Reference Year (TRY)
weather data (obtainable from Na-
tional Climatic Data Center, 1983 Test
Reference Year, Tape Reference Manual,
TD–9706, Asheville, North Carolina) rel-
evant to project location.

(2) Estimating the discounted energy
cost for the heating and cooling energy
loads, respectively, according to the
following equation—

Discounted Energy Cost =
Total Annual Coil Load Fuel Cost UPW*

Equipment Efficiency

× ×

Where:
Total Annual Coil Load=the total heating or

cooling annual coil load calculated under
paragraph (c)(1);

Fuel Cost=the heating or cooling fuel cost
calculated in accordance with sections
3.3.D and 3.3.E of the User’s Manual;
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UPW*=the uniform present worth discount
factor; selected from the last page of the
compliance forms.

Equipment Efficiency=the test seasonal effi-
ciency rating of the heating and cooling
equipment only (i.e., not including duct
or distribution system losses).

(3) Estimating the discounted energy
cost for water heating and refrigerator/
freezer energy consumption—

(i) For equipment types covered by
the COSTSAFR compliance forms, by
multiplying the estimated unit energy
cost by 100; or

(ii)For equipment types not covered
by COSTSAFR—

Discounted Energy Cost =
Annual Energy Consumption Fuel Cost UPW*

Energy Factor

× ×

Where:
Fuel Cost and UPW* are as defined in para-

graph (c)(2) of this section; Annual En-
ergy Consumption is as calculated in 10
CFR 430.22; and Energy Factor is the
measure of energy efficiency as cal-
culated under 10 CFR 430.22

(iii) [Reserved]
(4) Adding together the discounted

energy costs calculated under para-
graphs (c)(2) and (c)(3) of this section;

(d) If the discounted energy cost of
the proposed building design calculated
under paragraph (c)(4) of this section is
equal to or less than the discounted en-
ergy cost of the COSTSAFR prototype
building design calculated under para-
graph (b) of this section, then the pro-
posed building design is in compliance
with the applicable energy consump-
tion goal under this part.

[56 FR 3772, Jan. 31, 1991]

§ 435.306 Selecting a life cycle effective
proposed building design.

In selecting between or among pro-
posed building designs which comply
with the applicable energy consump-
tion goal under this part, each Federal
agency shall select the design which, in
comparison to the applicable
COSTSAFR prototype, has the highest
Net Savings or lowest total life cycle
costs calculated in compliance with
subpart A of 10 CFR part 436.

[56 FR 3773, Jan. 31, 1991]

PART 436—FEDERAL ENERGY MAN-
AGEMENT AND PLANNING PRO-
GRAMS

Sec.
436.1 Scope.
436.2 General objectives.

Subpart A—Methodology and Procedures
for Life Cycle Cost Analyses

436.10 Purpose.
436.11 Definitions.
436.12 Life cycle cost methodology.
436.13 Presuming cost-effectiveness results.
436.14 Methodological assumptions.
436.15 Formatting cost data.
436.16 Establishing non-fuel and non-water

cost categories.
436.17 Establishing energy or water cost

data.
436.18 Measuring cost-effectiveness.
436.19 Life cycle costs.
436.20 Net savings.
436.21 Savings-to-investment ratio.
436.22 Adjusted internal rate of return.
436.23 Estimated simple payback time.
436.24 Uncertainty analysis.

Subpart B—Methods and Procedures for
Energy Savings Performance Contracting

436.30 Purpose and scope.
436.31 Definitions.
436.32 Qualified contractors lists.
436.33 Procedures and methods for con-

tractor selection.
436.34 Multiyear contracts.
436.35 Standard terms and conditions.
436.36 Conditions of payment.
436.37 Annual energy audits.
436.38 Terminating contracts.

Subparts C—E [Reserved]
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